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Series
Sheet

Number Sheet Name

GENERAL
GENERAL G0.00 COVER
GENERAL G0.01 PROJECT INFORMATION
GENERAL G0.02 NOTES, SYMBOLS, ABBREVIATIONS
GENERAL G0.03 KEY PLANS
GENERAL G1.00 CODE SUMMARY
DEMOLITION
DEMOLITION AD1.01 DEMOLITION FLOOR PLAN - FIRST FLOOR
DEMOLITION AD1.02 DEMOLITION FLOOR PLAN - MEZZANINE
DEMOLITION AD1.03 DEMOLITION FLOOR PLAN - ROOF PLAN
DEMOLITION AD2.00 DEMOLITION REFLECTED CEILING PLAN - FIRST FLOOR
DEMOLITION AD2.01 DEMOLITION REFLECTED CEILING PLAN - MEZZANINE
DEMOLITION AD3.00 DEMOLITION EXTERIOR ELEVATIONS
DEMOLITION AD3.01 DEMOLITION EXTERIOR ELEVATIONS
ARCHITECTURAL
ARCHITECTURAL A1.01 FIRST FLOOR PLAN
ARCHITECTURAL A1.02 SECOND FLOOR PLAN
ARCHITECTURAL A1.03 ROOF PLAN
ARCHITECTURAL A2.01 FIRST FLOOR REFLECTED CEILING PLAN
ARCHITECTURAL A2.02 SECOND FLOOR REFLECTED CEILING PLAN
ARCHITECTURAL A3.00 EXTERIOR ELEVATIONS
ARCHITECTURAL A3.01 EXTERIOR ELEVATIONS
ARCHITECTURAL A4.00 BUILDING SECTIONS
ARCHITECTURAL A4.01 BUILDING SECTIONS
ARCHITECTURAL A5.00 WALL SECTIONS
ARCHITECTURAL A7.00 STAIR PLANS, SECTIONS AND DETAILS
ARCHITECTURAL A9.00 DOOR SCHEDULES
ARCHITECTURAL A9.01 DOOR DETAILS
ARCHITECTURAL A12.00 3D REPRESENTATIONS - EXTERIOR VIEWS
ARCHITECTURAL A12.01 3D REPRESENTATIONS - INTERIOR VIEWS
PLUMBING
PLUMBING PD1.01 FIRST FLOOR PLUMBING DEMOLITION PLAN
PLUMBING PD1.02 SECOND FLOOR PLUMBING DEMOLITION PLAN
PLUMBING P1.01 FIRST FLOOR PLUMBING PLAN
PLUMBING P1.02 SECOND FLOOR PLUMBING PLAN
PLUMBING P5.00 PLUMBING SCHEDULES
MECHANICAL
MECHANICAL MD1.01 FIRST FLOOR MECHANICAL DEMOLITION PLAN
MECHANICAL MD1.02 SECOND FLOOR MECHANICAL DEMOLITION PLAN
MECHANICAL M1.01 FIRST FLOOR MECHANICAL PLAN
MECHANICAL M1.02 SECOND FLOOR MECHANICAL PLAN
MECHANICAL M2.01 MECHANICAL DETAILS
ELECTRICAL
ELECTRICAL ED1.01 FIRST FLOOR ELECTRICAL DEMOLITION PLAN
ELECTRICAL ED1.02 SECOND FLOOR ELECTRICAL DEMOLITION PLAN
ELECTRICAL EL1.01 FIRST FLOOR ELECTRICAL LIGHTING PLAN
ELECTRICAL EL1.02 SECOND FLOOR ELECTRICAL LIGHTING PLAN
ELECTRICAL EP1.01 FIRST FLOOR ELECTRICAL POWER PLAN
ELECTRICAL EP1.02 SECOND FLOOR ELECTRICAL POWER PLAN
ELECTRICAL E5.00 ELECTRICAL SYMBOLS AND SCHEDULES
ELECTRICAL E5.01 ELECTRICAL SCHEDULES
ELECTRICAL E8.00 ELECTRICAL DETAILS

PROJECT TEAM

STRUCTURAL
FOLEY BUHL ROBERTS & ASSOCIATES INC.
2150 WASHINGTON ST, NEWTON, MA 02462
(617) 527-9600

MECHANICAL/ELECTRICAL/PLUMBING
CONSULTING ENGINEERING SERVICES
510 CHAPMAN STREET, SUITE 201, CANTON, MA 02021
 (617) 261-7161

ARCHITECT
LLB ARCHITECTS/ LERNER LADDS BARTELS
161 EXCHANGE STREET, PAWTUCKET, RI 02860
(401) 421-7715

NORTH

BRANDT POINT SHELLFISH
PROPAGATION FACILITY
2A EASTON STREET
NANTUCKET, MA 02554

ALTERNATIVES

ALTERNATE #1:
ADDITION TO WEST SIDE OF BUILDING AND ASSOCIATED DEMOLITION OF

EXISTING STRUCTURE. DRAWINGS: AD1.01, AD2.00, A1.01, A2.01

BASE BID:
NO ADDITION OR ASSOCIATED DEMOLITION.

ALTERNATE #2:
SIX NEW DORMERS & SIX NEW WINDOW ON EXISITNG ROOF STRUCTURE

AND ASSOCIATED DEMOLITION TO EXISTING STRUCTURE. DRAWINGS: AD1.03,
AD2.01, A1.03, A2.02

BASE BID: NO NEW DORMERS OR ASSOCIATED DEMOLITION.

CODE NARRATIVE STATEMENT

NOTE: ALL ADD ALTERNATES ARE TO BE PRICED SEPARATELY AS LINE ITEMS AND
CLEARLY NOTED AS ALTERNATES AT THE END OF THE BASE BID. PLEASE REFER TO
SPECIFICATIONS FOR ADDITIONAL INFORMATION, THE ADD ALTERNATES ARE AS
FOLLOWS:

ALTERNATE #3:
NEW OVERHEAD DOOR (#17) TO REPLACE EXISITING DOOR (#E10). DRAWINGS:

A9.00, A9.01

BASE BID: EXISTING DOOR (#E10) TO REMAIN. PREP, PRIME AND PAINT.

OWNER'S SPECIAL CONDITIONS FOR CONTRACTORS

1)      The contractor must notify the Town Project Manager at least 24 and not more
than 36 hours prior to any work that may obstruct the egress or ingress path of the
facility;

2) All existing FF&E is to be removed and stored by owner or salvaged for reinstallation
by owner. Owner and contractor to have a coordination meeting prior to start of
demolition to formulate a list of salvaged versus disposed items.

NEW WORK PROPOSED HEREWITHIN LOCATED AT THE BRANDT POINT SHELLFISH
FACILITY IS DESIGNED IN COMPLIANCE WITH THE 2009 INTERNATIONAL EXISTING
BUILDING CODE WITH MASSACHUSSETS AMMENDMENTS FOR ALTERATIONS - LEVEL 3
WHICH IS DEFINED UNDER IEBC 2009, SECTION 404 AS "INCLUDING THE
RECONFIGURATION OF SPACE, THE ADDITION OR ELIMINATION OF ANY DOOR OR
WINDOW, THE RECONFIGURATION OR EXTENSION OF ANY SYSTEM, OR THE
INSTALLATION OF ANY ADDITIONAL EQUIPMENT."

THE SCOPE OF THIS WORK IS LIMITED TO THE PORTIONS OF THE EXISTING BUILDINGS
DESIGNATED IN THESE DOCUMENTS. OTHER EXISTING SPACES AND STRUCTURES ON
THE SITE THAT ARE NOT AFFECTED BY THIS PROJECT ARE NOT COVERED BY THIS
NARRATIVE.

THE SCOPE OF THE PROPOSED WORK IS NOT INTENDED TO MODIFY THE EXISTING
OCCUPANCY CLASSIFICATION, EXISTING OCCUPANCY USE GROUP OR EXISTING
BUILDING CONSTRUCTION CLASSIFICATION. THE INTENT OF THE PROPOSED WORK
DOES NOT REDUCE THE REQUIRED EGRESS WIDTH OR CAPACITY FOR ANY PORTION OF
THE WORK, NOR DOES IT REDUCE THE QUANTITY OF EXISTING EXITS.

IN GENERAL ALL ALTERATIONS TO A BUILDING OR PORTION THEREOF MUST COMPLY
WITH THE REQUIREMENTS OF THE IEBC 2009. THE ALTERATIONS MUST BE SUCH THAT
THE ALTERED BUILDING IS NO LESS COMPLYING WITH THE PROVISIONS OF THE CODE
THAN THE EXISTING BUILDING WAS PRIOR TO THE ALTERATIONS.  NEWLEY
CONSTRUCTED ELEMENTS AND SYSTEMS SHALL CONFORM TO THE CODE AND EXISTING
ELEMENTS AND CONDITIONS INTENDED TO REMAIN SHALL REMAIN AS-IS.

THE ALTERATIONS DETAILED HEREWITHIN HAS BEEN DESIGNED TO BE IN COMPLIANCE
WITH THE 2009 INTERNATIONAL EXISTING BUILDING CODE WITH MASSACHUSETTS
AMMENDMENTS. AN ADDITION TO A BUILDING OR STRUCTURE SHALL COMPLY WITH
THE INTERNATIONAL CODES AS ADOPTED FOR NEW CONSTRUCTION WITHOUT
REQUIRING THE EXISTING BUILDING OR STRUCTURE TO COMPLY WITH ANY
REQUIREMENTS OF THOSE CODES.

OWNER
TOWN OF NANTUCKET
BRANDT POINT SHELLFISH PROPAGATION FACILITY
2A EASTON STREET, NANTUCKET, MA 02554

1 Date 1



A. IT SHALL BE THE DUTY OF THE CONTRACTOR TO REQUEST FROM THE ARCHITECT ALL NECESSARY
INTERPRETATION OF THE CONTRACT DOCUMENTS.

B. DRAWINGS ARE FOR ILLUSTRATIVE PURPOSES ONLY AND MAY NOT SHOW ALL DEMOLITION WORK
REQUIRED TO COMPLETE THE CONTRACT WORK.

C. DIMENSIONS AND ELEVATIONS INDICATED ON THE DRAWINGS IN REFERENCE TO EXISTING
STRUCTURES ARE THE BEST AVAILABLE DATA OBTAINABLE BUT ARE NOT GUARANTEED BY THE OWNER
AND THE OWNER WILL NOT BE RESPONSIBLE FOR THEIR ACCURACY.  THE CONTRACTOR SHALL FIELD
CHECK AND VERIFY ALL DIMENSIONS, GRADES, LINES, LEVELS, OR OTHER CONDITIONS OF
LIMITATIONS AT THE SITE TO AVOID CONSTRUCTION ERRORS.  IF ANY WORK IS PERFORMED BY THE
CONTRACTOR OR ANY OF HIS SUB-CONTRACTORS PRIOR TO ADEQUATE VERIFICATION OF APPLICABLE
DATA, ANY RESULTANT EXTRA COST FOR ADJUSTMENT OF WORK AS REQUIRED TO CONFORM TO
EXISTING LIMITATIONS SHALL BE ASSUMED BY THE CONTRACTOR WITHOUT REIMBURSEMENT OF
COMPENSATION BY THE OWNER.

D. OMISSION FROM THE DRAWINGS AND SPECIFICATIONS OF ITEMS WHICH OBVIOUSLY ARE NEEDED
TO PROPERLY PERFORM THE WORK, SUCH AS ATTACHMENTS, BOLTS, HANGERS, ETC., SHALL NOT
RELIEVE THE CONTRACTOR FROM FURNISHING AND INSTALLING THEM.  IT IS INTENDED THAT ALL
DIMENSIONS AND FIGURES ON THE DRAWINGS SHALL AGREE. THE CONTRACTOR SHALL CONFIRM THEM
BEFORE STARTING THE WORK AND SHALL REPORT IN WRITING ALL DISCREPANCIES TO THE ARCHITECT
FOR ADJUSTMENT.

E. VERIFY ALL GIVEN DIMENSIONS AND CLEARANCES IN FIELD PRIOR TO WORK. THE CONTRACTOR
SHALL VISIT THE SITE AND FAMILIARIZE THEMSELVES WITH ALL FIELD CONDITIONS TO DETERMINE
THE EXTENT OF DEMOLITION, REMOVAL AND REPAIR. THE CONTRACTOR SHALL IMMEDIATELY NOTIFY
THE ARCHITECT OF ANY ERRORS, OMISSIONS, DISCREPANCIES OR HIDDEN FIELD CONDITIONS WHICH
PREVENT THE EXECUTION OF THE WORK AS SHOWN. EXTRA COMPENSATION FOR INADEQUATE
EXAMINATION OF EXISTING CONDITIONS SHALL NOT BE CONSIDERED.

F. PRIOR TO BEGINNING ANY MECHANICAL, ELECTRICAL, PLUMBING, OR FIRE PROTECTION WORK THE
CONTRACTOR WILL PROVIDE COMPLETE CAD BASED COORDINATION DRAWINGS THAT CONFIRM ALL
DESIRED CEILING HEIGHTS.  ANY CONFLICTS THAT WILL AFFECT THE DESIGN INTENT OR DESIGNED
CEILING HEIGHTS WILL BE REPORTED TO THE ARCHITECT PROMPTLY IN ADVANCE OF ENGAGING IN THE
WORK.

G. REFER TO ALL CONTRACT DOCUMENTS INCLUDING, BUT NOT LIMITED TO DRAWINGS AND SCOPE
OF WORK FOR COORDINATION AND ADDITIONAL DEMOLITION INFORMATION. ALL PENETRATIONS IN
WALLS OR FLOORS RESULTING FROM DEMOLITION OR OVER-DEMOLITION (AS REQUIRED TO PROPERLY
INSTALL NEW WORK) OF ANY EXISTING STRUCTURAL, MECHANICAL, ELECTRICAL, FIRE PROTECTION,
OR PLUMBING EQUIPMENT ARE TO BE PATCHED WITH NEW MATERIAL TO MATCH EXISTING AND
FINISHED TO MATCH SURROUNDING FINISHED CONSTRUCTION.

H. THE GENERAL CONTRACTOR IS REQUIRED TO COORDINATE THE DEMOLITION WORK ASSIGNED TO
THE SUB-TRADES, INCLUDING BUT NOT LIMITED TO ALL UTILITY DISCONNECTS, CUTOFF CAPPING,
REMOVAL, DISMANTLING OR DISMOUNTING OF FIXTURES, EQUIPMENT, WIRING, PIPING, ETC. GENERAL
CONTRACTOR IS RESPONSIBLE FOR ALL REMOVAL AND DISPOSAL.

I. THE GENERAL CONTRACTOR SHALL BE FULLY RESPONSIBLE FOR REMOVING ALL EXISTING
MATERIALS WHICH WOULD OTHERWISE INTERFERE WITH THE PROPER INSTALLATION OR FUNCTION OF
THE NEW WORK, WHETHER OR NOT SUCH EXISTING MATERIALS OR CONDITIONS HAVE BEEN INDICATED.
THIS INCLUDES ALL ABANDONED FURNISHINGS, EQUIPMENT AND FINISHES.

J. ALL MATERIALS AND ITEMS TO BE REMOVED AND NOT RE-USED ON THIS PROJECT SHALL REMAIN
THE PROPERTY OF THE OWNER AND SHALL BE TRANSPORTED TO AND STORED IN A PLACE DESIGNATED
BY THE OWNER. IF, HOWEVER, THE OWNER DOES NOT DESIRE TO RETAIN POSSESSION OF ANY ITEMS,
THEY SHALL BECOME THE PROPERTY OF THE CONTRACTOR WHO SHALL REMOVE THEM FROM THE
PREMISES AND LEGALLY DISPOSE THEREOF.

K. UNLESS INDICATED OTHERWISE, THE OWNER WILL REMOVE ALL MOVEABLE EQUIPMENT AND
FURNISHINGS.

L. CONTRACTOR SHALL PROVIDE TEMPORARY SHORING AT ALL LOCATIONS AS REQUIRED TO
COMPLETE THE SCOPE OF WORK.

M. PROTECT EXISTING TO REMAIN AREAS DURING CONSTRUCTION.  PATCH & REPAIR ANY DAMAGE
CAUSED DURING CONSTRUCTION.

N. AFTER THE CONTRACT HAS BEEN AWARDED, THE CONTRACTOR WILL SUBMIT A FULL BAR CHART
TYPE SCHEDULE THAT WILL INDICATE ALL MAJOR AND MINOR MILESTONES FOR THE WORK.  THE
CONTRACTOR WILL ALSO SUBMIT A FULL SUBMITTAL AND SHOP DRAWING SCHEDULE FOR ALL
COMPONENTS TO BE INSTALLED AND PROVIDED PER THE SCOPE OF WORK.

O. CERTIFY AS PART OF EACH APPLICATION FOR PAYMENT THAT THE PROJECT RECORD DOCUMENTS
"AS-BUILTS" ARE CURRENT AT THE TIME OF THE APPLICATION SUBMITTED.  SUCH DRAWINGS ARE
REQUIRED TO BE CURRENT AS A CONDITION OF APPROVING ANY PAYMENT TO THE CONTRACTOR OR
SUB-CONTRACTOR.

P. ALL SUBMITTALS AND SHOP DRAWINGS WILL NEED TO BE STAMPED AS HAVING BEEN REVIEWED
AND APPROVED BY THE CONTRACTOR FOR CONFORMANCE WITH THE PROJECT PRIOR TO SUBMITTING
TO THE ARCHITECT.  ANY SUBMITTAL WITHOUT THIS STAMP WILL BE PROMPTLY REJECTED AND
RETURNED.

Q. CHECKING OF THE SUBMITTALS AND SHOP DRAWINGS BY THE ARCHITECT IS ONLY FOR LIMITED
GENERAL CONFORMANCE WITH THE INFORMATION GIVEN AND DESIGN CONCEPT EXPRESSED IN THE
CONTRACT DOCUMENTS FOR THE PROJECT.  THE CONTRACTOR IS RESPONSIBLE FOR QUANTITIES AND
DIMENSIONS WHICH SHALL BE CONFIRMED AND CORRELATED AT THE JOBSITE; CONSTRUCTION MEANS,
METHODS, PROCEDURES, TECHNIQUES, SEQUENCES, AND JOBSITE SAFETY; AND COORDINATION OF
THEIR WORK WITH THAT OF THE OTHER TRADES.

R. CAREFULLY REVIEW THE SCOPE OF WORK FOR REQUIREMENTS RELATED TO FIELD APPROVED
"MOCKUPS".  ANY WORK BEGUN WITHOUT THE AUTHORIZATION OF AN APPROVED MOCKUP BY THE
OWNER AND THE ARCHITECT IS AT THE CONTRACTOR'S RISK.  UNSATISFACTORY WORK IS SUBJECT TO
POSSIBLE REMOVAL AND REPLACEMENT AT THE CONTRACTOR'S EXPENSE.

S. IF DISCREPANCIES OCCUR BETWEEN THE DRAWINGS AND SCOPE OF WORK, CONSULT ARCHITECT
FOR CLARIFICATION OF DESIRED METHOD. DURING THE BIDDING PHASE IF DISCREPANCIES ARE FOUND
IN THE CONTRACT DOCUMENTS, CARRY THE AMOUNT OF WORK WHICH WOULD COME AT A GREATER
COST

T. REFER TO SCOPE OF WORK FOR REQUIREMENTS PERTAINING TO DEMOLITION ACTIVITIES,
INCLUDING NOTIFICATION TO THE OWNER.  PROVIDE TEMPORARY PROTECTION REQUIREMENTS, AND
SPECIFIC DEMOLITION PROVISIONS FOR ALL ITEMS INDICATED ON DRAWINGS FOR DEMOLITION THAT
ALLOW FOR SAFE, SANITARY AND LEGAL DISPOSAL OFF OF THE PROPERTY.

U. WHERE EXISTING FLOORING HAS BEEN REMOVED, THE GENERAL CONTRACTOR WILL BE REQUIRED
TO CLEAN, PREPARE AND PATCH THE EXISTING FLOOR SLAB OR SUBSTRATE TO THE CONDITION
REQUIRED FOR PROPER INSTALLATION OF NEW FLOOR SYSTEM.

GENERAL CONSTRUCTION NOTES COMMON ABBREVIATIONS
ABV ABOVE
A/C AIR CONDITION
ACC. ACCESS(IBLE)
ACT ACOUSTICAL CEILING TILE
ADDL ADDITIONAL
ADJ. ADJUSTABLE (OR) ADJACENT
A/E ARCHITECT/ENGINEER
A.F.F. ABOVE FINISH FLOOR
AHJ AUTHORITY HAVING JURISDICTION
ALUM. ALUMINUM
ALT. ALTERNATE
ANOD. ANODIZED
ARCH. ARCHITECT(URAL)
A.P. ACCESS PANEL
APT APARTMENT
APPROX.APPROXIMATE
ASI ARCHITECT’S SUPPLEMENTAL INSTRUCTION
AUTO. AUTOMATIC
AUX. AUXILIARY

BAS BUILDING AUTOMATION SYSTEM
BD BOARD
BDRM BEDROOM
BITUM. BITUMINOUS
BLDG BUILDING
BLKG BLOCKING
BLW BELOW
BSMT BASEMENT
BOT. BOTTOM
BRK BRICK
BRZ BRONZE
BTWN BETWEEN

CAB. CABINET
C.F.M.F. COLD-FORMED METAL FRAMING
C.L. CENTER LINE
CLG CEILING
CLR CLEAR(ANCE)
C.J. CONTROL JOINT
CMU CONCRETE MASONRY UNIT
COL. COLUMN
COMP. COMPRESS(ED), (ION). (IBLE)
CONC. CONCRETE
CONST. CONSTRUCTION
CONT. CONTINU(E), (OUS)
COORD. COORDINATE
CPT CARPET
CPR COPPER
C.T. CERAMIC TILE
C.U.H. CABINET UNIT HEATER

DBL DOUBLE
DEMO DEMO(LISH), (LITION)
DET.DETAIL
D.F. DRINKING FOUNTAIN
DH DOUBLE HUNG
DIA. DIAMETER
DIAG. DIAGONAL
DIM. DIMENSION
DN DOWN
DR DOOR
DS DOWNSPOUT
DTL DETAIL
DWG DRAWING
DX DUPLEX

EA. EACH
EL. ELEVATION
ELEC. ELECTRIC(AL)
ELEV. ELEVATOR
EMER. EMERGENCY
EMS EMERGENCY MANAGEMENT SYSTEM
E.J. EXPANSION JOINT
EQ EQUAL
EQUIP EQUIPMENT
ETR EXISTING TO REMAIN
EXG EXISTING
EXT. EXTERIOR

F.A. FIRE ALARM
F.A.R. FLOOR AREA RATIO
F.C.U. FAN COIL UNIT
F.D. FLOOR DRAIN
FDN FOUNDATION
F.E. FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER CABINET
FF&E FURNITURE, FIXTURE, AND EQUIPMENT
FGL FIBERGLASS
FIN. FINISH
FIXT. FIXTURE
FL. FLOOR
FLUOR. FLUORESCENT
F.O. FACE OF _____________
F.P. FIRE PROTECTION
FT FEET
FTG FOOTING
FURN. FURNITURE

GA GAGE
GALV GALVANIZED
GB GRAB BAR
GL GLASS
GLAM GLUE LAMINATED BEAM
GLZ GLAZING
GWB GYPSUM BOARD

HC HANDICAP
HDF HIGH DENSITY FIBERBOARD
HM HOLLOW METAL
HDWR  HARDWARE
HOR. HORIZONTAL
HR HOUR
HT HEIGHT

IN. INCHES
INCL. INCLUDE(D),(ING)
INFO. INFORMATION
INSUL. INSULATION
INT. INTERIOR

J.C. JANITOR’S CLOSET
J-BOX JUNCTON BOX
JT JOINT

KIT. KITCHEN

LAB. LABORATORY
LAV. LAVATORY
LB POUND(S)
L.E.D. LIGHT EMITTING DIODE
L.H. LEFT HAND
LIB. LIBRARY
LKR LOCKER
LVL LAMINATED VENEER LUMBER
LOC. LOCATION
LVR LOUVER

MAS. MASONRY
MAT. MATERIAL
MAX. MAXIMUM
MECH. MECHANICAL
MED. MEDIUM
MEMB MEMBRANE
MDF MEDIUM DENSITY FIBERBOARD
MIN. MINIMUM
MISC. MISCELLANEOUS
M.O. MASONRY OPENING
M.R. MOISTURE RESISTANT
MTL METAL

N.A.NOT APPLICABLE
NAT. NATURAL
N.C.NOISE CRITERIA
N.I.C. NOT IN CONTRACT
NKL NICKEL
NOM. NOMINAL
N.R.C. NOISE REDUCTION COEFFICIENT
N.T.S. NOT TO SCALE

O.C.ON CENTER
O.H. OPPOSITE HAND
OPNG OPENING
OPP OPPOSITE
ORIG. ORIGINAL
OVHD OVERHEAD
OZ. OUNCE

PERP PERPENDICULAR
PLAM PLASTIC LAMINATE
PNT PAINT
PTD PAINTED
PR PAIR
P.T. PRESSURE TREATED
PTN PARTITION
PLYWD PLYWOOD

Q.T. QUARRY TILE

R+D REMOVE AND DISPOSE
R.B. RESILENT BASE
R.D. ROOF DRAIN
REF. REFER
REFR REFRIGERATOR
REQ. REQUIRE(D)
RES. RESILIENT
REV. REVISION
R.H. RIGHT HAND
RM ROOM
R.O.ROUGH OPENING

SCHED. SCHEDULE
SECT. SECTION
SF SQUARE FEET
SHT SHEET
SHTH SHEATHING
SIM. SIMILAR
SPEC. SPEC (-IFIED) (-IFICATION)
SRL SUBMITTAL REVIEW LETTER
SQ. SQUARE
S.S. STAINLESS STEEL
S.S.M. SOLID SURFACE MATERIAL
STC SOUND TRANSMISSION COEFFICIENT
STD STANDARD
STOR. STORAGE
STL STEEL
STRUCT. STRUCTURAL
SUSP. SUSPEND(ED)
SYS. SYSTEM

T&G TONGUE AND GROOVE
TEL. TELEPHONE
TEMP TEMPORARY
THK THICK(NESS)
THR THRESHOLD
T.O. TOP OF ________________
TSTAT THERMOSTAT
TYP. TYPICAL
TZ TERRAZZO

U.H. UNIT HEATER
U.N.O. UNLESS NOTED OTHERWISE
U.O.N. UNLESS NOTED OTHERWISE

VERT. VERTICAL
V.I.F. VERIFY IN FIELD
V.R. VAPOR RETARDER

W/ WITH
W.C. WATER CLOSET
WD WOOD
WIN. WINDOW

Z.C.C. ZINC COATED COPPER

& AND

ALUMNIUM

CONCRETE

RIGID INSULATIONCONCRETE BLOCK

BRICK

EARTH

ENGINEERED WOOD (MDF, HDF, ETC.)

POROUS FILL (GRAVEL, CRUSHED STONE, ETC.)

GLASS, HORIZONTAL SURFACE

METAL (STEEL, ETC.)

PLASTIC

PLYWOOD

RUBBLE

GYPSUM/PLASTER

EXISTING, UNEXCAVATED

CERAMIC TILE, HORIZONTAL
SURFACE

WOOD (EDGE GRAIN)

WOOD (END GRAIN)

WOOD (FACE GRAIN)

SHINGLECERAMIC TILE, VERTICAL SURFACE

GLASS, VERTICAL SURFACE

GLASS, SPECIALTY

SYMBOLS

GENERIC 1

GENERIC 2

GENERIC 3

GENERIC 4

GENERIC 5

GENERIC 6
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ALIGN
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FLOOR FINISH
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XX
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0NEW EXISTING

A. IT SHALL BE THE DUTY OF THE CONTRACTOR TO REQUEST FROM THE ARCHITECT ALL
NECESSARY INTERPRETATION OF THE CONTRACT DOCUMENTS.

B. DRAWINGS ARE FOR ILLUSTRATIVE PURPOSES ONLY AND MAY NOT SHOW ALL
DEMOLITION WORK REQUIRED TO COMPLETE THE CONTRACT WORK.

C. DIMENSIONS AND ELEVATIONS INDICATED ON THE DRAWINGS IN REFERENCE TO
EXISTING STRUCTURES ARE THE BEST AVAILABLE DATA OBTAINABLE BUT ARE NOT
GUARANTEED BY THE OWNER AND THE OWNER WILL NOT BE RESPONSIBLE FOR THEIR
ACCURACY.  THE CONTRACTOR SHALL FIELD CHECK AND VERIFY ALL DIMENSIONS, GRADES,
LINES, LEVELS, OR OTHER CONDITIONS OF LIMITATIONS AT THE SITE TO AVOID
CONSTRUCTION ERRORS.  IF ANY WORK IS PERFORMED BY THE CONTRACTOR OR ANY OF HIS
SUB-CONTRACTORS PRIOR TO ADEQUATE VERIFICATION OF APPLICABLE DATA, ANY
RESULTANT EXTRA COST FOR ADJUSTMENT OF WORK AS REQUIRED TO CONFORM TO
EXISTING LIMITATIONS SHALL BE ASSUMED BY THE CONTRACTOR WITHOUT REIMBURSEMENT
OF COMPENSATION BY THE OWNER.

D. OMISSION FROM THE DRAWINGS AND SPECIFICATIONS OF ITEMS WHICH OBVIOUSLY ARE
NEEDED TO PROPERLY PERFORM THE WORK, SUCH AS ATTACHMENTS, BOLTS, HANGERS, ETC.,
SHALL NOT RELIEVE THE CONTRACTOR FROM FURNISHING AND INSTALLING THEM.  IT IS
INTENDED THAT ALL DIMENSIONS AND FIGURES ON THE DRAWINGS SHALL AGREE. THE
CONTRACTOR SHALL CONFIRM THEM BEFORE STARTING THE WORK AND SHALL REPORT IN
WRITING ALL DISCREPANCIES TO THE ARCHITECT FOR ADJUSTMENT.

E. VERIFY ALL GIVEN DIMENSIONS AND CLEARANCES IN FIELD PRIOR TO WORK. THE
CONTRACTOR SHALL VISIT THE SITE AND FAMILIARIZE THEMSELVES WITH ALL FIELD
CONDITIONS TO DETERMINE THE EXTENT OF DEMOLITION, REMOVAL AND REPAIR. THE
CONTRACTOR SHALL IMMEDIATELY NOTIFY THE ARCHITECT OF ANY ERRORS, OMISSIONS,
DISCREPANCIES OR HIDDEN FIELD CONDITIONS WHICH PREVENT THE EXECUTION OF THE
WORK AS SHOWN. EXTRA COMPENSATION FOR INADEQUATE EXAMINATION OF EXISTING
CONDITIONS SHALL NOT BE CONSIDERED.

F. PRIOR TO BEGINNING ANY MECHANICAL, ELECTRICAL, PLUMBING, OR FIRE PROTECTION
WORK THE CONTRACTOR WILL PROVIDE COMPLETE CAD BASED COORDINATION DRAWINGS
THAT CONFIRM ALL DESIRED CEILING HEIGHTS.  ANY CONFLICTS THAT WILL AFFECT THE
DESIGN INTENT OR DESIGNED CEILING HEIGHTS WILL BE REPORTED TO THE ARCHITECT
PROMPTLY IN ADVANCE OF ENGAGING IN THE WORK.

G. REFER TO ALL CONTRACT DOCUMENTS INCLUDING, BUT NOT LIMITED TO DRAWINGS
AND SCOPE OF WORK FOR COORDINATION AND ADDITIONAL DEMOLITION INFORMATION.
ALL PENETRATIONS IN WALLS OR FLOORS RESULTING FROM DEMOLITION OR OVER-
DEMOLITION (AS REQUIRED TO PROPERLY INSTALL NEW WORK) OF ANY EXISTING
STRUCTURAL, MECHANICAL, ELECTRICAL, FIRE PROTECTION, OR PLUMBING EQUIPMENT ARE
TO BE PATCHED WITH NEW MATERIAL TO MATCH EXISTING AND FINISHED TO MATCH
SURROUNDING FINISHED CONSTRUCTION.

H. THE GENERAL CONTRACTOR IS REQUIRED TO COORDINATE THE DEMOLITION WORK
ASSIGNED TO THE SUB-TRADES, INCLUDING BUT NOT LIMITED TO ALL UTILITY DISCONNECTS,
CUTOFF CAPPING, REMOVAL, DISMANTLING OR DISMOUNTING OF FIXTURES, EQUIPMENT,
WIRING, PIPING, ETC. GENERAL CONTRACTOR IS RESPONSIBLE FOR ALL REMOVAL AND
DISPOSAL.

I. THE GENERAL CONTRACTOR SHALL BE FULLY RESPONSIBLE FOR REMOVING ALL EXISTING
MATERIALS WHICH WOULD OTHERWISE INTERFERE WITH THE PROPER INSTALLATION OR
FUNCTION OF THE NEW WORK, WHETHER OR NOT SUCH EXISTING MATERIALS OR
CONDITIONS HAVE BEEN INDICATED. THIS INCLUDES ALL ABANDONED FURNISHINGS,
EQUIPMENT AND FINISHES.

J. ALL MATERIALS AND ITEMS TO BE REMOVED AND NOT RE-USED ON THIS PROJECT SHALL
REMAIN THE PROPERTY OF THE OWNER AND SHALL BE TRANSPORTED TO AND STORED IN A
PLACE DESIGNATED BY THE OWNER. IF, HOWEVER, THE OWNER DOES NOT DESIRE TO RETAIN
POSSESSION OF ANY ITEMS, THEY SHALL BECOME THE PROPERTY OF THE CONTRACTOR WHO
SHALL REMOVE THEM FROM THE PREMISES AND LEGALLY DISPOSE THEREOF.

K. UNLESS INDICATED OTHERWISE, THE OWNER WILL REMOVE ALL MOVEABLE EQUIPMENT
AND FURNISHINGS.

L. CONTRACTOR SHALL PROVIDE TEMPORARY SHORING AT ALL LOCATIONS AS REQUIRED
TO COMPLETE THE SCOPE OF WORK.

M. PROTECT EXISTING TO REMAIN AREAS DURING CONSTRUCTION.  PATCH & REPAIR ANY
DAMAGE CAUSED DURING CONSTRUCTION.

N. AFTER THE CONTRACT HAS BEEN AWARDED, THE CONTRACTOR WILL SUBMIT A FULL BAR
CHART TYPE SCHEDULE THAT WILL INDICATE ALL MAJOR AND MINOR MILESTONES FOR THE
WORK.  THE CONTRACTOR WILL ALSO SUBMIT A FULL SUBMITTAL AND SHOP DRAWING
SCHEDULE FOR ALL COMPONENTS TO BE INSTALLED AND PROVIDED PER THE SCOPE OF
WORK.

O. CERTIFY AS PART OF EACH APPLICATION FOR PAYMENT THAT THE PROJECT RECORD
DOCUMENTS "AS-BUILTS" ARE CURRENT AT THE TIME OF THE APPLICATION SUBMITTED.
SUCH DRAWINGS ARE REQUIRED TO BE CURRENT AS A CONDITION OF APPROVING ANY
PAYMENT TO THE CONTRACTOR OR SUB-CONTRACTOR.

P. ALL SUBMITTALS AND SHOP DRAWINGS WILL NEED TO BE STAMPED AS HAVING BEEN
REVIEWED AND APPROVED BY THE CONTRACTOR FOR CONFORMANCE WITH THE PROJECT
PRIOR TO SUBMITTING TO THE ARCHITECT.  ANY SUBMITTAL WITHOUT THIS STAMP WILL BE
PROMPTLY REJECTED AND RETURNED.

Q. CHECKING OF THE SUBMITTALS AND SHOP DRAWINGS BY THE ARCHITECT IS ONLY FOR
LIMITED GENERAL CONFORMANCE WITH THE INFORMATION GIVEN AND DESIGN CONCEPT
EXPRESSED IN THE CONTRACT DOCUMENTS FOR THE PROJECT.  THE CONTRACTOR IS
RESPONSIBLE FOR QUANTITIES AND DIMENSIONS WHICH SHALL BE CONFIRMED AND
CORRELATED AT THE JOBSITE; CONSTRUCTION MEANS, METHODS, PROCEDURES,
TECHNIQUES, SEQUENCES, AND JOBSITE SAFETY; AND COORDINATION OF THEIR WORK WITH
THAT OF THE OTHER TRADES.

R. CAREFULLY REVIEW THE SCOPE OF WORK FOR REQUIREMENTS RELATED TO FIELD
APPROVED "MOCKUPS".  ANY WORK BEGUN WITHOUT THE AUTHORIZATION OF AN APPROVED
MOCKUP BY THE OWNER AND THE ARCHITECT IS AT THE CONTRACTOR'S RISK.
UNSATISFACTORY WORK IS SUBJECT TO POSSIBLE REMOVAL AND REPLACEMENT AT THE
CONTRACTOR'S EXPENSE.

S. IF DISCREPANCIES OCCUR BETWEEN THE DRAWINGS AND SCOPE OF WORK, CONSULT
ARCHITECT FOR CLARIFICATION OF DESIRED METHOD. DURING THE BIDDING PHASE IF
DISCREPANCIES ARE FOUND IN THE CONTRACT DOCUMENTS, CARRY THE AMOUNT OF WORK
WHICH WOULD COME AT A GREATER COST

T. REFER TO SCOPE OF WORK FOR REQUIREMENTS PERTAINING TO DEMOLITION ACTIVITIES,
INCLUDING NOTIFICATION TO THE OWNER.  PROVIDE TEMPORARY PROTECTION
REQUIREMENTS, AND SPECIFIC DEMOLITION PROVISIONS FOR ALL ITEMS INDICATED ON
DRAWINGS FOR DEMOLITION THAT ALLOW FOR SAFE, SANITARY AND LEGAL DISPOSAL OFF OF
THE PROPERTY.

U. WHERE EXISTING FLOORING HAS BEEN REMOVED, THE GENERAL CONTRACTOR WILL BE
REQUIRED TO CLEAN, PREPARE AND PATCH THE EXISTING FLOOR SLAB OR SUBSTRATE TO THE
CONDITION REQUIRED FOR PROPER INSTALLATION OF NEW FLOOR SYSTEM.

GENERAL DEMOLITION NOTES

REVISIONS
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07/15/15

3/25/15 - TR/JC NOT REQUIRED

AUTO CLAVE - NEED ONE? / WHERE

NETS, LONG HANDELED, WALL HUNG-
LOCATION?

DESKS?

FILE CABINETS?

CLOTHES WASHER AND DRYER - NEED
ONE? / WHERE NO 3/25/15 - TR/JC NOT REQUIRED

PEG BOARD WALL MOUNTED? NO

GLASSWARE DRYING RACK? NO 3/25/15 - TR/JC NOT REQUIRED

DISHWASHER - NEED ONE / WHERE? NO 3/25/15 - TR/JC NOT REQUIRED

REFRIDGERATOR OR FREEZER? YES U.C. REFRIGERATOR

MICROWAVE NO

35 FLAMMABLE STORAGE CABINET 48"H X 24"W X 24" DEEP

34 SHOP VAC RIGID OWNER OWNER PLUG-IN

33 UNDERCOUNTER REFRIDGERATOR GE FIRST FLOOR: SHELLFISH
PROPOGATION AREA 100 OWNER OWNER PLUG-IN

32 POWER WASHERS DEWALT
DXPW3835 PRESSURE

WASHER 3800 PSI @ 3.5
GPM, DIRECT DRIVE

28"H X 24"W X 38"L FIRST FLOOR: SHELLFISH
PROPOGATION AREA 100 125 LBS 2 OWNER OWNER N/A

31 SPAWN TABLE BY OWNER 3' X 6' 3' ??? OWNER OWNER

30 POST SET BAG 2' DIAM? X 60"H OWNER OWNER

29 ALGAE TANK 18" DIAM X 60"H FIRST FLOOR: BROOD ROOM 100E 3 OWNER OWNER

28 SOLENOID VALVE MILWAUKEE MA955 CO2 SOLENOID
VALVE FIRST FLOOR: POST SET 100C 1 OWNER OWNER PLUG-IN CES 2014-12-22 10.08.18

27 CO2 SOLENOID DIAPHRAM VALVE MILWAUKEE MA957 CO2 REGULATOR FIRST FLOOR: POST SET 100C 1 OWNER OWNER PLUG-IN CES 2014-12-22 10.08.18

26 DIGITAL RECYCLING TIMER GREY SENTINEL
HTTP://GROWGPS.COM/PRODUCTS/DRT1/ DRT-1 FIRST FLOOR: POST SET 100C 1 OWNER OWNER PLUG-IN CES 2014-12-22 09.17.40

DISCONTINUED 120 VOLT, 15-AMP POWER SUPPLY.
PLUG THE POWER CABLE INTO A STANDARD NEMA

5-15 WALL OUTLET.

25 pH METER GREEN MILWAUKEE SMS 122 (PORTABLE) FIRST FLOOR: POST SET 100C 1 OWNER OWNER PLUG-IN 115 2 CES 2014-12-22 09.17.40

24 POST SET BLOWER SWEETWATER BY PENTAIR; PENTAIRAES.COM S-21, 1/3 hp 10"H X 9"W FIRST FLOOR: POST SET 100C 28 1 OWNER OWNER 8' POWER CORD (CONFIRM IF PLUG OR IF
HARDWIRE) 115 1 3.8 CES 2014-12-22 09.13.58

23 PUMP PACER SE3LB Css FIRST FLOOR: LARVAL ROOM 100A 1 OWNER OWNER HARDWIRE CES 2014-12-22 11.36.29 280 GPM, REQUIRES 5 HP, MAXIMUM SUCTION LIFT
OF 25 FT

22 OXYGEN TANK FIRST FLOOR: ALGEA AREA 100B 1 OWNER OWNER N/A CES 2014-12-22 11.11.40

21 SOLENOID VALVE MILWAUKEE MA955 CO2 SOLENOID
VALVE FIRST FLOOR: ALGEA AREA 100B 1 OWNER OWNER PLUG-IN CES 2014-12-22 10.08.18

20 CO2 SOLENOID DIAPHRAM VALVE MILWAUKEE MA957 CO2 REGULATOR FIRST FLOOR: ALGEA AREA 100B 1 OWNER OWNER PLUG-IN CES 2014-12-22 10.08.18

19 pH METER GREEN MILWAUKEE SMS 122 (PORTABLE) FIRST FLOOR: ALGEA AREA 100B 1 OWNER OWNER PLUG-IN 115 2 CES 2014-12-22 11.11.40

18 DIGITAL RECYCLING TIMER GREY SENTINEL
HTTP://GROWGPS.COM/PRODUCTS/DRT1/ DRT-1 FIRST FLOOR: ALGEA AREA 100B 1 OWNER OWNER PLUG-IN CES 2014-12-22 11.11.40

DISCONTINUED 120 VOLT, 15-AMP POWER SUPPLY.
PLUG THE POWER CABLE INTO A STANDARD NEMA

5-15 WALL OUTLET.

17 ALRAM / THERMOSTAT / CONTROLLER GREY FIRST FLOOR: SPAWN ROOM 101 1 OWNER OWNER PLUG-IN CES 2014-12-22 11.07.05

16 PUMP JACUZZI CARVIN / A.O. SMITH S7km-S1 SPA PUMP FIRST FLOOR: LARVAL ROOM 100A 1 OWNER OWNER HARDWIRE 115 1 9.8 CES 2014-12-22 10.57.20

15 VERTICAL STOCK FILTERS BLUE FIRST FLOOR: SHELLFISH
PROPAGATION AREA 100 2 OWNER OWNER CES 2014-12-22 10.15.04 WORKS ON WATER PRESSURE

14 VERTICAL UV FILTERS BLACK FIRST FLOOR: SHELLFISH
PROPAGATION AREA 100 2 OWNER OWNER CES 2014-12-22 10.15.08

13 TRITON II COMMERCIAL SAND FILTER
(ALMOND COLOR) PENTAIR WATER POOL AND SPA, INC. TR 100C 38"H X 25" DIA FIRST FLOOR: SHELLFISH

PROPAGATION AREA 100 325 FILLED 1 OWNER CONTRACTOR CES 2014-12-22 10.14.44

12 DIGITAL RECYCLING TIMER GREY SENTINEL
HTTP://GROWGPS.COM/PRODUCTS/DRT1/ DRT-1 FIRST FLOOR: ALGEA AREA 100B OWNER OWNER PLUG-IN CES 2014-12-22 10.08.19

DISCONTINUED 120 VOLT, 15-AMP POWER SUPPLY.
PLUG THE POWER CABLE INTO A STANDARD NEMA

5-15 WALL OUTLET.

11 LINEAR II DIAPHRAGM AIR PUMP (BLUE SWEETWATER BY PENTAIR; PENTAIRAES.COM FIRST FLOOR: ALGEA AREA 100B OWNER OWNER PLUG-IN CES 2014-12-22 10.08.19

10 PUMP CARVIN / A.O. SMITH 100 OWNER OWNER CES 2014-12-22 10.15.20

9 LARVAL / BROOD BLOWER SWEETWATER BY PENTAIR; PENTAIRAES.COM S-21, 1/3 hp 10"H X 9"W FIRST FLOOR: LARVAL ROOM 100A 28 1 OWNER OWNER 8' POWER CORD (CONFIRM IF PLUG OR IF
HARDWIRE) 115 1 3.8 CES 2014-12-22 11.04.11

8 ALGAE SHELVES (3 TIER, WIRE) 4'-0"L X 2'-0"W X 4'-0"H FIRST FLOOR: ALGEA AREA 100B 8 OWNER OWNER

7 LARVAL TANK 3'0"L X 6'-0"W 3'-0"H FIRST FLOOR: SHELLFISH
PROPAGATION AREA 100 6 OWNER OWNER

6 BROOD TANK 22" X 22" X 26" FIRST FLOOR: BROOD ROOM 10E 8 OWNER OWNER

5 BROOD STOCK TANK 4' DIAMETER BY X'-X" TALL FIRST FLOOR: SHELLFISH
PROPAGATION AREA 100 1 OWNER CONTRACTOR

4 AQUATIC HEAT PUMP AQUA LOGIC TITAN HEAT PUMP (WATER COOLED
MARINE DUTY) HP2 41"L X 29.5"W X 54"H SECOND FLOOR: TANK SERVICE

ROOM 204 4 OWNER CONTRACTOR 7 208-240 1 57 CES 2014-12-22 10.59.27 WILL MOST LIKELY NOT BE USED, ELECTRIC
CONSUMER

3 PUMP - SEAWATER JACUZZI / A.O. SMITH FIRST FLOOR: SHELLFISH
PROPAGATION AREA 100 3 OWNER CONTRACTOR HARDWIRE

2 TRITON II COMMERCIAL SAND FILTER
(BLACK COLOR PENTAIR WATER POOL AND SPA, INC. TR 60? 38" H X 25" DIA FIRST FLOOR: SHELLFISH

PROPAGATION AREA 100 1 OWNER CONTRACTOR CES 2014-12-22 10.15.08

1 LARGE TANK ACE ROTO-MOLD VT01200SWSS 4' DIAMETER BY 13'-0" TALL FIRST FLOOR: SHELLFISH
PROPAGATION AREA 100 3 OWNER CONTRACTOR CES 2014-12-22 10.14.46

ITEM # ITEM NAME MANUFACTURER MODEL
NUMBER

DIMENSIONS
(EACH)

LOCATION IN
BUILDING

ROOM
NUMBER

WEIGHT
(LBS) QUANTITY FURNISHED BY INSTALLED BY PLUG-IN OR

HARD-WIRED kW VOLT PHASE AMP SEA WATER
(REQUIREMENTS)

POTABLE WATER
REQUIREMENTS PHOTO NOTES

POWER
REQUIREMENTS

EQUIPMENT LIST



TOTAL CALCULATED OCCUPANT
LOAD

33'-8" & 2 STORIESPROPOSED HEIGHT & STORIES

40'-0" & 2 STORIESALLOWABLE HEIGHT & STORIES

PROPOSED AREA PER STORY

FLOOR 1                 9000 SQ FT
FLOOR 2 9000 SQ FTALLOWABLE  AREA PER STORY

BUILDING AREA (GSF)

BUILDING PERIMETER

CONSTRUCTION TYPE

XXXXACCESSORY USE AREAS  (A.U.)

FURNACE ROOMS >40K BTU/HR (1 HR)INCIDENTAL USE AREAS  (I.U.)

304.1GROUP BEXISTING USE GROUP

CODE SECTIONDESCRIPTION OR NOTESCODE DESCRIPTION

• MASSACHUSETTS STATE BUILDING (780 CMR), 8TH EDITION, BASE VOLUME IBC 2009 (AS
AMENDED BY CMR 780)

• EXISTING BUILDING CODE OF MASSACHUSETTS (780 CMR, CHAPTER 34)
• ACCESSIBILITY CODE:  ANSI 117.1, VERSION 2003
• ELECTRICAL CODE: INTERNATIONAL ELECTRIC CODE (AS AMMENDED BY 527 CMR 12.00)
• MECHANICAL CODE: INTERNATIONAL MECHANICAL CODE
• PLUMBING CODE: INTERNATIONAL PLUMBING CODE (AS AMMENDED BY 248 CMR)
• ENERGY CONSERVATION CODE:

APPLICABLE CODES

CODE SUMMARY

TYPE VB (IBC 2009)

4015 SQ FT

194'-10"

XXXXX

XXXXX

XXXXX

XXXXX

XXXXX

XXXXX

XXXXX

XXXXX

503

PROPOSED USE GROUP GROUP B (NO CHANGE) 312.1

FLOOR 1                 2234 SQ FT
FLOOR 2 1810 SQ FT

FLOOR 1                 2234
FLOOR 2 1810

TAX MAP NO. 42.1.4     
PARCEL NO. 7

OVERLAY DISTRICTS -   OLD HISTORIC DISTRICT, HARBOR WATERSHED PROTECTION ZONE,
DEP WETLANDS ZONE, FEDERAL PROTECTED OPEN SPACE FOR LAND CONSERVATION,
WIND DEBRIS IMPACT ZONE, HURRICANE INUNDATION ZONE  CAT. 1

EXISTING BUILDING DATE - 1936
DESIGNATIONS: LOCAL HISTORIC DISTRICT (6/4/1970); NAT'L HISTORIC LANDMARK (11/13/1966;
NAT'L REGISTER DISTRICT (11/13/1966); NAT'L REGISTER DISTRICT (9/28/1987).

MASSACHUSETTS HISTORICAL COMMISSION - APPROVAL, MHC#RC.48462

REGULATORY INFORMATION

ZONING - R-40

NANTUICKET HISTORIC COMMISSION - APPROVAL,  CERTIFICATE # 63602

MASSACHUSETTS DEPARTMENT OF ENVIRONMENTAL PROTECTION - FILE # SE48-2777

FEMA  - ZONE AE (ELEV. 9 FT.), MAP NO. 25019C0087G (EFF. DATE 6/9/2014); PANEL 87 OF 177

EXIT
BUILDING
EXIT

20"/36"
100

33"/44"
100

20"/44"
100

EXIT
ACCESS
DOOR

EXIT
ACCESS
STAIR

OCCUPANT LOAD
REQUIRED WIDTH / WIDTH
PROVIDED
(R.W. = OCC. LOAD X.X")

EXIT ACCESS
CORRIDOR

EGRESS SYMBOLS

OCCUPANT LOAD
REQUIRED WIDTH / WIDTH
PROVIDED
(R.W. = OCC. LOAD X.X")

OCCUPANT LOAD
REQUIRED WIDTH / WIDTH
PROVIDED
(R.W. = OCC. LOAD X.X")

2 HOUR FIRE SEPARATION ASSEMBLIES

1 HOUR FIRE SEPARATION ASSEMBLIES

1/2 HOUR FIRE SEPARATION ASSEMBLIES

PARTITION / ENCLOSURE NOTES

<5' SEPARATED = 1 HR
>5' & <10' SEPARATED = 1 HR
>10' & <30' SEPARATED = 1 HR

x HR

x HR

x HR

x HR

x HR

x HR

0 HR

0 HR

0 HR

0 HR

2 HR

0 HR

0 HR

1/2 HR

0 HR

0 HR

2 HR

2 HR

TABLE 602

TABLE 601

TABLE 601

TABLE 601

TABLE 601

TABLE 601

TABLE 601

FIRE RESISTANCE OF EXTERIOR
WALLS DUE TO SEPARATION
DISTANCES (N/A)

ROOF CONSTRUCTION

FLOOR CONSTRUCTION

NONBEARING WALLS

INTERIOR BEARING WALLS

EXT. BEARING WALLS

SECTIONPROVIDEDREQUIREDREQUIRED

STRUCTURE

FIRE RESISTANCE
RATING BY ELEMENT

NOT SHOWN FOR CLARITY

CURTAIN WALL U FACTOR - METAL FRAMING

CEILING

SLAB ON GRADE FLOORS, MASS (HEATED SLAB)

FLOORS, MASS

IECC '09 SEC. 502WALLS ABOVE GRADE, MASS

SECTIONPROVIDEDENERGY REQUIREMENTS

xx

WINDOW U FACTOR

xx

xx

xx

xx

xx

IECC '09 SEC. 502

IECC '09 SEC. 502

IECC '09 SEC. 502

IECC '09 SEC. 502

IECC '09 SEC. 502

IECC '09 SEC. 502

IECC '09 SEC. 502

0 HR

0 HR

x HR

20 MIN

45 MIN

90 MIN (TABLE 715.4)

LSC 30.3.2.1.1

NFPA 13-8.14.10.3 - EXC.4

NFPA 13-8.14.10.3 - EXC.4

LSC 7.5.1.3.4

RISBC 709.1, 709.3-EXC.2

RISBC 1022.1

RISBC 708.4

RISBC 706.1

OPENING
PROTECTIVES

SECTIONPROVIDED

INCIDENTAL USES

LIFE SAFETY CLOSET (N/A)

MAIN TELE / DATA ROOM AND TELE / DATA CLOSETS

ELECTRICAL CLOSETS

MAIN ELECTRIC ROOM

CORRIDORS

FIRE PARTITIONS

VERTICAL EXIT ENCLOSURE

SHAFTS CONNECTING LESS THAN 4 STORIES (N/A)

FIRE WALLS (N/A)

FIRE SEPARATION REQUIREMENTS

x HR

x HR

x HR

x HR

x HR

x HR

x HR

x HR

x HR

N/A

N/A

1 HR

1 HR

2 HR

1/2 HR

1/2 HR

REQUIRED

EGRESS REQUIREMENTS SECTION

NUMBER OF EXITS REQUIRED TABLE 1015.1

MAXIMUM TRAVEL DISTANCE

MINIMUM CORRIDOR WIDTH*

MINIMUM STAIR WIDTH

MINIMUM DOOR WIDTH

MAXIMUM DEAD END

MAXIMUM COMMON PATH OF TRAVEL - BUSINESS

TABLE 1016.1-IBC

1018.2-SBC

TABLE 7.3.3.1-LSC

TABLE 7.3.3.1-LSC 1005.1-SBC

28.2.5.6-LSC 1018.4-SBC EXPN' 2

28.2.5.4-LSC 1014.3-SBC EXPN' 4

xx MAX

200

.2"/OCC.

35

75

.3"/OCC.

44"* 36" MIN

COMMON PATH OF TRAVEL (LSC)

xx'

COMMON PATH OF TRAVEL (RISBC)

* 36" EXCEPTION FOR REQUIRED EXIT CAPACITY OF NOT MORE THAN 50 PEOPLE

MAXIMUM COMMON PATH OF TRAVEL STORAGE 2 - LOW HAZARD STORAGE TABLE42.2.5.1-LSC 1014.3-SBC EXPN' 4xx'

1

PROVIDEDIBC 2009
REQUIRED

x"/OCC.

xx

x"/OCC.

x

36" 36" MIN

1 2 3 4 5 6 7

E

D

C

B

A

F 50 SF

RESTROOM
102

STAIR
S1

LARGE TANK LARGE TANK LARGE TANK

BENCH

ALGAE
SHELF

SCUBA TANKS AND
WET EQUIP

LOCKERS

4'- 0" x 13'- 0"
4'-0" X ??

BROOD
TANK, TYP.

FOR 8

FD FD

2

6

7
LARVAL
BASIN, TYP.
FOR 6

1

17

8

18, 19, 20, 21, 22

16

119?

FREE AREA:
23.91 SQFT

SHOWER
104

50 SF

RESTROOM
102

STAIR
S1

STORAGE/WORKROOM
103

STAIR
S2

BROOD ROOM
101

JANITOR'S CLOSET
100B

SHELLFISH
PROPAGATION AREA

100

STORAGE CLOSETS
100A

LARGE TANK

WORKBENCH/CASEWORK

29

23

8

29

SPAWN TABLE
BY OWNER

30
SPAWN
TABLE

POST SET,
TYP. FOR 8

ALGAE
SHELF

FI
LT

ER
ST

O
RA

G
E

 POWERWASHER
STORAGE

22" X
22" X 26"

3'-0" X  6'-0"
X 3'-0"

LIGHT WALL,
BOTH SIDES

3'-0" X  6'-0" X 3'-0" 2'-6" D X
2'-0" H @
4 SHELVES

LOCKERS LOCKERS

2'-6" D X
2'-0" H @
4 SHELVES

4'- 0" x 13'- 0" 4'- 0" x 13'- 0" 4'- 0" x 13'- 0"

15 1 15 1 15 1 15 3

14

24, 25,
26, 27, 28

30
POST SET,

TYP. FOR 8

LIGHT WALL,
BOTH SIDES

SPAWN TABLE
BY OWNER

SPAWN TABLE
BY OWNER

SMALL TANK

5

SPAWN TABLE
BY OWNER

33
BELOW

COUNTER

34
BELOW

COUNTER

32 34

PHASE 1

1 2 3 4 5 6 7

E

D

C

B

A

F

347 SF

OFFICE
201

297 SF

OFFICE
202

265 SF

TANK SERVICE ROOM
204

CORRIDOR
200

CLOSET
201A

RESTROOM
206

STAIR
S1

347 SF

OFFICE
201

297 SF

OFFICE
202

121 SF

MECHANICAL
205

CORRIDOR
200

CLOSET
201A

RESTROOM
206

STAIR
S1

OPEN TO BELOW

GUARDRAIL

4.1

CLOSET
202A

4.3

4.2 4.4

LINE OF HEATER
CONSTRAINT

229 SF

TANK HEATER EQUIP.
ROOM

203

TANK 1 TANK  2 TANK 3 TANK 4
ACCESS PANEL
(FOR 8 2-INCH PIPES)

OPEN TO BELOWOPEN TO BELOWOPEN TO BELOW

DESK DESK DESK DESK
4' BOOKSHELF 4' BOOKSHELF

4'
BOOK
SHELF

4' BOOKSHELF

7'
BOOK
SHELF

7'
BOOK
SHELF

7'
BOOK
SHELF

7' BOOKSHELF

FILE CABINET FILE CABINET FILE CABINET

FILE
CABINET

230000.01

PHASE 2

PHASE 1
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G1.00 Scale:  1/8" = 1'-0"
1 PHASED FLOOR PLAN - PROPOSED FIRST FLOOR PLAN

G1.00 Scale:  1/8" = 1'-0"
2 PHASED FLOOR PLAN - PROPOSED SECOND FLOOR
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BRANDT POINT
SHELLFISH FACILITY
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BLDG.
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EXISTING DOCKEXISTING STAIR
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AREA OF NEW CONSTRUCTION

EXISTING BUILDING

VEGETATED COASTAL DUNE AREA

IMPROVED SURFACE
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TOPOGRAPHIC CONTOUR LINE

PARCEL BOUNDARY LINE

5

MAJOR INDEX DEPRESSION BOUNDARY LINE

REVISIONS
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RE
N

O
VA

TI
O

N
S 

&
 A

LT
ER

A
TI

O
N

S 
TO

BR
A

N
T 

PO
IN

T 
SH

EL
LF

IS
H

FA
CI

LI
TY

2A
 E

A
ST

O
N

 S
TR

EE
T 

N
A

N
TU

CK
ET

, M
A

G3.00 Scale:  1/16" = 1'-0"
A5 SITE PLAN - PROPOSED SITE PLAN
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GRAPHICS KEY- DEMOLITION WORK

DOOR AND FRAME TO BE REMOVED

DEMOLITION WORK KEY NOTE; REFER TO KEYNOTE LEGEND

EXISTING WALL TO REMAIN

EXISTING ELEMENT TO BE REMOVED, U.N.O.

DOOR,FRAME & WD TRIM TO REMAIN, U.N.O.

DELINEATES LIMITED DEMOLITION WORK AREA.

NOTES:
1. REFER TO MECHANICAL, ELECTRICAL & PLUMBING DRAWINGS FOR DETAILED

SYSTEMS DEMO SCOPE.
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- FIRST FLOOR
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AD1.01 Scale:  1/4" = 1'-0"
A5 DEMOLITION - FIRST FLOOR

DEMOLITION KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
024119.303 REMOVE (& DISPOSE OF) PORTION OF INTERIOR WALL IN ORDER TO ENLARGE EXISTING

WALL OPENING.
024119.304 REMOVE (& DISPOSE OF) GWB SHEATHING AND INSULATION. PRESERVE AND PROTECT

FRAMING. ALERT ARCHITECT TO ANY SIGNS OF WATER DAMAGE OR DECAY.
024119.305 REMOVE (& DISPOSE OF) WOOD PANELLING. WOOD FRAMING TO REMAIN.
024119.306 REMOVE AND DIPOSE EXISTING INFILL.
024119.313
024119.314 REMOVE (& DISPOSE OF) EXG WALL AND BASE IN ITS ENTIRETY TO INCLUDE ALL ASSOCIATED

MATERIAL AND FRAMING.
024119.315 REMOVE (& DISPOSE OF) PORTION OF EXTERIOR WALL TO ACCOMIDATE NEW WINDOW.

PREPARE OPENING TO RECEIVE NEW LINTEL, FRAME AND SILL. V.I.F.
024119.316 REMOVE (& DISPOSE OF) EXG WALL IN ITS ENTIRETY INCLUDING INTERIOR WINDOW

ASSEMBLIES AND OTHER ASSOCIATED MATERIALS.
024119.317 REMOVE AND DISPOSE EXISTING EXTERIOR SIDING DOWN TO EXISTING SHEATHING AT

LIMITS SHOWN
024119.401 REMOVE (& DISPOSE OF) EXG GWB/PLASTER CEILING. REMOVE ALL CEILING MTD.

LIGHTING/DEVICES.
024119.501 REMOVE (& DISPOSE OF) EXISTING WOOD FLOORING TO ACCEPT NEW MEP COMPONENT.

COORDINATE WITH STRUCTURAL AND MEP DRAWINGS.
024119.505 REMOVE (& DISPOSE OF) EXISTING PLYWOOD AND VINYL FLOORING AND BASE; INCLUDE

REMOVAL OF ALL ASSOCIATED MATERIALS, TO INCLUDE WOOD SUBFLOOR,  MASTICS, GLUES,
& BASE.  ORIGINAL WOOD PLANK FLOORING BELOW TO REMAIN.ALERT ARCHITECT TO ANY
SIGNS OF WATER DAMAGE OR DECAY.

024119.506 REMOVE (& DISPOSE OF) EXISTING VINYL FLOORING AND BASE; INCLUDE REMOVAL OF ALL
ASSOCIATED MATERIALS TO INCLUDE GLUES, MASTICS, AND BASE. EXISTING WOOD FLOOR
BELOW TO REMAIN.

024119.507 REMOVE (& DISPOSE OF) EXG PLYWOOD FLOORING TO INCLUDE REMOVAL OF ALL
ASSOCIATED MATERIALS INCLUDING JOISTS AND OTHER STRUCTURAL ITEMS.

024119.603 REMOVE & DISCARD EXG DOOR AND FRAME
024119.701 REMOVE COMPLETE WINDOW UNIT  (TO INCLUDE DISMANTLING OF FRAME & REMOVAL OF

SASHES, STORM WINDOWS, SCREENS & HARDWARE); PRESERVE AND PROTECT ADJ. EXT.
WALL.

024119.803 REMOVE AND DISCARD EXISTING ROOF GUTTER AND DOWNSPOUTS. PREP FOR INSTALLATION
OF NEW GUTTER AND OR DOWNSPOUT.

024119.804
024119.805 REMOVE AND DISCARD EXG ROOFING; REUSE EXG WOOD SHEATHING. CONTRACTOR TO

NOTIFY ARCHITECT IF ROT OR DECAY IS FOUND. G.C. SHALL PROTECT BUILDING ENVELOPE
DURING THE DURATION OF THE PROJECT.

024119.901 REMOVE (& DISPOSE OF) EXG WOOD COLUMN (REFER TO STRUCTURAL DRAWINGS)
024119.902 REMOVE (& DISPOSE OF) EXG TOILET. EXISTING PLUMBING CONNECTION TO REMAIN.
024119.903 REMOVE (& DISPOSE OF) EXG WALL-MOUNTED EQUIPMENT INCLUDING CHALKBOARDS,

WHITEBOARDS, TACKBOARDS, ATTACHED SHELVING, PAPER TOWEL DISPENSERS U.N.O. SEE
DEMOLITION DRAWINGS FOR EXTENTS.

024119.904 REMOVE (& DISPOSE OF) WOOD SHELVING. SALVAGE MOVEABLE METAL SHELF UNITS FOR
REUSE,

024119.905 REMOVE SINK (IN COUNTER) & FAUCET; EXG PLUMBING CONNECTION TO REMAIN
024119.907 REMOVE (& DISPOSE OF) EXG STAIR INCLUDING TREADS, RISERS, HANDRAILS, STRINGERS

AND LANDINGS.
024119.908 REMOVE (& DISPOSE OF) EXG STAIR INCLUDING TREADS, RISERS, HANDRAILS AND

STRINGERS. EXG LANDING AND ASSOCIATED STRUCTURE TO REMAIN. REMOVE AND DISCARD
HANDRAIL AT LANDING,

024119.909 REMOVE MEP EQUIPMENT - REFER TO PLUMBING, MECHANICAL, & ELECTRICAL DRAWINGS
FOR ADDITIONAL INFO.

024119.910 REMOVE (& DISPOSE OF) EXG LIGHT FIXTURE, SWITCH OR DEVICE.  REMOVE (& DISPOSE OF)
ALL ASSOCIATED ELECTRICAL WIRING, BOXES AND RACEWAYS.

024119.911 REMOVE (& DISPOSE OF) PORTIONS OF EXG STEEL RAIL AS REQUIRED FOR NEW FLOOR.
024119.913 REMOVE (& DISPOSE OF) EXG CEILING MOUNTED EQUIPMENT INCLUDING ALL ASSOCIATED

ELECTRICAL WIRING. SEE MEP DRAWINGS.
024119.914 REMOVE (& DISPOSE OF) EXG STRUCTURAL ELEMENT. REFER TO STRUCTURAL DRAWINGS.
024119.915 REMOVE (& DISPOSE OF) EXG CASEWORK IN ITS ENTIRETY.
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COORDINATION

EXISTING OPENING TO BELOW

EXISTING OPENING TO BELOW

GRAPHICS KEY- DEMOLITION WORK

DOOR AND FRAME TO BE REMOVED

DEMOLITION WORK KEY NOTE; REFER TO KEYNOTE LEGEND

EXISTING WALL TO REMAIN

EXISTING ELEMENT TO BE REMOVED, U.N.O.

DOOR,FRAME & WD TRIM TO REMAIN, U.N.O.

DELINEATES LIMITED DEMOLITION WORK AREA.

NOTES:
1. REFER TO MECHANICAL, ELECTRICAL & PLUMBING DRAWINGS FOR DETAILED

SYSTEMS DEMO SCOPE.
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DEMOLITION KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
024119.303 REMOVE (& DISPOSE OF) PORTION OF INTERIOR WALL IN ORDER TO ENLARGE EXISTING

WALL OPENING.
024119.304 REMOVE (& DISPOSE OF) GWB SHEATHING AND INSULATION. PRESERVE AND PROTECT

FRAMING. ALERT ARCHITECT TO ANY SIGNS OF WATER DAMAGE OR DECAY.
024119.305 REMOVE (& DISPOSE OF) WOOD PANELLING. WOOD FRAMING TO REMAIN.
024119.306 REMOVE AND DIPOSE EXISTING INFILL.
024119.313
024119.314 REMOVE (& DISPOSE OF) EXG WALL AND BASE IN ITS ENTIRETY TO INCLUDE ALL ASSOCIATED

MATERIAL AND FRAMING.
024119.315 REMOVE (& DISPOSE OF) PORTION OF EXTERIOR WALL TO ACCOMIDATE NEW WINDOW.

PREPARE OPENING TO RECEIVE NEW LINTEL, FRAME AND SILL. V.I.F.
024119.316 REMOVE (& DISPOSE OF) EXG WALL IN ITS ENTIRETY INCLUDING INTERIOR WINDOW

ASSEMBLIES AND OTHER ASSOCIATED MATERIALS.
024119.317 REMOVE AND DISPOSE EXISTING EXTERIOR SIDING DOWN TO EXISTING SHEATHING AT

LIMITS SHOWN
024119.401 REMOVE (& DISPOSE OF) EXG GWB/PLASTER CEILING. REMOVE ALL CEILING MTD.

LIGHTING/DEVICES.
024119.501 REMOVE (& DISPOSE OF) EXISTING WOOD FLOORING TO ACCEPT NEW MEP COMPONENT.

COORDINATE WITH STRUCTURAL AND MEP DRAWINGS.
024119.505 REMOVE (& DISPOSE OF) EXISTING PLYWOOD AND VINYL FLOORING AND BASE; INCLUDE

REMOVAL OF ALL ASSOCIATED MATERIALS, TO INCLUDE WOOD SUBFLOOR,  MASTICS, GLUES,
& BASE.  ORIGINAL WOOD PLANK FLOORING BELOW TO REMAIN.ALERT ARCHITECT TO ANY
SIGNS OF WATER DAMAGE OR DECAY.

024119.506 REMOVE (& DISPOSE OF) EXISTING VINYL FLOORING AND BASE; INCLUDE REMOVAL OF ALL
ASSOCIATED MATERIALS TO INCLUDE GLUES, MASTICS, AND BASE. EXISTING WOOD FLOOR
BELOW TO REMAIN.

024119.507 REMOVE (& DISPOSE OF) EXG PLYWOOD FLOORING TO INCLUDE REMOVAL OF ALL
ASSOCIATED MATERIALS INCLUDING JOISTS AND OTHER STRUCTURAL ITEMS.

024119.603 REMOVE & DISCARD EXG DOOR AND FRAME
024119.701 REMOVE COMPLETE WINDOW UNIT  (TO INCLUDE DISMANTLING OF FRAME & REMOVAL OF

SASHES, STORM WINDOWS, SCREENS & HARDWARE); PRESERVE AND PROTECT ADJ. EXT.
WALL.

024119.803 REMOVE AND DISCARD EXISTING ROOF GUTTER AND DOWNSPOUTS. PREP FOR INSTALLATION
OF NEW GUTTER AND OR DOWNSPOUT.

024119.804
024119.805 REMOVE AND DISCARD EXG ROOFING; REUSE EXG WOOD SHEATHING. CONTRACTOR TO

NOTIFY ARCHITECT IF ROT OR DECAY IS FOUND. G.C. SHALL PROTECT BUILDING ENVELOPE
DURING THE DURATION OF THE PROJECT.

024119.901 REMOVE (& DISPOSE OF) EXG WOOD COLUMN (REFER TO STRUCTURAL DRAWINGS)
024119.902 REMOVE (& DISPOSE OF) EXG TOILET. EXISTING PLUMBING CONNECTION TO REMAIN.
024119.903 REMOVE (& DISPOSE OF) EXG WALL-MOUNTED EQUIPMENT INCLUDING CHALKBOARDS,

WHITEBOARDS, TACKBOARDS, ATTACHED SHELVING, PAPER TOWEL DISPENSERS U.N.O. SEE
DEMOLITION DRAWINGS FOR EXTENTS.

024119.904 REMOVE (& DISPOSE OF) WOOD SHELVING. SALVAGE MOVEABLE METAL SHELF UNITS FOR
REUSE,

024119.905 REMOVE SINK (IN COUNTER) & FAUCET; EXG PLUMBING CONNECTION TO REMAIN
024119.907 REMOVE (& DISPOSE OF) EXG STAIR INCLUDING TREADS, RISERS, HANDRAILS, STRINGERS

AND LANDINGS.
024119.908 REMOVE (& DISPOSE OF) EXG STAIR INCLUDING TREADS, RISERS, HANDRAILS AND

STRINGERS. EXG LANDING AND ASSOCIATED STRUCTURE TO REMAIN. REMOVE AND DISCARD
HANDRAIL AT LANDING,

024119.909 REMOVE MEP EQUIPMENT - REFER TO PLUMBING, MECHANICAL, & ELECTRICAL DRAWINGS
FOR ADDITIONAL INFO.

024119.910 REMOVE (& DISPOSE OF) EXG LIGHT FIXTURE, SWITCH OR DEVICE.  REMOVE (& DISPOSE OF)
ALL ASSOCIATED ELECTRICAL WIRING, BOXES AND RACEWAYS.

024119.911 REMOVE (& DISPOSE OF) PORTIONS OF EXG STEEL RAIL AS REQUIRED FOR NEW FLOOR.
024119.913 REMOVE (& DISPOSE OF) EXG CEILING MOUNTED EQUIPMENT INCLUDING ALL ASSOCIATED

ELECTRICAL WIRING. SEE MEP DRAWINGS.
024119.914 REMOVE (& DISPOSE OF) EXG STRUCTURAL ELEMENT. REFER TO STRUCTURAL DRAWINGS.
024119.915 REMOVE (& DISPOSE OF) EXG CASEWORK IN ITS ENTIRETY.

AD1.02 Scale:  1/4" = 1'-0"
A5 DEMOLITION - UPPER/LOWER MEZZANINE PLAN



B5
AD3.00

B5
AD3.01

A5
AD3.01

A5
AD3.00

TYP. FOR ALL 6; R & D FOR NEW DORMERS

1 2 3 4 5 6 7

E

D

C

B

A

F

CUT EXISTING SHEATHING
FOR NEW RIDGE VENT

024119.805
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024119.805

024119.805

073113.01

073113.01
GRAPHICS KEY- DEMOLITION WORK

DOOR AND FRAME TO BE REMOVED

DEMOLITION WORK KEY NOTE; REFER TO KEYNOTE LEGEND

EXISTING WALL TO REMAIN

EXISTING ELEMENT TO BE REMOVED, U.N.O.

DOOR,FRAME & WD TRIM TO REMAIN, U.N.O.

DELINEATES LIMITED DEMOLITION WORK AREA.

NOTES:
1. REFER TO MECHANICAL, ELECTRICAL & PLUMBING DRAWINGS FOR DETAILED

SYSTEMS DEMO SCOPE.
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AD1.03 Scale:  1/4" = 1'-0"
A5 DEMOLITION - ROOF PLAN

DEMOLITION KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
024119.303 REMOVE (& DISPOSE OF) PORTION OF INTERIOR WALL IN ORDER TO ENLARGE EXISTING

WALL OPENING.
024119.304 REMOVE (& DISPOSE OF) GWB SHEATHING AND INSULATION. PRESERVE AND PROTECT

FRAMING. ALERT ARCHITECT TO ANY SIGNS OF WATER DAMAGE OR DECAY.
024119.305 REMOVE (& DISPOSE OF) WOOD PANELLING. WOOD FRAMING TO REMAIN.
024119.306 REMOVE AND DIPOSE EXISTING INFILL.
024119.313
024119.314 REMOVE (& DISPOSE OF) EXG WALL AND BASE IN ITS ENTIRETY TO INCLUDE ALL ASSOCIATED

MATERIAL AND FRAMING.
024119.315 REMOVE (& DISPOSE OF) PORTION OF EXTERIOR WALL TO ACCOMIDATE NEW WINDOW.

PREPARE OPENING TO RECEIVE NEW LINTEL, FRAME AND SILL. V.I.F.
024119.316 REMOVE (& DISPOSE OF) EXG WALL IN ITS ENTIRETY INCLUDING INTERIOR WINDOW

ASSEMBLIES AND OTHER ASSOCIATED MATERIALS.
024119.317 REMOVE AND DISPOSE EXISTING EXTERIOR SIDING DOWN TO EXISTING SHEATHING AT

LIMITS SHOWN
024119.401 REMOVE (& DISPOSE OF) EXG GWB/PLASTER CEILING. REMOVE ALL CEILING MTD.

LIGHTING/DEVICES.
024119.501 REMOVE (& DISPOSE OF) EXISTING WOOD FLOORING TO ACCEPT NEW MEP COMPONENT.

COORDINATE WITH STRUCTURAL AND MEP DRAWINGS.
024119.505 REMOVE (& DISPOSE OF) EXISTING PLYWOOD AND VINYL FLOORING AND BASE; INCLUDE

REMOVAL OF ALL ASSOCIATED MATERIALS, TO INCLUDE WOOD SUBFLOOR,  MASTICS, GLUES,
& BASE.  ORIGINAL WOOD PLANK FLOORING BELOW TO REMAIN.ALERT ARCHITECT TO ANY
SIGNS OF WATER DAMAGE OR DECAY.

024119.506 REMOVE (& DISPOSE OF) EXISTING VINYL FLOORING AND BASE; INCLUDE REMOVAL OF ALL
ASSOCIATED MATERIALS TO INCLUDE GLUES, MASTICS, AND BASE. EXISTING WOOD FLOOR
BELOW TO REMAIN.

024119.507 REMOVE (& DISPOSE OF) EXG PLYWOOD FLOORING TO INCLUDE REMOVAL OF ALL
ASSOCIATED MATERIALS INCLUDING JOISTS AND OTHER STRUCTURAL ITEMS.

024119.603 REMOVE & DISCARD EXG DOOR AND FRAME
024119.701 REMOVE COMPLETE WINDOW UNIT  (TO INCLUDE DISMANTLING OF FRAME & REMOVAL OF

SASHES, STORM WINDOWS, SCREENS & HARDWARE); PRESERVE AND PROTECT ADJ. EXT.
WALL.

024119.803 REMOVE AND DISCARD EXISTING ROOF GUTTER AND DOWNSPOUTS. PREP FOR INSTALLATION
OF NEW GUTTER AND OR DOWNSPOUT.

024119.804
024119.805 REMOVE AND DISCARD EXG ROOFING; REUSE EXG WOOD SHEATHING. CONTRACTOR TO

NOTIFY ARCHITECT IF ROT OR DECAY IS FOUND. G.C. SHALL PROTECT BUILDING ENVELOPE
DURING THE DURATION OF THE PROJECT.

024119.901 REMOVE (& DISPOSE OF) EXG WOOD COLUMN (REFER TO STRUCTURAL DRAWINGS)
024119.902 REMOVE (& DISPOSE OF) EXG TOILET. EXISTING PLUMBING CONNECTION TO REMAIN.
024119.903 REMOVE (& DISPOSE OF) EXG WALL-MOUNTED EQUIPMENT INCLUDING CHALKBOARDS,

WHITEBOARDS, TACKBOARDS, ATTACHED SHELVING, PAPER TOWEL DISPENSERS U.N.O. SEE
DEMOLITION DRAWINGS FOR EXTENTS.

024119.904 REMOVE (& DISPOSE OF) WOOD SHELVING. SALVAGE MOVEABLE METAL SHELF UNITS FOR
REUSE,

024119.905 REMOVE SINK (IN COUNTER) & FAUCET; EXG PLUMBING CONNECTION TO REMAIN
024119.907 REMOVE (& DISPOSE OF) EXG STAIR INCLUDING TREADS, RISERS, HANDRAILS, STRINGERS

AND LANDINGS.
024119.908 REMOVE (& DISPOSE OF) EXG STAIR INCLUDING TREADS, RISERS, HANDRAILS AND

STRINGERS. EXG LANDING AND ASSOCIATED STRUCTURE TO REMAIN. REMOVE AND DISCARD
HANDRAIL AT LANDING,

024119.909 REMOVE MEP EQUIPMENT - REFER TO PLUMBING, MECHANICAL, & ELECTRICAL DRAWINGS
FOR ADDITIONAL INFO.

024119.910 REMOVE (& DISPOSE OF) EXG LIGHT FIXTURE, SWITCH OR DEVICE.  REMOVE (& DISPOSE OF)
ALL ASSOCIATED ELECTRICAL WIRING, BOXES AND RACEWAYS.

024119.911 REMOVE (& DISPOSE OF) PORTIONS OF EXG STEEL RAIL AS REQUIRED FOR NEW FLOOR.
024119.913 REMOVE (& DISPOSE OF) EXG CEILING MOUNTED EQUIPMENT INCLUDING ALL ASSOCIATED

ELECTRICAL WIRING. SEE MEP DRAWINGS.
024119.914 REMOVE (& DISPOSE OF) EXG STRUCTURAL ELEMENT. REFER TO STRUCTURAL DRAWINGS.
024119.915 REMOVE (& DISPOSE OF) EXG CASEWORK IN ITS ENTIRETY.
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ROOF LEVEL
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GRAPHICS KEY- DEMOLITION WORK

DOOR AND FRAME TO BE REMOVED

DEMOLITION WORK KEY NOTE; REFER TO KEYNOTE LEGEND

EXISTING WALL TO REMAIN

EXISTING ELEMENT TO BE REMOVED, U.N.O.

DOOR,FRAME & WD TRIM TO REMAIN, U.N.O.

DELINEATES LIMITED DEMOLITION WORK AREA.

NOTES:
1. REFER TO MECHANICAL, ELECTRICAL & PLUMBING DRAWINGS FOR DETAILED

SYSTEMS DEMO SCOPE.

000000.00MEAN WATER LINE
EL. 1' - 4"

FIRST FLOOR
EL. 10' - 0"

MEZZANINE
EL. 18' - 8"

ROOF LEVEL
EL. 35' - 0"

B.O. SHINGLES
EL. 8' - 3 3/16"

MEZZANINE UPPER
EL. 19' - 10"

ATTIC FLOOR
EL. 26' - 2"

DORMER
ROOF CUT

DORMER
ROOF CUT

DORMER
ROOF CUT

017300.01

073113.01 073113.01

024119.805

073113.01
R + D SHEATHING TO ACCOMODATAE
NEW RIDGE VENT

024119.701 024119.701074625.03 024119.701

024119.908

024119.908

017300.01

017300.01

017300.01

EXISTING WOOD DOCK

017300.01

017300.01

024119.804024119.804024119.804

024119.909

024119.317

024119.317

260000.01
230000.02

024119.314

230000.01

REVISIONS

5 4 3 2 1

A

B

C

OWNER REVIEW

AD3.00

DEMOLITION EXTERIOR
ELEVATIONS

ISSUED FOR BID
19 AUGUST 2015

RE
N

O
VA

TI
O

N
S 

&
 A

LT
ER

A
TI

O
N

S 
TO

BR
A

N
T 

PO
IN

T 
SH

EL
LF

IS
H

FA
CI

LI
TY

2A
 E

A
ST

O
N

 S
TR

EE
T 

N
A

N
TU

CK
ET

, M
A

AD3.00 Scale:  1/4" = 1'-0"
B5 DEMOLITION - EAST ELEVATION

DEMOLITION KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
024119.303 REMOVE (& DISPOSE OF) PORTION OF INTERIOR WALL IN ORDER TO ENLARGE EXISTING

WALL OPENING.
024119.304 REMOVE (& DISPOSE OF) GWB SHEATHING AND INSULATION. PRESERVE AND PROTECT

FRAMING. ALERT ARCHITECT TO ANY SIGNS OF WATER DAMAGE OR DECAY.
024119.305 REMOVE (& DISPOSE OF) WOOD PANELLING. WOOD FRAMING TO REMAIN.
024119.306 REMOVE AND DIPOSE EXISTING INFILL.
024119.313
024119.314 REMOVE (& DISPOSE OF) EXG WALL AND BASE IN ITS ENTIRETY TO INCLUDE ALL ASSOCIATED

MATERIAL AND FRAMING.
024119.315 REMOVE (& DISPOSE OF) PORTION OF EXTERIOR WALL TO ACCOMIDATE NEW WINDOW.

PREPARE OPENING TO RECEIVE NEW LINTEL, FRAME AND SILL. V.I.F.
024119.316 REMOVE (& DISPOSE OF) EXG WALL IN ITS ENTIRETY INCLUDING INTERIOR WINDOW

ASSEMBLIES AND OTHER ASSOCIATED MATERIALS.
024119.317 REMOVE AND DISPOSE EXISTING EXTERIOR SIDING DOWN TO EXISTING SHEATHING AT

LIMITS SHOWN
024119.401 REMOVE (& DISPOSE OF) EXG GWB/PLASTER CEILING. REMOVE ALL CEILING MTD.

LIGHTING/DEVICES.
024119.501 REMOVE (& DISPOSE OF) EXISTING WOOD FLOORING TO ACCEPT NEW MEP COMPONENT.

COORDINATE WITH STRUCTURAL AND MEP DRAWINGS.
024119.505 REMOVE (& DISPOSE OF) EXISTING PLYWOOD AND VINYL FLOORING AND BASE; INCLUDE

REMOVAL OF ALL ASSOCIATED MATERIALS, TO INCLUDE WOOD SUBFLOOR,  MASTICS, GLUES,
& BASE.  ORIGINAL WOOD PLANK FLOORING BELOW TO REMAIN.ALERT ARCHITECT TO ANY
SIGNS OF WATER DAMAGE OR DECAY.

024119.506 REMOVE (& DISPOSE OF) EXISTING VINYL FLOORING AND BASE; INCLUDE REMOVAL OF ALL
ASSOCIATED MATERIALS TO INCLUDE GLUES, MASTICS, AND BASE. EXISTING WOOD FLOOR
BELOW TO REMAIN.

024119.507 REMOVE (& DISPOSE OF) EXG PLYWOOD FLOORING TO INCLUDE REMOVAL OF ALL
ASSOCIATED MATERIALS INCLUDING JOISTS AND OTHER STRUCTURAL ITEMS.

024119.603 REMOVE & DISCARD EXG DOOR AND FRAME
024119.701 REMOVE COMPLETE WINDOW UNIT  (TO INCLUDE DISMANTLING OF FRAME & REMOVAL OF

SASHES, STORM WINDOWS, SCREENS & HARDWARE); PRESERVE AND PROTECT ADJ. EXT.
WALL.

024119.803 REMOVE AND DISCARD EXISTING ROOF GUTTER AND DOWNSPOUTS. PREP FOR INSTALLATION
OF NEW GUTTER AND OR DOWNSPOUT.

024119.804
024119.805 REMOVE AND DISCARD EXG ROOFING; REUSE EXG WOOD SHEATHING. CONTRACTOR TO

NOTIFY ARCHITECT IF ROT OR DECAY IS FOUND. G.C. SHALL PROTECT BUILDING ENVELOPE
DURING THE DURATION OF THE PROJECT.

024119.901 REMOVE (& DISPOSE OF) EXG WOOD COLUMN (REFER TO STRUCTURAL DRAWINGS)
024119.902 REMOVE (& DISPOSE OF) EXG TOILET. EXISTING PLUMBING CONNECTION TO REMAIN.
024119.903 REMOVE (& DISPOSE OF) EXG WALL-MOUNTED EQUIPMENT INCLUDING CHALKBOARDS,

WHITEBOARDS, TACKBOARDS, ATTACHED SHELVING, PAPER TOWEL DISPENSERS U.N.O. SEE
DEMOLITION DRAWINGS FOR EXTENTS.

024119.904 REMOVE (& DISPOSE OF) WOOD SHELVING. SALVAGE MOVEABLE METAL SHELF UNITS FOR
REUSE,

024119.905 REMOVE SINK (IN COUNTER) & FAUCET; EXG PLUMBING CONNECTION TO REMAIN
024119.907 REMOVE (& DISPOSE OF) EXG STAIR INCLUDING TREADS, RISERS, HANDRAILS, STRINGERS

AND LANDINGS.
024119.908 REMOVE (& DISPOSE OF) EXG STAIR INCLUDING TREADS, RISERS, HANDRAILS AND

STRINGERS. EXG LANDING AND ASSOCIATED STRUCTURE TO REMAIN. REMOVE AND DISCARD
HANDRAIL AT LANDING,

024119.909 REMOVE MEP EQUIPMENT - REFER TO PLUMBING, MECHANICAL, & ELECTRICAL DRAWINGS
FOR ADDITIONAL INFO.

024119.910 REMOVE (& DISPOSE OF) EXG LIGHT FIXTURE, SWITCH OR DEVICE.  REMOVE (& DISPOSE OF)
ALL ASSOCIATED ELECTRICAL WIRING, BOXES AND RACEWAYS.

024119.911 REMOVE (& DISPOSE OF) PORTIONS OF EXG STEEL RAIL AS REQUIRED FOR NEW FLOOR.
024119.913 REMOVE (& DISPOSE OF) EXG CEILING MOUNTED EQUIPMENT INCLUDING ALL ASSOCIATED

ELECTRICAL WIRING. SEE MEP DRAWINGS.
024119.914 REMOVE (& DISPOSE OF) EXG STRUCTURAL ELEMENT. REFER TO STRUCTURAL DRAWINGS.
024119.915 REMOVE (& DISPOSE OF) EXG CASEWORK IN ITS ENTIRETY.

AD3.00 Scale:  1/4" = 1'-0"
A5 DEMOLITION - ELEVATION - WEST



MEAN WATER LINE
EL. 1' - 4"

FIRST FLOOR
EL. 10' - 0"

MEZZANINE
EL. 18' - 8"

ROOF LEVEL
EL. 35' - 0"

B.O. SHINGLES
EL. 8' - 3 3/16"

MEZZANINE UPPER
EL. 19' - 10"

ATTIC FLOOR
EL. 26' - 2"

017300.01 017300.01 017300.01 017300.01 017300.01

024119.909

024119.909

024119.908

024119.909024119.805

073113.01073113.01

073113.01

024119.314

MEAN WATER LINE
EL. 1' - 4"

FIRST FLOOR
EL. 10' - 0"

MEZZANINE
EL. 18' - 8"

ROOF LEVEL
EL. 35' - 0"

B.O. SHINGLES
EL. 8' - 3 3/16"

MEZZANINE UPPER
EL. 19' - 10"

ATTIC FLOOR
EL. 26' - 2"

024119.805

017300.01

ROOF FASCIA

CORNICE

017300.07
260000.01

024119.805
017300.01

024119.603

017300.01
017300.01

024119.909

017300.01017300.01

017300.01017300.01

024119.805

E1

073113.01

073113.01

073113.01

024119.314

GRAPHICS KEY- DEMOLITION WORK

DOOR AND FRAME TO BE REMOVED

DEMOLITION WORK KEY NOTE; REFER TO KEYNOTE LEGEND

EXISTING WALL TO REMAIN

EXISTING ELEMENT TO BE REMOVED, U.N.O.

DOOR,FRAME & WD TRIM TO REMAIN, U.N.O.

DELINEATES LIMITED DEMOLITION WORK AREA.

NOTES:
1. REFER TO MECHANICAL, ELECTRICAL & PLUMBING DRAWINGS FOR DETAILED

SYSTEMS DEMO SCOPE.
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AD3.01 Scale:  1/4" = 1'-0"
A5 DEMOLITION - SOUTH ELEVATION

DEMOLITION KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
024119.303 REMOVE (& DISPOSE OF) PORTION OF INTERIOR WALL IN ORDER TO ENLARGE EXISTING

WALL OPENING.
024119.304 REMOVE (& DISPOSE OF) GWB SHEATHING AND INSULATION. PRESERVE AND PROTECT

FRAMING. ALERT ARCHITECT TO ANY SIGNS OF WATER DAMAGE OR DECAY.
024119.305 REMOVE (& DISPOSE OF) WOOD PANELLING. WOOD FRAMING TO REMAIN.
024119.306 REMOVE AND DIPOSE EXISTING INFILL.
024119.313
024119.314 REMOVE (& DISPOSE OF) EXG WALL AND BASE IN ITS ENTIRETY TO INCLUDE ALL ASSOCIATED

MATERIAL AND FRAMING.
024119.315 REMOVE (& DISPOSE OF) PORTION OF EXTERIOR WALL TO ACCOMIDATE NEW WINDOW.

PREPARE OPENING TO RECEIVE NEW LINTEL, FRAME AND SILL. V.I.F.
024119.316 REMOVE (& DISPOSE OF) EXG WALL IN ITS ENTIRETY INCLUDING INTERIOR WINDOW

ASSEMBLIES AND OTHER ASSOCIATED MATERIALS.
024119.317 REMOVE AND DISPOSE EXISTING EXTERIOR SIDING DOWN TO EXISTING SHEATHING AT

LIMITS SHOWN
024119.401 REMOVE (& DISPOSE OF) EXG GWB/PLASTER CEILING. REMOVE ALL CEILING MTD.

LIGHTING/DEVICES.
024119.501 REMOVE (& DISPOSE OF) EXISTING WOOD FLOORING TO ACCEPT NEW MEP COMPONENT.

COORDINATE WITH STRUCTURAL AND MEP DRAWINGS.
024119.505 REMOVE (& DISPOSE OF) EXISTING PLYWOOD AND VINYL FLOORING AND BASE; INCLUDE

REMOVAL OF ALL ASSOCIATED MATERIALS, TO INCLUDE WOOD SUBFLOOR,  MASTICS, GLUES,
& BASE.  ORIGINAL WOOD PLANK FLOORING BELOW TO REMAIN.ALERT ARCHITECT TO ANY
SIGNS OF WATER DAMAGE OR DECAY.

024119.506 REMOVE (& DISPOSE OF) EXISTING VINYL FLOORING AND BASE; INCLUDE REMOVAL OF ALL
ASSOCIATED MATERIALS TO INCLUDE GLUES, MASTICS, AND BASE. EXISTING WOOD FLOOR
BELOW TO REMAIN.

024119.507 REMOVE (& DISPOSE OF) EXG PLYWOOD FLOORING TO INCLUDE REMOVAL OF ALL
ASSOCIATED MATERIALS INCLUDING JOISTS AND OTHER STRUCTURAL ITEMS.

024119.603 REMOVE & DISCARD EXG DOOR AND FRAME
024119.701 REMOVE COMPLETE WINDOW UNIT  (TO INCLUDE DISMANTLING OF FRAME & REMOVAL OF

SASHES, STORM WINDOWS, SCREENS & HARDWARE); PRESERVE AND PROTECT ADJ. EXT.
WALL.

024119.803 REMOVE AND DISCARD EXISTING ROOF GUTTER AND DOWNSPOUTS. PREP FOR INSTALLATION
OF NEW GUTTER AND OR DOWNSPOUT.

024119.804
024119.805 REMOVE AND DISCARD EXG ROOFING; REUSE EXG WOOD SHEATHING. CONTRACTOR TO

NOTIFY ARCHITECT IF ROT OR DECAY IS FOUND. G.C. SHALL PROTECT BUILDING ENVELOPE
DURING THE DURATION OF THE PROJECT.

024119.901 REMOVE (& DISPOSE OF) EXG WOOD COLUMN (REFER TO STRUCTURAL DRAWINGS)
024119.902 REMOVE (& DISPOSE OF) EXG TOILET. EXISTING PLUMBING CONNECTION TO REMAIN.
024119.903 REMOVE (& DISPOSE OF) EXG WALL-MOUNTED EQUIPMENT INCLUDING CHALKBOARDS,

WHITEBOARDS, TACKBOARDS, ATTACHED SHELVING, PAPER TOWEL DISPENSERS U.N.O. SEE
DEMOLITION DRAWINGS FOR EXTENTS.

024119.904 REMOVE (& DISPOSE OF) WOOD SHELVING. SALVAGE MOVEABLE METAL SHELF UNITS FOR
REUSE,

024119.905 REMOVE SINK (IN COUNTER) & FAUCET; EXG PLUMBING CONNECTION TO REMAIN
024119.907 REMOVE (& DISPOSE OF) EXG STAIR INCLUDING TREADS, RISERS, HANDRAILS, STRINGERS

AND LANDINGS.
024119.908 REMOVE (& DISPOSE OF) EXG STAIR INCLUDING TREADS, RISERS, HANDRAILS AND

STRINGERS. EXG LANDING AND ASSOCIATED STRUCTURE TO REMAIN. REMOVE AND DISCARD
HANDRAIL AT LANDING,

024119.909 REMOVE MEP EQUIPMENT - REFER TO PLUMBING, MECHANICAL, & ELECTRICAL DRAWINGS
FOR ADDITIONAL INFO.

024119.910 REMOVE (& DISPOSE OF) EXG LIGHT FIXTURE, SWITCH OR DEVICE.  REMOVE (& DISPOSE OF)
ALL ASSOCIATED ELECTRICAL WIRING, BOXES AND RACEWAYS.

024119.911 REMOVE (& DISPOSE OF) PORTIONS OF EXG STEEL RAIL AS REQUIRED FOR NEW FLOOR.
024119.913 REMOVE (& DISPOSE OF) EXG CEILING MOUNTED EQUIPMENT INCLUDING ALL ASSOCIATED

ELECTRICAL WIRING. SEE MEP DRAWINGS.
024119.914 REMOVE (& DISPOSE OF) EXG STRUCTURAL ELEMENT. REFER TO STRUCTURAL DRAWINGS.
024119.915 REMOVE (& DISPOSE OF) EXG CASEWORK IN ITS ENTIRETY.

AD3.01 Scale:  1/4" = 1'-0"
B5 DEMOLITION - NORTH ELEVATION
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DOOR, FRAME AND TRIM

NOTES:
1. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, & STRUCTURAL DRAWINGS FOR

SCOPE OF WORK.
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A1.00 Scale:  1/4" = 1'-0"
A5 FLOOR PLAN - PROPOSED MEAN WATER LEVEL

KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
051200.01 STRUCTURAL STEEL (REFER TO STRUCTURAL DRAWINGS)
055000.02 METAL HANDRAIL ASSEMBLY
061000.01 ROUGH FRAMING
061000.02 NEW INFILL WALL AT LOCATION OF EXG WALL PENETRATION.
061000.03 NEW INFILL WALL AT LOCATION OF EXISITNG WINDOW.
061000.04 NEW GWB PARTITION WALL UNDER STAIR. RETURN WALL SO THAT AREA IS FULLY ENCLOSED.
061000.05 WOOD BLOCKING AS REQ'D
061000.06
061600.01 PLYWOOD SHEATHING
062013.01 WOOD TRIM TO MATCH EXG HISTORIC TRIM AT EXG WINDOWS
062013.03 WOOD TRIM TO MATCH EXG. HISTORIC TRIM
062013.04 RESTORE HISTORIC TRIM AT EXG. WINDOWS
062013.05 WOOD FASCIA/RAKE TO MATCH HISTORIC
062013.06 RESTORE EXG. HISTORIC WOOD TRIM
064100.01 SHELVING
072100.02 BATT INSULATION
072700.02 FLEXIBLE FLASHING/ STRIPS
073113.01 NEW 3-TAB RED ASPHALT ROOF SHINGLES
073113.02 ROOFING UNDERLAYMENT
073113.03 RIDGE VENT CAP
074625.01 REPLACE ROTTEN OR OTHERWISE COMPROMISED WOOD SHAKE WITH NEW. NOTIFY

ARCHITECT OF ANY SIGNS OF WATER DAMAGE BENEATH SIDING. PRIME AND PAINT TO
MATCH EXTERIOR.

074625.02 NEW SIDING AT LOCATION OF EXG WALL PENETRATION
074625.03 WOOD SHINGLE AND SHAKE SIDING
074625.04 RIDGE VENT
076200.01 FLASHING
079200.01 SEALANT
081113.01 HOLLOW METAL FRAME
081416.01 FLUSH WOOD DOOR
081420.02 STEEL REINFORCED OVERHEAD DOOR
081420.03 STEEL REINFORCED WOOD SWING DOOR
082000 WOOD DOORS AND FRAMES
082200 FRP DOORS & FRAMES
083113.01 ACCESS DOOR AND FRAME
085213 ALUMINUM CLAD WOOD WINDOWS
085213.03 SEALANT
085213.04 LOW EXPANSION FOAM INSULATION
085413.01 NEW WINDOW TO MATCH EXG HISTORIC WINDOW IN PROFILE, PROPORTION AND

CHARACTER.
087100.01 DOOR HARDWARE (REFER TO DR SCHED)
089119.01 ALUM. LOUVER
092900.01 PROVIDE GYPSUM WALL BOARD END TO PARTIALLY DEMOLISHED WALL. SURFACE AND EDGES

SHOULD BE SMOOTH AND READY TO ACCEPT PRIMER.
092900.04 REGLET & ACESSORIES
092900.06 GWB CEILING ASSEMBLY
092900.07 GWB SHEATHING OVER EXISTING STRUCTURE
092900.08 NEW GWB WALL ASSEMBLY
096513.01 RESILIENT BASE; INSTALL AT ALL WALL AND FLOOR JOINTS AND ALONG ALL FIXED

CASEWORK AT KICK.
096723.01 EPOXY FLOORING
096723.02 INTEGRAL EPOXY WALL APPLICATION
099113.01 EXTERIOR PREP, PRIME & PAINT
099123.01 INTERIOR PREP, PRIME & PAINT
099600.01 HIGH PERFORMANCE PAINTING
102800 TOILET, BATH, AND LAUNDRY ACCESSORIES
102800.01 TOILET PAPER DISPENSER
102800.02 MEDICINE CABINET
102800.03 PAPER TOWEL DISPENSER
102800.04 GRAB BAR
102800.05 SOAP DISPENSER
102800.06 RECESSED WASTE RECEPTACLE
102800.11 CLOTHES HOOK
104116.01 RECESSED "KNOX-BOX" OR EQUAL AS REQUIRED AND APPROVED BY NANTUCKET FIRED DEPT.
220000.01 TOILET
220000.04 MOP SINK
220000.08 SINK AND FAUCET (REFER TO PULMBING DRAWINGS)
220000.09 ADA SINK
230000 HVAC (*N)(REFER TO MECH. DRAWINGS)
230000.01 MECHANICAL (REFER TO MECH. DRAWINGS)
230000.02 MECHANICAL, EXISTING TO REMAIN (REFER TO MECH. DRAWINGS)
260000.01 ELECTRICAL AND TELEDATA (REFER TO ELEC. DRAWINGS)
260000.03 LIGHT FIXTURE (REFER TO ELEC. DRAWINGS)

NOTE: ALL MEP EQUIPMENT TO BE
LOCATED INSIDE OF THE BUILDING



B5
A3.00

A5
A3.00

B5
A3.01 A5

A3.01

A4.01
A5

A4.00
A5

A4.01
B4

50 SF

RESTROOM
102

A7.01
B5

1 2 3 4 5 6 7

E

D

C

B

A

A4.00
B5

1

8

9

16

15

1
1 1

1 1 1 1

STAIR
S1

A5
A7.00

17

A8.00

B5

B2

A5

A8.01

A5

A2A1
A8.00

D2

D5

D4 D3

061000.03

061000.03

A10.30
1

LARGE TANK LARGE TANK LARGE TANK

2'
 - 

1"

4' - 9"

BENCH

ALGAE
SHELF

SCUBA TANKS AND
WET EQUIP

4'- 0" x 13'- 0"
4'-0" X ??

061000.03

BROOD
TANK, TYP.

FOR 8

FD FD

2

6

7
LARVAL
BASIN, TYP.
FOR 6

1

17

8

18, 19, 20, 21, 22

16

11

230
' -

 9
 3

/4
"

7'
 - 

10
 1

/4
"

24' - 3" 26' - 0"

3'
 - 

4 
1/

8"
4'

 - 
10

 1
/4

"
30

' -
 6

 1
/2

"

4'
 - 

6 
3/

8"

FREE AREA:
23.91 SQFT

3' - 8 13/32"

1' - 9" 1' - 1" 0' - 5 29/32"

7'
 - 

5 
3/

4"

SHOWER
104

50 SF

RESTROOM
102

STAIR
S1

STORAGE/WORKROOM
103

STAIR
S2

BROOD ROOM
101

JANITOR'S CLOSET
100B

SHELLFISH
PROPAGATION AREA

100

STORAGE CLOSETS
100A

LARGE TANK

WORKBENCH/CASEWORK

23

8

29

SPAWN TABLE
BY OWNER

30

SPAWN
TABLE

POST SET,
TYP. FOR 8ALGAE

SHELF

FI
LT

ER
ST

O
RA

G
E

 POWERWASHER
STORAGE

22" X
22" X 26"

3'-0" X  6'-0"
X 3'-0"

LIGHT WALL,
BOTH SIDES

3'-0" X  6'-0" X 3'-0" 2'-6" D X
2'-0" H @
4 SHELVES

0'
 - 

10
"

3

6 7

4

A2
A10.01

A3
A10.01

2'-6" D X
2'-0" H @
4 SHELVES

4'- 0" x 13'- 0" 4'- 0" x 13'- 0" 4'- 0" x 13'- 0"

15 1 15 1 15 1 15 3

14

24, 25,
26, 27, 28

30

POST SET,
TYP. FOR 8

LIGHT WALL,
BOTH SIDES

SPAWN TABLE
BY OWNER

SPAWN TABLE
BY OWNER

SMALL TANK

5

SPAWN TABLE
BY OWNER

F

33

BELOW
COUNTER

34

BELOW
COUNTER

32 34

230000

A3

A8.01D4

D5

D3

D2

7'
 - 

6"
7'

 - 
6"

7'
 - 

2"
7'

 - 
7"

7'
 - 

0"

9' - 0" 8' - 6 1/4" 10' - 0 1/2" 9' - 9 1/4" 10' - 3 1/4" 9' - 9 3/4"

9' - 5 1/4"

220000.08

220000.04

051200.01

051200.01

099600.01

099600.01

12
' -

 9
 3

/8
"

12
' -

 3
 3

/4
"

TY
P.

 FO
R 

4 
IN

ST
AN

CE
S

5'
 - 

0"

1' - 3 1/2"

3' - 0"

A2
A10.10

A4
A10.10

A
A10.10

B2
A10.10

104116.01

0' - 4"

29

051200.01

099600.01

5

3'
 - 

6"

C5
A7.02

A7.02
A4

C5
A7.03

A7.03
A4
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KEY NOTE; REFER TO KEYNOTE LEGEND

DOOR, FRAME AND TRIM

NOTES:
1. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, & STRUCTURAL DRAWINGS FOR

SCOPE OF WORK.
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A1.01 Scale:  1/4" = 1'-0"
A5 FLOOR PLAN - PROPOSED FIRST FLOOR PLAN

KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
051200.01 STRUCTURAL STEEL (REFER TO STRUCTURAL DRAWINGS)
055000.02 METAL HANDRAIL ASSEMBLY
061000.01 ROUGH FRAMING
061000.02 NEW INFILL WALL AT LOCATION OF EXG WALL PENETRATION.
061000.03 NEW INFILL WALL AT LOCATION OF EXISITNG WINDOW.
061000.04 NEW GWB PARTITION WALL UNDER STAIR. RETURN WALL SO THAT AREA IS FULLY ENCLOSED.
061000.05 WOOD BLOCKING AS REQ'D
061000.06
061600.01 PLYWOOD SHEATHING
062013.01 WOOD TRIM TO MATCH EXG HISTORIC TRIM AT EXG WINDOWS
062013.03 WOOD TRIM TO MATCH EXG. HISTORIC TRIM
062013.04 RESTORE HISTORIC TRIM AT EXG. WINDOWS
062013.05 WOOD FASCIA/RAKE TO MATCH HISTORIC
062013.06 RESTORE EXG. HISTORIC WOOD TRIM
064100.01 SHELVING
072100.02 BATT INSULATION
072700.02 FLEXIBLE FLASHING/ STRIPS
073113.01 NEW 3-TAB RED ASPHALT ROOF SHINGLES
073113.02 ROOFING UNDERLAYMENT
073113.03 RIDGE VENT CAP
074625.01 REPLACE ROTTEN OR OTHERWISE COMPROMISED WOOD SHAKE WITH NEW. NOTIFY

ARCHITECT OF ANY SIGNS OF WATER DAMAGE BENEATH SIDING. PRIME AND PAINT TO
MATCH EXTERIOR.

074625.02 NEW SIDING AT LOCATION OF EXG WALL PENETRATION
074625.03 WOOD SHINGLE AND SHAKE SIDING
074625.04 RIDGE VENT
076200.01 FLASHING
079200.01 SEALANT
081113.01 HOLLOW METAL FRAME
081416.01 FLUSH WOOD DOOR
081420.02 STEEL REINFORCED OVERHEAD DOOR
081420.03 STEEL REINFORCED WOOD SWING DOOR
082000 WOOD DOORS AND FRAMES
082200 FRP DOORS & FRAMES
083113.01 ACCESS DOOR AND FRAME
085213 ALUMINUM CLAD WOOD WINDOWS
085213.03 SEALANT
085213.04 LOW EXPANSION FOAM INSULATION
085413.01 NEW WINDOW TO MATCH EXG HISTORIC WINDOW IN PROFILE, PROPORTION AND

CHARACTER.
087100.01 DOOR HARDWARE (REFER TO DR SCHED)
089119.01 ALUM. LOUVER
092900.01 PROVIDE GYPSUM WALL BOARD END TO PARTIALLY DEMOLISHED WALL. SURFACE AND EDGES

SHOULD BE SMOOTH AND READY TO ACCEPT PRIMER.
092900.04 REGLET & ACESSORIES
092900.06 GWB CEILING ASSEMBLY
092900.07 GWB SHEATHING OVER EXISTING STRUCTURE
092900.08 NEW GWB WALL ASSEMBLY
096513.01 RESILIENT BASE; INSTALL AT ALL WALL AND FLOOR JOINTS AND ALONG ALL FIXED

CASEWORK AT KICK.
096723.01 EPOXY FLOORING
096723.02 INTEGRAL EPOXY WALL APPLICATION
099113.01 EXTERIOR PREP, PRIME & PAINT
099123.01 INTERIOR PREP, PRIME & PAINT
099600.01 HIGH PERFORMANCE PAINTING
102800 TOILET, BATH, AND LAUNDRY ACCESSORIES
102800.01 TOILET PAPER DISPENSER
102800.02 MEDICINE CABINET
102800.03 PAPER TOWEL DISPENSER
102800.04 GRAB BAR
102800.05 SOAP DISPENSER
102800.06 RECESSED WASTE RECEPTACLE
102800.11 CLOTHES HOOK
104116.01 RECESSED "KNOX-BOX" OR EQUAL AS REQUIRED AND APPROVED BY NANTUCKET FIRED DEPT.
220000.01 TOILET
220000.04 MOP SINK
220000.08 SINK AND FAUCET (REFER TO PULMBING DRAWINGS)
220000.09 ADA SINK
230000 HVAC (*N)(REFER TO MECH. DRAWINGS)
230000.01 MECHANICAL (REFER TO MECH. DRAWINGS)
230000.02 MECHANICAL, EXISTING TO REMAIN (REFER TO MECH. DRAWINGS)
260000.01 ELECTRICAL AND TELEDATA (REFER TO ELEC. DRAWINGS)
260000.03 LIGHT FIXTURE (REFER TO ELEC. DRAWINGS)

NOTE: ALL MEP EQUIPMENT TO BE
LOCATED INSIDE OF THE BUILDING



GRAPHICS KEY

KEY NOTE; REFER TO KEYNOTE LEGEND

DOOR, FRAME AND TRIM

NOTES:
1. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, & STRUCTURAL DRAWINGS FOR

SCOPE OF WORK.
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KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
051200.01 STRUCTURAL STEEL (REFER TO STRUCTURAL DRAWINGS)
055000.02 METAL HANDRAIL ASSEMBLY
061000.01 ROUGH FRAMING
061000.02 NEW INFILL WALL AT LOCATION OF EXG WALL PENETRATION.
061000.03 NEW INFILL WALL AT LOCATION OF EXISITNG WINDOW.
061000.04 NEW GWB PARTITION WALL UNDER STAIR. RETURN WALL SO THAT AREA IS FULLY ENCLOSED.
061000.05 WOOD BLOCKING AS REQ'D
061000.06
061600.01 PLYWOOD SHEATHING
062013.01 WOOD TRIM TO MATCH EXG HISTORIC TRIM AT EXG WINDOWS
062013.03 WOOD TRIM TO MATCH EXG. HISTORIC TRIM
062013.04 RESTORE HISTORIC TRIM AT EXG. WINDOWS
062013.05 WOOD FASCIA/RAKE TO MATCH HISTORIC
062013.06 RESTORE EXG. HISTORIC WOOD TRIM
064100.01 SHELVING
072100.02 BATT INSULATION
072700.02 FLEXIBLE FLASHING/ STRIPS
073113.01 NEW 3-TAB RED ASPHALT ROOF SHINGLES
073113.02 ROOFING UNDERLAYMENT
073113.03 RIDGE VENT CAP
074625.01 REPLACE ROTTEN OR OTHERWISE COMPROMISED WOOD SHAKE WITH NEW. NOTIFY

ARCHITECT OF ANY SIGNS OF WATER DAMAGE BENEATH SIDING. PRIME AND PAINT TO
MATCH EXTERIOR.

074625.02 NEW SIDING AT LOCATION OF EXG WALL PENETRATION
074625.03 WOOD SHINGLE AND SHAKE SIDING
074625.04 RIDGE VENT
076200.01 FLASHING
079200.01 SEALANT
081113.01 HOLLOW METAL FRAME
081416.01 FLUSH WOOD DOOR
081420.02 STEEL REINFORCED OVERHEAD DOOR
081420.03 STEEL REINFORCED WOOD SWING DOOR
082000 WOOD DOORS AND FRAMES
082200 FRP DOORS & FRAMES
083113.01 ACCESS DOOR AND FRAME
085213 ALUMINUM CLAD WOOD WINDOWS
085213.03 SEALANT
085213.04 LOW EXPANSION FOAM INSULATION
085413.01 NEW WINDOW TO MATCH EXG HISTORIC WINDOW IN PROFILE, PROPORTION AND

CHARACTER.
087100.01 DOOR HARDWARE (REFER TO DR SCHED)
089119.01 ALUM. LOUVER
092900.01 PROVIDE GYPSUM WALL BOARD END TO PARTIALLY DEMOLISHED WALL. SURFACE AND EDGES

SHOULD BE SMOOTH AND READY TO ACCEPT PRIMER.
092900.04 REGLET & ACESSORIES
092900.06 GWB CEILING ASSEMBLY
092900.07 GWB SHEATHING OVER EXISTING STRUCTURE
092900.08 NEW GWB WALL ASSEMBLY
096513.01 RESILIENT BASE; INSTALL AT ALL WALL AND FLOOR JOINTS AND ALONG ALL FIXED

CASEWORK AT KICK.
096723.01 EPOXY FLOORING
096723.02 INTEGRAL EPOXY WALL APPLICATION
099113.01 EXTERIOR PREP, PRIME & PAINT
099123.01 INTERIOR PREP, PRIME & PAINT
099600.01 HIGH PERFORMANCE PAINTING
102800 TOILET, BATH, AND LAUNDRY ACCESSORIES
102800.01 TOILET PAPER DISPENSER
102800.02 MEDICINE CABINET
102800.03 PAPER TOWEL DISPENSER
102800.04 GRAB BAR
102800.05 SOAP DISPENSER
102800.06 RECESSED WASTE RECEPTACLE
102800.11 CLOTHES HOOK
104116.01 RECESSED "KNOX-BOX" OR EQUAL AS REQUIRED AND APPROVED BY NANTUCKET FIRED DEPT.
220000.01 TOILET
220000.04 MOP SINK
220000.08 SINK AND FAUCET (REFER TO PULMBING DRAWINGS)
220000.09 ADA SINK
230000 HVAC (*N)(REFER TO MECH. DRAWINGS)
230000.01 MECHANICAL (REFER TO MECH. DRAWINGS)
230000.02 MECHANICAL, EXISTING TO REMAIN (REFER TO MECH. DRAWINGS)
260000.01 ELECTRICAL AND TELEDATA (REFER TO ELEC. DRAWINGS)
260000.03 LIGHT FIXTURE (REFER TO ELEC. DRAWINGS)

A1.02 Scale:  1/4" = 1'-0"
A5 FLOOR PLAN - PROPOSED SECOND FLOOR

NOTE: ALL MEP EQUIPMENT TO BE
LOCATED INSIDE OF THE BUILDING
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GRAPHICS KEY

KEY NOTE; REFER TO KEYNOTE LEGEND

DOOR, FRAME AND TRIM

NOTES:
1. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, & STRUCTURAL DRAWINGS FOR

SCOPE OF WORK.

000000.00

WINDOW, FRAME AND TRIM

1 EXISTING EQUIPMENT LABEL-SEE SHEET G0.04

EXISTING WALL TO REMAIN
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KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
051200.01 STRUCTURAL STEEL (REFER TO STRUCTURAL DRAWINGS)
055000.02 METAL HANDRAIL ASSEMBLY
061000.01 ROUGH FRAMING
061000.02 NEW INFILL WALL AT LOCATION OF EXG WALL PENETRATION.
061000.03 NEW INFILL WALL AT LOCATION OF EXISITNG WINDOW.
061000.04 NEW GWB PARTITION WALL UNDER STAIR. RETURN WALL SO THAT AREA IS FULLY ENCLOSED.
061000.05 WOOD BLOCKING AS REQ'D
061000.06
061600.01 PLYWOOD SHEATHING
062013.01 WOOD TRIM TO MATCH EXG HISTORIC TRIM AT EXG WINDOWS
062013.03 WOOD TRIM TO MATCH EXG. HISTORIC TRIM
062013.04 RESTORE HISTORIC TRIM AT EXG. WINDOWS
062013.05 WOOD FASCIA/RAKE TO MATCH HISTORIC
062013.06 RESTORE EXG. HISTORIC WOOD TRIM
064100.01 SHELVING
072100.02 BATT INSULATION
072700.02 FLEXIBLE FLASHING/ STRIPS
073113.01 NEW 3-TAB RED ASPHALT ROOF SHINGLES
073113.02 ROOFING UNDERLAYMENT
073113.03 RIDGE VENT CAP
074625.01 REPLACE ROTTEN OR OTHERWISE COMPROMISED WOOD SHAKE WITH NEW. NOTIFY

ARCHITECT OF ANY SIGNS OF WATER DAMAGE BENEATH SIDING. PRIME AND PAINT TO
MATCH EXTERIOR.

074625.02 NEW SIDING AT LOCATION OF EXG WALL PENETRATION
074625.03 WOOD SHINGLE AND SHAKE SIDING
074625.04 RIDGE VENT
076200.01 FLASHING
079200.01 SEALANT
081113.01 HOLLOW METAL FRAME
081416.01 FLUSH WOOD DOOR
081420.02 STEEL REINFORCED OVERHEAD DOOR
081420.03 STEEL REINFORCED WOOD SWING DOOR
082000 WOOD DOORS AND FRAMES
082200 FRP DOORS & FRAMES
083113.01 ACCESS DOOR AND FRAME
085213 ALUMINUM CLAD WOOD WINDOWS
085213.03 SEALANT
085213.04 LOW EXPANSION FOAM INSULATION
085413.01 NEW WINDOW TO MATCH EXG HISTORIC WINDOW IN PROFILE, PROPORTION AND

CHARACTER.
087100.01 DOOR HARDWARE (REFER TO DR SCHED)
089119.01 ALUM. LOUVER
092900.01 PROVIDE GYPSUM WALL BOARD END TO PARTIALLY DEMOLISHED WALL. SURFACE AND EDGES

SHOULD BE SMOOTH AND READY TO ACCEPT PRIMER.
092900.04 REGLET & ACESSORIES
092900.06 GWB CEILING ASSEMBLY
092900.07 GWB SHEATHING OVER EXISTING STRUCTURE
092900.08 NEW GWB WALL ASSEMBLY
096513.01 RESILIENT BASE; INSTALL AT ALL WALL AND FLOOR JOINTS AND ALONG ALL FIXED

CASEWORK AT KICK.
096723.01 EPOXY FLOORING
096723.02 INTEGRAL EPOXY WALL APPLICATION
099113.01 EXTERIOR PREP, PRIME & PAINT
099123.01 INTERIOR PREP, PRIME & PAINT
099600.01 HIGH PERFORMANCE PAINTING
102800 TOILET, BATH, AND LAUNDRY ACCESSORIES
102800.01 TOILET PAPER DISPENSER
102800.02 MEDICINE CABINET
102800.03 PAPER TOWEL DISPENSER
102800.04 GRAB BAR
102800.05 SOAP DISPENSER
102800.06 RECESSED WASTE RECEPTACLE
102800.11 CLOTHES HOOK
104116.01 RECESSED "KNOX-BOX" OR EQUAL AS REQUIRED AND APPROVED BY NANTUCKET FIRED DEPT.
220000.01 TOILET
220000.04 MOP SINK
220000.08 SINK AND FAUCET (REFER TO PULMBING DRAWINGS)
220000.09 ADA SINK
230000 HVAC (*N)(REFER TO MECH. DRAWINGS)
230000.01 MECHANICAL (REFER TO MECH. DRAWINGS)
230000.02 MECHANICAL, EXISTING TO REMAIN (REFER TO MECH. DRAWINGS)
260000.01 ELECTRICAL AND TELEDATA (REFER TO ELEC. DRAWINGS)
260000.03 LIGHT FIXTURE (REFER TO ELEC. DRAWINGS)

A1.03 Scale:  1/4" = 1'-0"
A5 ROOF PLAN - PROPOSED ROOF PLAN

NOTE: ALL MEP EQUIPMENT TO BE
LOCATED INSIDE OF THE BUILDING
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RCP GRAPHICS KEY

KEY NOTE; REFER TO KEYNOTE LEGEND
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DELINEATES AREA NOT IN PROJECT SCOPE

000000.00

NEW WALL

SUSPENDED DIRECT/INDIRECT FIXTURE

POWER CORD REEL

DELINEATES LIMITED DEMOLITION WORK AREA.

2' X 4' ACOUSTIC CEILING TILE

PAINTED GWB CEILING

SUSPENDED DIRECT/INDIRECT PENDANT

RECESSED WALL WASHING FIXTURE

RECESSED GRID FIXTURE

NOTES:
1. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, & FIRE PROTECTION DRAWINGS FOR DETAILED SYSTEMS SCOPE.
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KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
051200.01 STRUCTURAL STEEL (REFER TO STRUCTURAL DRAWINGS)
055000.02 METAL HANDRAIL ASSEMBLY
061000.01 ROUGH FRAMING
061000.02 NEW INFILL WALL AT LOCATION OF EXG WALL PENETRATION.
061000.03 NEW INFILL WALL AT LOCATION OF EXISITNG WINDOW.
061000.04 NEW GWB PARTITION WALL UNDER STAIR. RETURN WALL SO THAT AREA IS FULLY ENCLOSED.
061000.05 WOOD BLOCKING AS REQ'D
061000.06
061600.01 PLYWOOD SHEATHING
062013.01 WOOD TRIM TO MATCH EXG HISTORIC TRIM AT EXG WINDOWS
062013.03 WOOD TRIM TO MATCH EXG. HISTORIC TRIM
062013.04 RESTORE HISTORIC TRIM AT EXG. WINDOWS
062013.05 WOOD FASCIA/RAKE TO MATCH HISTORIC
062013.06 RESTORE EXG. HISTORIC WOOD TRIM
064100.01 SHELVING
072100.02 BATT INSULATION
072700.02 FLEXIBLE FLASHING/ STRIPS
073113.01 NEW 3-TAB RED ASPHALT ROOF SHINGLES
073113.02 ROOFING UNDERLAYMENT
073113.03 RIDGE VENT CAP
074625.01 REPLACE ROTTEN OR OTHERWISE COMPROMISED WOOD SHAKE WITH NEW. NOTIFY

ARCHITECT OF ANY SIGNS OF WATER DAMAGE BENEATH SIDING. PRIME AND PAINT TO
MATCH EXTERIOR.

074625.02 NEW SIDING AT LOCATION OF EXG WALL PENETRATION
074625.03 WOOD SHINGLE AND SHAKE SIDING
074625.04 RIDGE VENT
076200.01 FLASHING
079200.01 SEALANT
081113.01 HOLLOW METAL FRAME
081416.01 FLUSH WOOD DOOR
081420.02 STEEL REINFORCED OVERHEAD DOOR
081420.03 STEEL REINFORCED WOOD SWING DOOR
082000 WOOD DOORS AND FRAMES
082200 FRP DOORS & FRAMES
083113.01 ACCESS DOOR AND FRAME
085213 ALUMINUM CLAD WOOD WINDOWS
085213.03 SEALANT
085213.04 LOW EXPANSION FOAM INSULATION
085413.01 NEW WINDOW TO MATCH EXG HISTORIC WINDOW IN PROFILE, PROPORTION AND

CHARACTER.
087100.01 DOOR HARDWARE (REFER TO DR SCHED)
089119.01 ALUM. LOUVER
092900.01 PROVIDE GYPSUM WALL BOARD END TO PARTIALLY DEMOLISHED WALL. SURFACE AND EDGES

SHOULD BE SMOOTH AND READY TO ACCEPT PRIMER.
092900.04 REGLET & ACESSORIES
092900.06 GWB CEILING ASSEMBLY
092900.07 GWB SHEATHING OVER EXISTING STRUCTURE
092900.08 NEW GWB WALL ASSEMBLY
096513.01 RESILIENT BASE; INSTALL AT ALL WALL AND FLOOR JOINTS AND ALONG ALL FIXED

CASEWORK AT KICK.
096723.01 EPOXY FLOORING
096723.02 INTEGRAL EPOXY WALL APPLICATION
099113.01 EXTERIOR PREP, PRIME & PAINT
099123.01 INTERIOR PREP, PRIME & PAINT
099600.01 HIGH PERFORMANCE PAINTING
102800 TOILET, BATH, AND LAUNDRY ACCESSORIES
102800.01 TOILET PAPER DISPENSER
102800.02 MEDICINE CABINET
102800.03 PAPER TOWEL DISPENSER
102800.04 GRAB BAR
102800.05 SOAP DISPENSER
102800.06 RECESSED WASTE RECEPTACLE
102800.11 CLOTHES HOOK
104116.01 RECESSED "KNOX-BOX" OR EQUAL AS REQUIRED AND APPROVED BY NANTUCKET FIRED DEPT.
220000.01 TOILET
220000.04 MOP SINK
220000.08 SINK AND FAUCET (REFER TO PULMBING DRAWINGS)
220000.09 ADA SINK
230000 HVAC (*N)(REFER TO MECH. DRAWINGS)
230000.01 MECHANICAL (REFER TO MECH. DRAWINGS)
230000.02 MECHANICAL, EXISTING TO REMAIN (REFER TO MECH. DRAWINGS)
260000.01 ELECTRICAL AND TELEDATA (REFER TO ELEC. DRAWINGS)
260000.03 LIGHT FIXTURE (REFER TO ELEC. DRAWINGS)

A2.01 Scale:  1/4" = 1'-0"
A5 PROPOSED REFLECTED CEILING PLAN - FIRST FLOOR
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RCP GRAPHICS KEY

KEY NOTE; REFER TO KEYNOTE LEGEND

EXISTING WALL TO REMAIN

DELINEATES AREA NOT IN PROJECT SCOPE

000000.00

NEW WALL

SUSPENDED DIRECT/INDIRECT FIXTURE

POWER CORD REEL

DELINEATES LIMITED DEMOLITION WORK AREA.

2' X 4' ACOUSTIC CEILING TILE

PAINTED GWB CEILING

SUSPENDED DIRECT/INDIRECT PENDANT

RECESSED WALL WASHING FIXTURE

RECESSED GRID FIXTURE

NOTES:
1. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, & FIRE PROTECTION DRAWINGS FOR DETAILED SYSTEMS SCOPE.

REVISIONS
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SECOND FLOOR
REFLECTED CEILING PLAN
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KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
051200.01 STRUCTURAL STEEL (REFER TO STRUCTURAL DRAWINGS)
055000.02 METAL HANDRAIL ASSEMBLY
061000.01 ROUGH FRAMING
061000.02 NEW INFILL WALL AT LOCATION OF EXG WALL PENETRATION.
061000.03 NEW INFILL WALL AT LOCATION OF EXISITNG WINDOW.
061000.04 NEW GWB PARTITION WALL UNDER STAIR. RETURN WALL SO THAT AREA IS FULLY ENCLOSED.
061000.05 WOOD BLOCKING AS REQ'D
061000.06
061600.01 PLYWOOD SHEATHING
062013.01 WOOD TRIM TO MATCH EXG HISTORIC TRIM AT EXG WINDOWS
062013.03 WOOD TRIM TO MATCH EXG. HISTORIC TRIM
062013.04 RESTORE HISTORIC TRIM AT EXG. WINDOWS
062013.05 WOOD FASCIA/RAKE TO MATCH HISTORIC
062013.06 RESTORE EXG. HISTORIC WOOD TRIM
064100.01 SHELVING
072100.02 BATT INSULATION
072700.02 FLEXIBLE FLASHING/ STRIPS
073113.01 NEW 3-TAB RED ASPHALT ROOF SHINGLES
073113.02 ROOFING UNDERLAYMENT
073113.03 RIDGE VENT CAP
074625.01 REPLACE ROTTEN OR OTHERWISE COMPROMISED WOOD SHAKE WITH NEW. NOTIFY

ARCHITECT OF ANY SIGNS OF WATER DAMAGE BENEATH SIDING. PRIME AND PAINT TO
MATCH EXTERIOR.

074625.02 NEW SIDING AT LOCATION OF EXG WALL PENETRATION
074625.03 WOOD SHINGLE AND SHAKE SIDING
074625.04 RIDGE VENT
076200.01 FLASHING
079200.01 SEALANT
081113.01 HOLLOW METAL FRAME
081416.01 FLUSH WOOD DOOR
081420.02 STEEL REINFORCED OVERHEAD DOOR
081420.03 STEEL REINFORCED WOOD SWING DOOR
082000 WOOD DOORS AND FRAMES
082200 FRP DOORS & FRAMES
083113.01 ACCESS DOOR AND FRAME
085213 ALUMINUM CLAD WOOD WINDOWS
085213.03 SEALANT
085213.04 LOW EXPANSION FOAM INSULATION
085413.01 NEW WINDOW TO MATCH EXG HISTORIC WINDOW IN PROFILE, PROPORTION AND

CHARACTER.
087100.01 DOOR HARDWARE (REFER TO DR SCHED)
089119.01 ALUM. LOUVER
092900.01 PROVIDE GYPSUM WALL BOARD END TO PARTIALLY DEMOLISHED WALL. SURFACE AND EDGES

SHOULD BE SMOOTH AND READY TO ACCEPT PRIMER.
092900.04 REGLET & ACESSORIES
092900.06 GWB CEILING ASSEMBLY
092900.07 GWB SHEATHING OVER EXISTING STRUCTURE
092900.08 NEW GWB WALL ASSEMBLY
096513.01 RESILIENT BASE; INSTALL AT ALL WALL AND FLOOR JOINTS AND ALONG ALL FIXED

CASEWORK AT KICK.
096723.01 EPOXY FLOORING
096723.02 INTEGRAL EPOXY WALL APPLICATION
099113.01 EXTERIOR PREP, PRIME & PAINT
099123.01 INTERIOR PREP, PRIME & PAINT
099600.01 HIGH PERFORMANCE PAINTING
102800 TOILET, BATH, AND LAUNDRY ACCESSORIES
102800.01 TOILET PAPER DISPENSER
102800.02 MEDICINE CABINET
102800.03 PAPER TOWEL DISPENSER
102800.04 GRAB BAR
102800.05 SOAP DISPENSER
102800.06 RECESSED WASTE RECEPTACLE
102800.11 CLOTHES HOOK
104116.01 RECESSED "KNOX-BOX" OR EQUAL AS REQUIRED AND APPROVED BY NANTUCKET FIRED DEPT.
220000.01 TOILET
220000.04 MOP SINK
220000.08 SINK AND FAUCET (REFER TO PULMBING DRAWINGS)
220000.09 ADA SINK
230000 HVAC (*N)(REFER TO MECH. DRAWINGS)
230000.01 MECHANICAL (REFER TO MECH. DRAWINGS)
230000.02 MECHANICAL, EXISTING TO REMAIN (REFER TO MECH. DRAWINGS)
260000.01 ELECTRICAL AND TELEDATA (REFER TO ELEC. DRAWINGS)
260000.03 LIGHT FIXTURE (REFER TO ELEC. DRAWINGS)

A2.02 Scale:  1/4" = 1'-0"
A5 PROPOSED REFLECTED CEILING PLAN - SECOND FLOOR



MEAN WATER LINE
EL. 1' - 4"

A4.01
A5

ROOF LEVEL
EL. 35' - 0"

B.O. SHINGLES
EL. 8' - 3 3/16"

A4.01
B4

PROPOSED 2ND FLOOR
EL. 20' - 10"

A7.01
B5

PROPOSED 1ST FLOOR
EL. 10' - 4"

1 1 1 1
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260000.03

260000.03

074625.03
099113.01

074625.01
099113.01

EXISTING TO REMAIN AT BUMP OUT

TYP. @ ALL PEIRS

074625.03
099113.01

073113.01
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099113.01
062013.04
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062013.04
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C3
A7.02

MEAN WATER LINE
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EL. 20' - 10"

A7.01
B5

085413.01

074625.03074625.03

260000.03
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ELSEWHERE.
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074625.01
074625.02
061000.02

099113.01

099113.01
085413.01 085413.01 085413.01

076200.01

ALL EXISTING WOOD PILINGS
TO REMAIN. SEE STRUCTURAL

DRAWINGS FOR EXTENTS OF
WORK.

EXISTING WOOD DOCK TO REMAIN.
SCOPE LIMITED TO LOCATIONS THAT

INTERSECT WITH NEW WORK.  NOTIFY
ARCHITECT OF ANY ADDITIONAL SCOPE.

EXISTING WOOD RAMP TO REMAIN.
SCOPE LIMITED TO LOCATIONS THAT
INTERSECT WITH NEW WORK. NOTIFY
ARCHITECT OF ANY ADDITIONAL SCOPE.

017300.01
099113.01

017300.02

1 1 1
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WINDOW
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A7.03

GRAPHICS KEY

KEY NOTE; REFER TO KEYNOTE LEGEND

ROOF SLOPE

NOTES:
1. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, & STRUCTURAL DRAWINGS FOR

SCOPE OF WORK.

000000.00

ROOF SHINGLE

1 EXISTING EQUIPMENT LABEL-SEE SHEET G0.04

REVISIONS
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A
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OWNER REVIEW

A3.00

EXTERIOR ELEVATIONS

ISSUED FOR BID
19 AUGUST 2015
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A3.00 Scale:  1/4" = 1'-0"
B5 PROPOSED - WEST ELEVATION

KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
051200.01 STRUCTURAL STEEL (REFER TO STRUCTURAL DRAWINGS)
055000.02 METAL HANDRAIL ASSEMBLY
061000.01 ROUGH FRAMING
061000.02 NEW INFILL WALL AT LOCATION OF EXG WALL PENETRATION.
061000.03 NEW INFILL WALL AT LOCATION OF EXISITNG WINDOW.
061000.04 NEW GWB PARTITION WALL UNDER STAIR. RETURN WALL SO THAT AREA IS FULLY ENCLOSED.
061000.05 WOOD BLOCKING AS REQ'D
061000.06
061600.01 PLYWOOD SHEATHING
062013.01 WOOD TRIM TO MATCH EXG HISTORIC TRIM AT EXG WINDOWS
062013.03 WOOD TRIM TO MATCH EXG. HISTORIC TRIM
062013.04 RESTORE HISTORIC TRIM AT EXG. WINDOWS
062013.05 WOOD FASCIA/RAKE TO MATCH HISTORIC
062013.06 RESTORE EXG. HISTORIC WOOD TRIM
064100.01 SHELVING
072100.02 BATT INSULATION
072700.02 FLEXIBLE FLASHING/ STRIPS
073113.01 NEW 3-TAB RED ASPHALT ROOF SHINGLES
073113.02 ROOFING UNDERLAYMENT
073113.03 RIDGE VENT CAP
074625.01 REPLACE ROTTEN OR OTHERWISE COMPROMISED WOOD SHAKE WITH NEW. NOTIFY

ARCHITECT OF ANY SIGNS OF WATER DAMAGE BENEATH SIDING. PRIME AND PAINT TO
MATCH EXTERIOR.

074625.02 NEW SIDING AT LOCATION OF EXG WALL PENETRATION
074625.03 WOOD SHINGLE AND SHAKE SIDING
074625.04 RIDGE VENT
076200.01 FLASHING
079200.01 SEALANT
081113.01 HOLLOW METAL FRAME
081416.01 FLUSH WOOD DOOR
081420.02 STEEL REINFORCED OVERHEAD DOOR
081420.03 STEEL REINFORCED WOOD SWING DOOR
082000 WOOD DOORS AND FRAMES
082200 FRP DOORS & FRAMES
083113.01 ACCESS DOOR AND FRAME
085213 ALUMINUM CLAD WOOD WINDOWS
085213.03 SEALANT
085213.04 LOW EXPANSION FOAM INSULATION
085413.01 NEW WINDOW TO MATCH EXG HISTORIC WINDOW IN PROFILE, PROPORTION AND

CHARACTER.
087100.01 DOOR HARDWARE (REFER TO DR SCHED)
089119.01 ALUM. LOUVER
092900.01 PROVIDE GYPSUM WALL BOARD END TO PARTIALLY DEMOLISHED WALL. SURFACE AND EDGES

SHOULD BE SMOOTH AND READY TO ACCEPT PRIMER.
092900.04 REGLET & ACESSORIES
092900.06 GWB CEILING ASSEMBLY
092900.07 GWB SHEATHING OVER EXISTING STRUCTURE
092900.08 NEW GWB WALL ASSEMBLY
096513.01 RESILIENT BASE; INSTALL AT ALL WALL AND FLOOR JOINTS AND ALONG ALL FIXED

CASEWORK AT KICK.
096723.01 EPOXY FLOORING
096723.02 INTEGRAL EPOXY WALL APPLICATION
099113.01 EXTERIOR PREP, PRIME & PAINT
099123.01 INTERIOR PREP, PRIME & PAINT
099600.01 HIGH PERFORMANCE PAINTING
102800 TOILET, BATH, AND LAUNDRY ACCESSORIES
102800.01 TOILET PAPER DISPENSER
102800.02 MEDICINE CABINET
102800.03 PAPER TOWEL DISPENSER
102800.04 GRAB BAR
102800.05 SOAP DISPENSER
102800.06 RECESSED WASTE RECEPTACLE
102800.11 CLOTHES HOOK
104116.01 RECESSED "KNOX-BOX" OR EQUAL AS REQUIRED AND APPROVED BY NANTUCKET FIRED DEPT.
220000.01 TOILET
220000.04 MOP SINK
220000.08 SINK AND FAUCET (REFER TO PULMBING DRAWINGS)
220000.09 ADA SINK
230000 HVAC (*N)(REFER TO MECH. DRAWINGS)
230000.01 MECHANICAL (REFER TO MECH. DRAWINGS)
230000.02 MECHANICAL, EXISTING TO REMAIN (REFER TO MECH. DRAWINGS)
260000.01 ELECTRICAL AND TELEDATA (REFER TO ELEC. DRAWINGS)
260000.03 LIGHT FIXTURE (REFER TO ELEC. DRAWINGS)

A3.00 Scale:  1/4" = 1'-0"
A5 PROPOSED - EAST ELEVATION



A4.00
A5 ROOF LEVEL

EL. 35' - 0"

B.O. SHINGLES
EL. 8' - 3 3/16"

STAIR GROUND PLANE
EL. 2' - 0"

PROPOSED 2ND FLOOR
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PROPOSED 1ST FLOOR
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A4
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A4.00
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ROOF LEVEL
EL. 35' - 0"
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PROPOSED 1ST FLOOR
EL. 10' - 4"

A4.00
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074625.03
099113.01

062013.06
099113.01

062013.06

062013.01
099113.01

074625.03

099113.01

073113.01

062013.01

099113.01

CONCEALED

CONCEALED

076200.01

076200.01

017300.02

074625.04074625.04

074625.04074625.04

A7.02
A4
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A7.02

GRAPHICS KEY

KEY NOTE; REFER TO KEYNOTE LEGEND

ROOF SLOPE

NOTES:
1. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, & STRUCTURAL DRAWINGS FOR

SCOPE OF WORK.

000000.00

ROOF SHINGLE

1 EXISTING EQUIPMENT LABEL-SEE SHEET G0.04

REVISIONS

5 4 3 2 1

A
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C

OWNER REVIEW

A3.01

EXTERIOR ELEVATIONS

ISSUED FOR BID
19 AUGUST 2015
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KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
051200.01 STRUCTURAL STEEL (REFER TO STRUCTURAL DRAWINGS)
055000.02 METAL HANDRAIL ASSEMBLY
061000.01 ROUGH FRAMING
061000.02 NEW INFILL WALL AT LOCATION OF EXG WALL PENETRATION.
061000.03 NEW INFILL WALL AT LOCATION OF EXISITNG WINDOW.
061000.04 NEW GWB PARTITION WALL UNDER STAIR. RETURN WALL SO THAT AREA IS FULLY ENCLOSED.
061000.05 WOOD BLOCKING AS REQ'D
061000.06
061600.01 PLYWOOD SHEATHING
062013.01 WOOD TRIM TO MATCH EXG HISTORIC TRIM AT EXG WINDOWS
062013.03 WOOD TRIM TO MATCH EXG. HISTORIC TRIM
062013.04 RESTORE HISTORIC TRIM AT EXG. WINDOWS
062013.05 WOOD FASCIA/RAKE TO MATCH HISTORIC
062013.06 RESTORE EXG. HISTORIC WOOD TRIM
064100.01 SHELVING
072100.02 BATT INSULATION
072700.02 FLEXIBLE FLASHING/ STRIPS
073113.01 NEW 3-TAB RED ASPHALT ROOF SHINGLES
073113.02 ROOFING UNDERLAYMENT
073113.03 RIDGE VENT CAP
074625.01 REPLACE ROTTEN OR OTHERWISE COMPROMISED WOOD SHAKE WITH NEW. NOTIFY

ARCHITECT OF ANY SIGNS OF WATER DAMAGE BENEATH SIDING. PRIME AND PAINT TO
MATCH EXTERIOR.

074625.02 NEW SIDING AT LOCATION OF EXG WALL PENETRATION
074625.03 WOOD SHINGLE AND SHAKE SIDING
074625.04 RIDGE VENT
076200.01 FLASHING
079200.01 SEALANT
081113.01 HOLLOW METAL FRAME
081416.01 FLUSH WOOD DOOR
081420.02 STEEL REINFORCED OVERHEAD DOOR
081420.03 STEEL REINFORCED WOOD SWING DOOR
082000 WOOD DOORS AND FRAMES
082200 FRP DOORS & FRAMES
083113.01 ACCESS DOOR AND FRAME
085213 ALUMINUM CLAD WOOD WINDOWS
085213.03 SEALANT
085213.04 LOW EXPANSION FOAM INSULATION
085413.01 NEW WINDOW TO MATCH EXG HISTORIC WINDOW IN PROFILE, PROPORTION AND

CHARACTER.
087100.01 DOOR HARDWARE (REFER TO DR SCHED)
089119.01 ALUM. LOUVER
092900.01 PROVIDE GYPSUM WALL BOARD END TO PARTIALLY DEMOLISHED WALL. SURFACE AND EDGES

SHOULD BE SMOOTH AND READY TO ACCEPT PRIMER.
092900.04 REGLET & ACESSORIES
092900.06 GWB CEILING ASSEMBLY
092900.07 GWB SHEATHING OVER EXISTING STRUCTURE
092900.08 NEW GWB WALL ASSEMBLY
096513.01 RESILIENT BASE; INSTALL AT ALL WALL AND FLOOR JOINTS AND ALONG ALL FIXED

CASEWORK AT KICK.
096723.01 EPOXY FLOORING
096723.02 INTEGRAL EPOXY WALL APPLICATION
099113.01 EXTERIOR PREP, PRIME & PAINT
099123.01 INTERIOR PREP, PRIME & PAINT
099600.01 HIGH PERFORMANCE PAINTING
102800 TOILET, BATH, AND LAUNDRY ACCESSORIES
102800.01 TOILET PAPER DISPENSER
102800.02 MEDICINE CABINET
102800.03 PAPER TOWEL DISPENSER
102800.04 GRAB BAR
102800.05 SOAP DISPENSER
102800.06 RECESSED WASTE RECEPTACLE
102800.11 CLOTHES HOOK
104116.01 RECESSED "KNOX-BOX" OR EQUAL AS REQUIRED AND APPROVED BY NANTUCKET FIRED DEPT.
220000.01 TOILET
220000.04 MOP SINK
220000.08 SINK AND FAUCET (REFER TO PULMBING DRAWINGS)
220000.09 ADA SINK
230000 HVAC (*N)(REFER TO MECH. DRAWINGS)
230000.01 MECHANICAL (REFER TO MECH. DRAWINGS)
230000.02 MECHANICAL, EXISTING TO REMAIN (REFER TO MECH. DRAWINGS)
260000.01 ELECTRICAL AND TELEDATA (REFER TO ELEC. DRAWINGS)
260000.03 LIGHT FIXTURE (REFER TO ELEC. DRAWINGS)

A3.01 Scale:  1/4" = 1'-0"
B5 PROPOSED - NORTH ELEVATION

A3.01 Scale:  1/4" = 1'-0"
A5 PROPOSED - SOUTH ELEVATION



MEAN WATER LINE
EL. 1' - 4"

A4.01
A5

ROOF LEVEL
EL. 35' - 0"

A4.01
B4

A3
A5.00

PROPOSED 2ND FLOOR
EL. 20' - 10"

A7.01
B5

PROPOSED 1ST FLOOR
EL. 10' - 4"

A2
A5.01

099600.01
017300.01017300.01

099600.01

9 1/2" TJI230 @
12" O.C. SEE S3.0

GRAPHICS KEY

KEY NOTE; REFER TO KEYNOTE LEGEND

DOOR, FRAME AND TRIM

NOTES:
1. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, & STRUCTURAL DRAWINGS FOR

SCOPE OF WORK.

000000.00

WINDOW, FRAME AND TRIM

1 EXISTING EQUIPMENT LABEL-SEE SHEET G0.04

EXISTING WALL TO REMAIN

NEW WALL

0

0

MEAN WATER LINE
EL. 1' - 4"

A4.01
A5

ROOF LEVEL
EL. 35' - 0"

B.O. SHINGLES
EL. 8' - 3 3/16"

A4.01
B4

PROPOSED 2ND FLOOR
EL. 20' - 10"

A7.01
B5

PROPOSED 1ST FLOOR
EL. 10' - 4"

A5
A10.01

A5
A5.01

Sim
C3

A7.00

REVISIONS

5 4 3 2 1

A

B

C

OWNER REVIEW

A4.00

BUILDING SECTIONS

ISSUED FOR BID
19 AUGUST 2015
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KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
051200.01 STRUCTURAL STEEL (REFER TO STRUCTURAL DRAWINGS)
055000.02 METAL HANDRAIL ASSEMBLY
061000.01 ROUGH FRAMING
061000.02 NEW INFILL WALL AT LOCATION OF EXG WALL PENETRATION.
061000.03 NEW INFILL WALL AT LOCATION OF EXISITNG WINDOW.
061000.04 NEW GWB PARTITION WALL UNDER STAIR. RETURN WALL SO THAT AREA IS FULLY ENCLOSED.
061000.05 WOOD BLOCKING AS REQ'D
061000.06
061600.01 PLYWOOD SHEATHING
062013.01 WOOD TRIM TO MATCH EXG HISTORIC TRIM AT EXG WINDOWS
062013.03 WOOD TRIM TO MATCH EXG. HISTORIC TRIM
062013.04 RESTORE HISTORIC TRIM AT EXG. WINDOWS
062013.05 WOOD FASCIA/RAKE TO MATCH HISTORIC
062013.06 RESTORE EXG. HISTORIC WOOD TRIM
064100.01 SHELVING
072100.02 BATT INSULATION
072700.02 FLEXIBLE FLASHING/ STRIPS
073113.01 NEW 3-TAB RED ASPHALT ROOF SHINGLES
073113.02 ROOFING UNDERLAYMENT
073113.03 RIDGE VENT CAP
074625.01 REPLACE ROTTEN OR OTHERWISE COMPROMISED WOOD SHAKE WITH NEW. NOTIFY

ARCHITECT OF ANY SIGNS OF WATER DAMAGE BENEATH SIDING. PRIME AND PAINT TO
MATCH EXTERIOR.

074625.02 NEW SIDING AT LOCATION OF EXG WALL PENETRATION
074625.03 WOOD SHINGLE AND SHAKE SIDING
074625.04 RIDGE VENT
076200.01 FLASHING
079200.01 SEALANT
081113.01 HOLLOW METAL FRAME
081416.01 FLUSH WOOD DOOR
081420.02 STEEL REINFORCED OVERHEAD DOOR
081420.03 STEEL REINFORCED WOOD SWING DOOR
082000 WOOD DOORS AND FRAMES
082200 FRP DOORS & FRAMES
083113.01 ACCESS DOOR AND FRAME
085213 ALUMINUM CLAD WOOD WINDOWS
085213.03 SEALANT
085213.04 LOW EXPANSION FOAM INSULATION
085413.01 NEW WINDOW TO MATCH EXG HISTORIC WINDOW IN PROFILE, PROPORTION AND

CHARACTER.
087100.01 DOOR HARDWARE (REFER TO DR SCHED)
089119.01 ALUM. LOUVER
092900.01 PROVIDE GYPSUM WALL BOARD END TO PARTIALLY DEMOLISHED WALL. SURFACE AND EDGES

SHOULD BE SMOOTH AND READY TO ACCEPT PRIMER.
092900.04 REGLET & ACESSORIES
092900.06 GWB CEILING ASSEMBLY
092900.07 GWB SHEATHING OVER EXISTING STRUCTURE
092900.08 NEW GWB WALL ASSEMBLY
096513.01 RESILIENT BASE; INSTALL AT ALL WALL AND FLOOR JOINTS AND ALONG ALL FIXED

CASEWORK AT KICK.
096723.01 EPOXY FLOORING
096723.02 INTEGRAL EPOXY WALL APPLICATION
099113.01 EXTERIOR PREP, PRIME & PAINT
099123.01 INTERIOR PREP, PRIME & PAINT
099600.01 HIGH PERFORMANCE PAINTING
102800 TOILET, BATH, AND LAUNDRY ACCESSORIES
102800.01 TOILET PAPER DISPENSER
102800.02 MEDICINE CABINET
102800.03 PAPER TOWEL DISPENSER
102800.04 GRAB BAR
102800.05 SOAP DISPENSER
102800.06 RECESSED WASTE RECEPTACLE
102800.11 CLOTHES HOOK
104116.01 RECESSED "KNOX-BOX" OR EQUAL AS REQUIRED AND APPROVED BY NANTUCKET FIRED DEPT.
220000.01 TOILET
220000.04 MOP SINK
220000.08 SINK AND FAUCET (REFER TO PULMBING DRAWINGS)
220000.09 ADA SINK
230000 HVAC (*N)(REFER TO MECH. DRAWINGS)
230000.01 MECHANICAL (REFER TO MECH. DRAWINGS)
230000.02 MECHANICAL, EXISTING TO REMAIN (REFER TO MECH. DRAWINGS)
260000.01 ELECTRICAL AND TELEDATA (REFER TO ELEC. DRAWINGS)
260000.03 LIGHT FIXTURE (REFER TO ELEC. DRAWINGS)

A4.00 Scale:  1/4" = 1'-0"
A5 BUILDING SECTIONS - LOOKING EAST

A4.00 Scale:  1/4" = 1'-0"
B5 BUILDING SECTION - LOOKING EAST - ADDITION



MEAN WATER LINE
EL. 1' - 4"

A4.00
A5

ROOF LEVEL
EL. 35' - 0"

B.O. SHINGLES
EL. 8' - 3 3/16"

PROPOSED 2ND FLOOR
EL. 20' - 10"

PROPOSED 1ST FLOOR
EL. 10' - 4"

A4.00
B5

230000.01230000.01

073113.01

074625.03

062013.03

099113.01

076200.01
BEHIND SIDING

099113.01

B4
A10.10

A7.02
A4

A7.03
A4

MEAN WATER LINE
EL. 1' - 4"

A4.00
A5

ROOF LEVEL
EL. 35' - 0"

B.O. SHINGLES
EL. 8' - 3 3/16"

A5
A5.00

A2
A5.00

PROPOSED 2ND FLOOR
EL. 20' - 10"

PROPOSED 1ST FLOOR
EL. 10' - 4"

A4.00
B5

A2
A10.20

A4
A5.01

A3
A10.20

B5
A10.10

A7.02
A4

GRAPHICS KEY

KEY NOTE; REFER TO KEYNOTE LEGEND

DOOR, FRAME AND TRIM

NOTES:
1. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, & STRUCTURAL DRAWINGS FOR

SCOPE OF WORK.

000000.00

WINDOW, FRAME AND TRIM

1 EXISTING EQUIPMENT LABEL-SEE SHEET G0.04

EXISTING WALL TO REMAIN

NEW WALL

0

0

REVISIONS

5 4 3 2 1

A

B

C

OWNER REVIEW

A4.01

BUILDING SECTIONS

ISSUED FOR BID
19 AUGUST 2015
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A4.01 Scale:  1/4" = 1'-0"
A5 BUILDING SECTIONS - LOOKING SOUTH - FRONT

KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
051200.01 STRUCTURAL STEEL (REFER TO STRUCTURAL DRAWINGS)
055000.02 METAL HANDRAIL ASSEMBLY
061000.01 ROUGH FRAMING
061000.02 NEW INFILL WALL AT LOCATION OF EXG WALL PENETRATION.
061000.03 NEW INFILL WALL AT LOCATION OF EXISITNG WINDOW.
061000.04 NEW GWB PARTITION WALL UNDER STAIR. RETURN WALL SO THAT AREA IS FULLY ENCLOSED.
061000.05 WOOD BLOCKING AS REQ'D
061000.06
061600.01 PLYWOOD SHEATHING
062013.01 WOOD TRIM TO MATCH EXG HISTORIC TRIM AT EXG WINDOWS
062013.03 WOOD TRIM TO MATCH EXG. HISTORIC TRIM
062013.04 RESTORE HISTORIC TRIM AT EXG. WINDOWS
062013.05 WOOD FASCIA/RAKE TO MATCH HISTORIC
062013.06 RESTORE EXG. HISTORIC WOOD TRIM
064100.01 SHELVING
072100.02 BATT INSULATION
072700.02 FLEXIBLE FLASHING/ STRIPS
073113.01 NEW 3-TAB RED ASPHALT ROOF SHINGLES
073113.02 ROOFING UNDERLAYMENT
073113.03 RIDGE VENT CAP
074625.01 REPLACE ROTTEN OR OTHERWISE COMPROMISED WOOD SHAKE WITH NEW. NOTIFY

ARCHITECT OF ANY SIGNS OF WATER DAMAGE BENEATH SIDING. PRIME AND PAINT TO
MATCH EXTERIOR.

074625.02 NEW SIDING AT LOCATION OF EXG WALL PENETRATION
074625.03 WOOD SHINGLE AND SHAKE SIDING
074625.04 RIDGE VENT
076200.01 FLASHING
079200.01 SEALANT
081113.01 HOLLOW METAL FRAME
081416.01 FLUSH WOOD DOOR
081420.02 STEEL REINFORCED OVERHEAD DOOR
081420.03 STEEL REINFORCED WOOD SWING DOOR
082000 WOOD DOORS AND FRAMES
082200 FRP DOORS & FRAMES
083113.01 ACCESS DOOR AND FRAME
085213 ALUMINUM CLAD WOOD WINDOWS
085213.03 SEALANT
085213.04 LOW EXPANSION FOAM INSULATION
085413.01 NEW WINDOW TO MATCH EXG HISTORIC WINDOW IN PROFILE, PROPORTION AND

CHARACTER.
087100.01 DOOR HARDWARE (REFER TO DR SCHED)
089119.01 ALUM. LOUVER
092900.01 PROVIDE GYPSUM WALL BOARD END TO PARTIALLY DEMOLISHED WALL. SURFACE AND EDGES

SHOULD BE SMOOTH AND READY TO ACCEPT PRIMER.
092900.04 REGLET & ACESSORIES
092900.06 GWB CEILING ASSEMBLY
092900.07 GWB SHEATHING OVER EXISTING STRUCTURE
092900.08 NEW GWB WALL ASSEMBLY
096513.01 RESILIENT BASE; INSTALL AT ALL WALL AND FLOOR JOINTS AND ALONG ALL FIXED

CASEWORK AT KICK.
096723.01 EPOXY FLOORING
096723.02 INTEGRAL EPOXY WALL APPLICATION
099113.01 EXTERIOR PREP, PRIME & PAINT
099123.01 INTERIOR PREP, PRIME & PAINT
099600.01 HIGH PERFORMANCE PAINTING
102800 TOILET, BATH, AND LAUNDRY ACCESSORIES
102800.01 TOILET PAPER DISPENSER
102800.02 MEDICINE CABINET
102800.03 PAPER TOWEL DISPENSER
102800.04 GRAB BAR
102800.05 SOAP DISPENSER
102800.06 RECESSED WASTE RECEPTACLE
102800.11 CLOTHES HOOK
104116.01 RECESSED "KNOX-BOX" OR EQUAL AS REQUIRED AND APPROVED BY NANTUCKET FIRED DEPT.
220000.01 TOILET
220000.04 MOP SINK
220000.08 SINK AND FAUCET (REFER TO PULMBING DRAWINGS)
220000.09 ADA SINK
230000 HVAC (*N)(REFER TO MECH. DRAWINGS)
230000.01 MECHANICAL (REFER TO MECH. DRAWINGS)
230000.02 MECHANICAL, EXISTING TO REMAIN (REFER TO MECH. DRAWINGS)
260000.01 ELECTRICAL AND TELEDATA (REFER TO ELEC. DRAWINGS)
260000.03 LIGHT FIXTURE (REFER TO ELEC. DRAWINGS)

A4.01 Scale:  1/4" = 1'-0"
B4 BUILDING SECTION - LOOKING SOUTH - BACK



B.O. SHINGLES
EL. 8' - 3 3/16"

PROPOSED 2ND FLOOR
EL. 20' - 10"

PROPOSED 1ST FLOOR
EL. 10' - 4"

1

EPOXY FLOORING

FILL EXISTING CAVITY WITH BATT INSULATION

5/8"  GYPSUM WALL BOARD

4" SIPS PANEL

FILL EXISTING CAVITY WITH  BATT INSULATION

5/8" GYPSUM WALL BOARD

1/2" PLYWOOD SHEATHING AT ALL SHEER WALLS

GWB CEILING

EPOXY FLOORING

RESILIENT BASE

RESILIENT BASE

3/4" PLYWOOD SUBFLOOR-SEE STRUCTURAL

EXISTING WOOD DECKING

EXISTING STRUCTURE

3/4" PLYWOOD SUBFLOOR-SEE STRUCTURAL

NEW DIMENSIONAL FRAMING ABOVE EXISTING
SUBFLOOR-SEE STRUCTURAL

TJI FLOOR JOISTS-SEE
STRUCTURAL FOR SIZING AND
SPACING

LVL LEDGER(TYP)-SEE STRUCTURAL FOR SIZING AND LCOATIONS

1/2" PLYWOOD SHEATHING AT ALL SHEER WALLS

FILL TRUSS CAVITY WITH BATT INSULATION

B.O. SHINGLES
EL. 8' - 3 3/16"

PROPOSED 2ND FLOOR
EL. 20' - 10"

7

PROPOSED 1ST FLOOR
EL. 10' - 4"

EXISTING CORNICE

EXISTING ROOF FASCIA

THREE TAB SHINGLE ROOF

EXISTING ROOF FRAMING

BOTTOM EDGE OF EXISTING STEEL BEAM

CONT. LVL-SEE STRUCTURAL FOR SIZING

EXSITING WOOD STUBLFOOR TO REMAIN

2X6 SOLID BLOCKING BETWEEN LVL

EPOXY FLOORING

4" SIPS PANEL

FILL EXISTING CAVITY WITH  BATT INSULATION

5/8" GYPSUM WALL BOARD

1/2" PLYWOOD SHEATHING

3/4" PLYWOOD SUBFLOOR-SEE STRUCTURAL

NEW OVERHEAD ROLLING DOOR-SEE SCHEDULE

EPOXY FLOORING

3/4" PLYWOOD SUBFLOOR-SEE STRUCTURAL

FIRST FLOOR
EL. 10' - 0"

MEZZANINE
EL. 18' - 8"

B.O. SHINGLES
EL. 8' - 3 3/16"

MEZZANINE UPPER
EL. 19' - 10"

PROPOSED 1ST FLOOR
EL. 10' - 4"

F

085213

2 X 10 RAFTER

(2) 2 X 6 TOP PLATES

2 X SOLID BLOCKING

(3) 2 X 10 LINTEL W/
PLYWOOD SPACES

061000.01

061000.01

061000.01

061000.01

061000.01
(2) 2 X 6 SILL PLATES

REVISIONS

5 4 3 2 1

A

B

C

OWNER REVIEW

A5.00

WALL SECTIONS

ISSUED FOR BID
19 AUGUST 2015

RE
N

O
VA

TI
O

N
S 

&
 A

LT
ER

A
TI

O
N

S 
TO

BR
A

N
T 

PO
IN

T 
SH

EL
LF

IS
H

FA
CI

LI
TY

2A
 E

A
ST

O
N

 S
TR

EE
T 

N
A

N
TU

CK
ET

, M
A

KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
051200.01 STRUCTURAL STEEL (REFER TO STRUCTURAL DRAWINGS)
055000.02 METAL HANDRAIL ASSEMBLY
061000.01 ROUGH FRAMING
061000.02 NEW INFILL WALL AT LOCATION OF EXG WALL PENETRATION.
061000.03 NEW INFILL WALL AT LOCATION OF EXISITNG WINDOW.
061000.04 NEW GWB PARTITION WALL UNDER STAIR. RETURN WALL SO THAT AREA IS FULLY ENCLOSED.
061000.05 WOOD BLOCKING AS REQ'D
061000.06
061600.01 PLYWOOD SHEATHING
062013.01 WOOD TRIM TO MATCH EXG HISTORIC TRIM AT EXG WINDOWS
062013.03 WOOD TRIM TO MATCH EXG. HISTORIC TRIM
062013.04 RESTORE HISTORIC TRIM AT EXG. WINDOWS
062013.05 WOOD FASCIA/RAKE TO MATCH HISTORIC
062013.06 RESTORE EXG. HISTORIC WOOD TRIM
064100.01 SHELVING
072100.02 BATT INSULATION
072700.02 FLEXIBLE FLASHING/ STRIPS
073113.01 NEW 3-TAB RED ASPHALT ROOF SHINGLES
073113.02 ROOFING UNDERLAYMENT
073113.03 RIDGE VENT CAP
074625.01 REPLACE ROTTEN OR OTHERWISE COMPROMISED WOOD SHAKE WITH NEW. NOTIFY

ARCHITECT OF ANY SIGNS OF WATER DAMAGE BENEATH SIDING. PRIME AND PAINT TO
MATCH EXTERIOR.

074625.02 NEW SIDING AT LOCATION OF EXG WALL PENETRATION
074625.03 WOOD SHINGLE AND SHAKE SIDING
074625.04 RIDGE VENT
076200.01 FLASHING
079200.01 SEALANT
081113.01 HOLLOW METAL FRAME
081416.01 FLUSH WOOD DOOR
081420.02 STEEL REINFORCED OVERHEAD DOOR
081420.03 STEEL REINFORCED WOOD SWING DOOR
082000 WOOD DOORS AND FRAMES
082200 FRP DOORS & FRAMES
083113.01 ACCESS DOOR AND FRAME
085213 ALUMINUM CLAD WOOD WINDOWS
085213.03 SEALANT
085213.04 LOW EXPANSION FOAM INSULATION
085413.01 NEW WINDOW TO MATCH EXG HISTORIC WINDOW IN PROFILE, PROPORTION AND

CHARACTER.
087100.01 DOOR HARDWARE (REFER TO DR SCHED)
089119.01 ALUM. LOUVER
092900.01 PROVIDE GYPSUM WALL BOARD END TO PARTIALLY DEMOLISHED WALL. SURFACE AND EDGES

SHOULD BE SMOOTH AND READY TO ACCEPT PRIMER.
092900.04 REGLET & ACESSORIES
092900.06 GWB CEILING ASSEMBLY
092900.07 GWB SHEATHING OVER EXISTING STRUCTURE
092900.08 NEW GWB WALL ASSEMBLY
096513.01 RESILIENT BASE; INSTALL AT ALL WALL AND FLOOR JOINTS AND ALONG ALL FIXED

CASEWORK AT KICK.
096723.01 EPOXY FLOORING
096723.02 INTEGRAL EPOXY WALL APPLICATION
099113.01 EXTERIOR PREP, PRIME & PAINT
099123.01 INTERIOR PREP, PRIME & PAINT
099600.01 HIGH PERFORMANCE PAINTING
102800 TOILET, BATH, AND LAUNDRY ACCESSORIES
102800.01 TOILET PAPER DISPENSER
102800.02 MEDICINE CABINET
102800.03 PAPER TOWEL DISPENSER
102800.04 GRAB BAR
102800.05 SOAP DISPENSER
102800.06 RECESSED WASTE RECEPTACLE
102800.11 CLOTHES HOOK
104116.01 RECESSED "KNOX-BOX" OR EQUAL AS REQUIRED AND APPROVED BY NANTUCKET FIRED DEPT.
220000.01 TOILET
220000.04 MOP SINK
220000.08 SINK AND FAUCET (REFER TO PULMBING DRAWINGS)
220000.09 ADA SINK
230000 HVAC (*N)(REFER TO MECH. DRAWINGS)
230000.01 MECHANICAL (REFER TO MECH. DRAWINGS)
230000.02 MECHANICAL, EXISTING TO REMAIN (REFER TO MECH. DRAWINGS)
260000.01 ELECTRICAL AND TELEDATA (REFER TO ELEC. DRAWINGS)
260000.03 LIGHT FIXTURE (REFER TO ELEC. DRAWINGS)

A5.00 Scale:  3/4" = 1'-0"
A5 WALL SECTION - EAST WALL

A5.00 Scale:  3/4" = 1'-0"
A3 WALL SECTON - SOUTH WALL

A5.00 Scale:  3/4" = 1'-0"
A2 WALL SECTION - ADDITION - WEST WALL



FIRST FLOOR
EL. 10' - 0"

MEZZANINE
EL. 18' - 8"

B.O. SHINGLES
EL. 8' - 3 3/16"

MEZZANINE UPPER
EL. 19' - 10"

ATTIC FLOOR
EL. 26' - 2"

PROPOSED 2ND FLOOR
EL. 20' - 10"

7

PROPOSED 1ST FLOOR
EL. 10' - 4" FIRST FLOOR

EL. 10' - 0"

B.O. SHINGLES
EL. 8' - 3 3/16"

ATTIC FLOOR
EL. 26' - 2"

PROPOSED 2ND FLOOR
EL. 20' - 10"

E

PROPOSED 1ST FLOOR
EL. 10' - 4"

PROPOSED 2ND FLOOR
EL. 20' - 10"

1

PROPOSED 1ST FLOOR
EL. 10' - 4"

REVISIONS

5 4 3 2 1

A

B

C

OWNER REVIEW

A5.01

WALL SECTIONS

ISSUED FOR BID
19 AUGUST 2015
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07/16/15

KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
051200.01 STRUCTURAL STEEL (REFER TO STRUCTURAL DRAWINGS)
055000.02 METAL HANDRAIL ASSEMBLY
061000.01 ROUGH FRAMING
061000.02 NEW INFILL WALL AT LOCATION OF EXG WALL PENETRATION.
061000.03 NEW INFILL WALL AT LOCATION OF EXISITNG WINDOW.
061000.04 NEW GWB PARTITION WALL UNDER STAIR. RETURN WALL SO THAT AREA IS FULLY ENCLOSED.
061000.05 WOOD BLOCKING AS REQ'D
061000.06
061600.01 PLYWOOD SHEATHING
062013.01 WOOD TRIM TO MATCH EXG HISTORIC TRIM AT EXG WINDOWS
062013.03 WOOD TRIM TO MATCH EXG. HISTORIC TRIM
062013.04 RESTORE HISTORIC TRIM AT EXG. WINDOWS
062013.05 WOOD FASCIA/RAKE TO MATCH HISTORIC
062013.06 RESTORE EXG. HISTORIC WOOD TRIM
064100.01 SHELVING
072100.02 BATT INSULATION
072700.02 FLEXIBLE FLASHING/ STRIPS
073113.01 NEW 3-TAB RED ASPHALT ROOF SHINGLES
073113.02 ROOFING UNDERLAYMENT
073113.03 RIDGE VENT CAP
074625.01 REPLACE ROTTEN OR OTHERWISE COMPROMISED WOOD SHAKE WITH NEW. NOTIFY

ARCHITECT OF ANY SIGNS OF WATER DAMAGE BENEATH SIDING. PRIME AND PAINT TO
MATCH EXTERIOR.

074625.02 NEW SIDING AT LOCATION OF EXG WALL PENETRATION
074625.03 WOOD SHINGLE AND SHAKE SIDING
074625.04 RIDGE VENT
076200.01 FLASHING
079200.01 SEALANT
081113.01 HOLLOW METAL FRAME
081416.01 FLUSH WOOD DOOR
081420.02 STEEL REINFORCED OVERHEAD DOOR
081420.03 STEEL REINFORCED WOOD SWING DOOR
082000 WOOD DOORS AND FRAMES
082200 FRP DOORS & FRAMES
083113.01 ACCESS DOOR AND FRAME
085213 ALUMINUM CLAD WOOD WINDOWS
085213.03 SEALANT
085213.04 LOW EXPANSION FOAM INSULATION
085413.01 NEW WINDOW TO MATCH EXG HISTORIC WINDOW IN PROFILE, PROPORTION AND

CHARACTER.
087100.01 DOOR HARDWARE (REFER TO DR SCHED)
089119.01 ALUM. LOUVER
092900.01 PROVIDE GYPSUM WALL BOARD END TO PARTIALLY DEMOLISHED WALL. SURFACE AND EDGES

SHOULD BE SMOOTH AND READY TO ACCEPT PRIMER.
092900.04 REGLET & ACESSORIES
092900.06 GWB CEILING ASSEMBLY
092900.07 GWB SHEATHING OVER EXISTING STRUCTURE
092900.08 NEW GWB WALL ASSEMBLY
096513.01 RESILIENT BASE; INSTALL AT ALL WALL AND FLOOR JOINTS AND ALONG ALL FIXED

CASEWORK AT KICK.
096723.01 EPOXY FLOORING
096723.02 INTEGRAL EPOXY WALL APPLICATION
099113.01 EXTERIOR PREP, PRIME & PAINT
099123.01 INTERIOR PREP, PRIME & PAINT
099600.01 HIGH PERFORMANCE PAINTING
102800 TOILET, BATH, AND LAUNDRY ACCESSORIES
102800.01 TOILET PAPER DISPENSER
102800.02 MEDICINE CABINET
102800.03 PAPER TOWEL DISPENSER
102800.04 GRAB BAR
102800.05 SOAP DISPENSER
102800.06 RECESSED WASTE RECEPTACLE
102800.11 CLOTHES HOOK
104116.01 RECESSED "KNOX-BOX" OR EQUAL AS REQUIRED AND APPROVED BY NANTUCKET FIRED DEPT.
220000.01 TOILET
220000.04 MOP SINK
220000.08 SINK AND FAUCET (REFER TO PULMBING DRAWINGS)
220000.09 ADA SINK
230000 HVAC (*N)(REFER TO MECH. DRAWINGS)
230000.01 MECHANICAL (REFER TO MECH. DRAWINGS)
230000.02 MECHANICAL, EXISTING TO REMAIN (REFER TO MECH. DRAWINGS)
260000.01 ELECTRICAL AND TELEDATA (REFER TO ELEC. DRAWINGS)
260000.03 LIGHT FIXTURE (REFER TO ELEC. DRAWINGS)

A5.01 Scale:  3/4" = 1'-0"
A5 DETAIL - ADDITION WALL SECTION

A5.01 Scale:  3/4" = 1'-0"
A4 DETAIL - WALL SECTION ADDITION

A5.01 Scale:  3/4" = 1'-0"
A2 DETAIL - WALL SECTION ENTRY GARAGE



A7.01
B5

1

082200

A7.01

B2

B6A6

A7.00

C5LANDING 1

DN

DN

1'
 - 

0"

1'
 - 

0"

1'
 - 

0"

3' - 5"

3'
 - 

0"
1'

 - 
5 

1/
2"

6'
 - 

6 
1/

8"

A7.03
A4

EXIST. STRUCTURE
& FLOOR FRAMING

TO REMAIN

MAINTAIN CONTINUITY OF 1 HR FIRE
RATED CONSTRUCTION.

096513.01

0' - 11"

1/2" RADIUS

0'
 - 

4"NEW SUBFLOOR

096723.01

0'
 - 

7"

061000.05

A7.01
B5

A7.01

B2

B6A6

LANDING 1

SECOND FLOOR LANDING

DN

DN

3' - 0"
3' - 0"

6' - 6"

3'
 - 

0"

4'
 - 

1 
1/

4"

8' - 0 17/32"

3' - 0"3' - 5 5/8" 1' - 6 29/32"

0'
 - 

2 
3/

8"
3'

 - 
0"

1'
 - 

0"
A7.03
A4

A7.01
B5

W

SLOPING GWB
CEILING

SLOPING GWB
CEILING

REVISIONS

5 4 3 2 1

A

B

C

OWNER REVIEW

A7.00

STAIR PLANS, SECTIONS
AND DETAILS

ISSUED FOR BID
19 AUGUST 2015
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KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
051200.01 STRUCTURAL STEEL (REFER TO STRUCTURAL DRAWINGS)
055000.02 METAL HANDRAIL ASSEMBLY
061000.01 ROUGH FRAMING
061000.02 NEW INFILL WALL AT LOCATION OF EXG WALL PENETRATION.
061000.03 NEW INFILL WALL AT LOCATION OF EXISITNG WINDOW.
061000.04 NEW GWB PARTITION WALL UNDER STAIR. RETURN WALL SO THAT AREA IS FULLY ENCLOSED.
061000.05 WOOD BLOCKING AS REQ'D
061000.06
061600.01 PLYWOOD SHEATHING
062013.01 WOOD TRIM TO MATCH EXG HISTORIC TRIM AT EXG WINDOWS
062013.03 WOOD TRIM TO MATCH EXG. HISTORIC TRIM
062013.04 RESTORE HISTORIC TRIM AT EXG. WINDOWS
062013.05 WOOD FASCIA/RAKE TO MATCH HISTORIC
062013.06 RESTORE EXG. HISTORIC WOOD TRIM
064100.01 SHELVING
072100.02 BATT INSULATION
072700.02 FLEXIBLE FLASHING/ STRIPS
073113.01 NEW 3-TAB RED ASPHALT ROOF SHINGLES
073113.02 ROOFING UNDERLAYMENT
073113.03 RIDGE VENT CAP
074625.01 REPLACE ROTTEN OR OTHERWISE COMPROMISED WOOD SHAKE WITH NEW. NOTIFY

ARCHITECT OF ANY SIGNS OF WATER DAMAGE BENEATH SIDING. PRIME AND PAINT TO
MATCH EXTERIOR.

074625.02 NEW SIDING AT LOCATION OF EXG WALL PENETRATION
074625.03 WOOD SHINGLE AND SHAKE SIDING
074625.04 RIDGE VENT
076200.01 FLASHING
079200.01 SEALANT
081113.01 HOLLOW METAL FRAME
081416.01 FLUSH WOOD DOOR
081420.02 STEEL REINFORCED OVERHEAD DOOR
081420.03 STEEL REINFORCED WOOD SWING DOOR
082000 WOOD DOORS AND FRAMES
082200 FRP DOORS & FRAMES
083113.01 ACCESS DOOR AND FRAME
085213 ALUMINUM CLAD WOOD WINDOWS
085213.03 SEALANT
085213.04 LOW EXPANSION FOAM INSULATION
085413.01 NEW WINDOW TO MATCH EXG HISTORIC WINDOW IN PROFILE, PROPORTION AND

CHARACTER.
087100.01 DOOR HARDWARE (REFER TO DR SCHED)
089119.01 ALUM. LOUVER
092900.01 PROVIDE GYPSUM WALL BOARD END TO PARTIALLY DEMOLISHED WALL. SURFACE AND EDGES

SHOULD BE SMOOTH AND READY TO ACCEPT PRIMER.
092900.04 REGLET & ACESSORIES
092900.06 GWB CEILING ASSEMBLY
092900.07 GWB SHEATHING OVER EXISTING STRUCTURE
092900.08 NEW GWB WALL ASSEMBLY
096513.01 RESILIENT BASE; INSTALL AT ALL WALL AND FLOOR JOINTS AND ALONG ALL FIXED

CASEWORK AT KICK.
096723.01 EPOXY FLOORING
096723.02 INTEGRAL EPOXY WALL APPLICATION
099113.01 EXTERIOR PREP, PRIME & PAINT
099123.01 INTERIOR PREP, PRIME & PAINT
099600.01 HIGH PERFORMANCE PAINTING
102800 TOILET, BATH, AND LAUNDRY ACCESSORIES
102800.01 TOILET PAPER DISPENSER
102800.02 MEDICINE CABINET
102800.03 PAPER TOWEL DISPENSER
102800.04 GRAB BAR
102800.05 SOAP DISPENSER
102800.06 RECESSED WASTE RECEPTACLE
102800.11 CLOTHES HOOK
104116.01 RECESSED "KNOX-BOX" OR EQUAL AS REQUIRED AND APPROVED BY NANTUCKET FIRED DEPT.
220000.01 TOILET
220000.04 MOP SINK
220000.08 SINK AND FAUCET (REFER TO PULMBING DRAWINGS)
220000.09 ADA SINK
230000 HVAC (*N)(REFER TO MECH. DRAWINGS)
230000.01 MECHANICAL (REFER TO MECH. DRAWINGS)
230000.02 MECHANICAL, EXISTING TO REMAIN (REFER TO MECH. DRAWINGS)
260000.01 ELECTRICAL AND TELEDATA (REFER TO ELEC. DRAWINGS)
260000.03 LIGHT FIXTURE (REFER TO ELEC. DRAWINGS)

A7.00 Scale:  1/2" = 1'-0"
A5 ENLARGED FLOOR PLAN - ENTRY STAIR

A7.00 Scale:  1 1/2" = 1'-0"
C3 STAIR S1 - LANDING/FLOOR TRANSITION DETAILS

A7.00 Scale:  3" = 1'-0"
C5 STAIR S1 - HANDRAIL/GUARDRAIL DETAILS

A7.00 Scale:  1/2" = 1'-0"
A4 STAIR - PROPOSED SECOND FLOOR

A7.00 Scale:  1/2" = 1'-0"
A3 REFLECTED CEILING PLAN - STAIR
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A7.01 Scale:  1/4" = 1'-0"
A6 ELEVATION - STAIR S1 - NORTH

A7.01 Scale:  1/4" = 1'-0"
B6 ELEVATION - STAIR S1 - SOUTH

A7.01 Scale:  1/4" = 1'-0"
B2 ELEVATION - STAIR S1- WEST

KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
051200.01 STRUCTURAL STEEL (REFER TO STRUCTURAL DRAWINGS)
055000.02 METAL HANDRAIL ASSEMBLY
061000.01 ROUGH FRAMING
061000.02 NEW INFILL WALL AT LOCATION OF EXG WALL PENETRATION.
061000.03 NEW INFILL WALL AT LOCATION OF EXISITNG WINDOW.
061000.04 NEW GWB PARTITION WALL UNDER STAIR. RETURN WALL SO THAT AREA IS FULLY ENCLOSED.
061000.05 WOOD BLOCKING AS REQ'D
061000.06
061600.01 PLYWOOD SHEATHING
062013.01 WOOD TRIM TO MATCH EXG HISTORIC TRIM AT EXG WINDOWS
062013.03 WOOD TRIM TO MATCH EXG. HISTORIC TRIM
062013.04 RESTORE HISTORIC TRIM AT EXG. WINDOWS
062013.05 WOOD FASCIA/RAKE TO MATCH HISTORIC
062013.06 RESTORE EXG. HISTORIC WOOD TRIM
064100.01 SHELVING
072100.02 BATT INSULATION
072700.02 FLEXIBLE FLASHING/ STRIPS
073113.01 NEW 3-TAB RED ASPHALT ROOF SHINGLES
073113.02 ROOFING UNDERLAYMENT
073113.03 RIDGE VENT CAP
074625.01 REPLACE ROTTEN OR OTHERWISE COMPROMISED WOOD SHAKE WITH NEW. NOTIFY

ARCHITECT OF ANY SIGNS OF WATER DAMAGE BENEATH SIDING. PRIME AND PAINT TO
MATCH EXTERIOR.

074625.02 NEW SIDING AT LOCATION OF EXG WALL PENETRATION
074625.03 WOOD SHINGLE AND SHAKE SIDING
074625.04 RIDGE VENT
076200.01 FLASHING
079200.01 SEALANT
081113.01 HOLLOW METAL FRAME
081416.01 FLUSH WOOD DOOR
081420.02 STEEL REINFORCED OVERHEAD DOOR
081420.03 STEEL REINFORCED WOOD SWING DOOR
082000 WOOD DOORS AND FRAMES
082200 FRP DOORS & FRAMES
083113.01 ACCESS DOOR AND FRAME
085213 ALUMINUM CLAD WOOD WINDOWS
085213.03 SEALANT
085213.04 LOW EXPANSION FOAM INSULATION
085413.01 NEW WINDOW TO MATCH EXG HISTORIC WINDOW IN PROFILE, PROPORTION AND

CHARACTER.
087100.01 DOOR HARDWARE (REFER TO DR SCHED)
089119.01 ALUM. LOUVER
092900.01 PROVIDE GYPSUM WALL BOARD END TO PARTIALLY DEMOLISHED WALL. SURFACE AND EDGES

SHOULD BE SMOOTH AND READY TO ACCEPT PRIMER.
092900.04 REGLET & ACESSORIES
092900.06 GWB CEILING ASSEMBLY
092900.07 GWB SHEATHING OVER EXISTING STRUCTURE
092900.08 NEW GWB WALL ASSEMBLY
096513.01 RESILIENT BASE; INSTALL AT ALL WALL AND FLOOR JOINTS AND ALONG ALL FIXED

CASEWORK AT KICK.
096723.01 EPOXY FLOORING
096723.02 INTEGRAL EPOXY WALL APPLICATION
099113.01 EXTERIOR PREP, PRIME & PAINT
099123.01 INTERIOR PREP, PRIME & PAINT
099600.01 HIGH PERFORMANCE PAINTING
102800 TOILET, BATH, AND LAUNDRY ACCESSORIES
102800.01 TOILET PAPER DISPENSER
102800.02 MEDICINE CABINET
102800.03 PAPER TOWEL DISPENSER
102800.04 GRAB BAR
102800.05 SOAP DISPENSER
102800.06 RECESSED WASTE RECEPTACLE
102800.11 CLOTHES HOOK
104116.01 RECESSED "KNOX-BOX" OR EQUAL AS REQUIRED AND APPROVED BY NANTUCKET FIRED DEPT.
220000.01 TOILET
220000.04 MOP SINK
220000.08 SINK AND FAUCET (REFER TO PULMBING DRAWINGS)
220000.09 ADA SINK
230000 HVAC (*N)(REFER TO MECH. DRAWINGS)
230000.01 MECHANICAL (REFER TO MECH. DRAWINGS)
230000.02 MECHANICAL, EXISTING TO REMAIN (REFER TO MECH. DRAWINGS)
260000.01 ELECTRICAL AND TELEDATA (REFER TO ELEC. DRAWINGS)
260000.03 LIGHT FIXTURE (REFER TO ELEC. DRAWINGS)

A7.01 Scale:  1/2" = 1'-0"
B5 BUILDING SECTION - LOOKING SOUTH - MAIN STAIR
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A7.02 Scale:  1/2" = 1'-0"
C3

BUILDING ELEVATION - LOOKING WEST - SOUTH ENTRY
STAIR

A7.02 Scale:  1/2" = 1'-0"
C5 ENLARGED FLOOR PLAN - SOUTH ENTRY STAIR

KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
051200.01 STRUCTURAL STEEL (REFER TO STRUCTURAL DRAWINGS)
055000.02 METAL HANDRAIL ASSEMBLY
061000.01 ROUGH FRAMING
061000.02 NEW INFILL WALL AT LOCATION OF EXG WALL PENETRATION.
061000.03 NEW INFILL WALL AT LOCATION OF EXISITNG WINDOW.
061000.04 NEW GWB PARTITION WALL UNDER STAIR. RETURN WALL SO THAT AREA IS FULLY ENCLOSED.
061000.05 WOOD BLOCKING AS REQ'D
061000.06
061600.01 PLYWOOD SHEATHING
062013.01 WOOD TRIM TO MATCH EXG HISTORIC TRIM AT EXG WINDOWS
062013.03 WOOD TRIM TO MATCH EXG. HISTORIC TRIM
062013.04 RESTORE HISTORIC TRIM AT EXG. WINDOWS
062013.05 WOOD FASCIA/RAKE TO MATCH HISTORIC
062013.06 RESTORE EXG. HISTORIC WOOD TRIM
064100.01 SHELVING
072100.02 BATT INSULATION
072700.02 FLEXIBLE FLASHING/ STRIPS
073113.01 NEW 3-TAB RED ASPHALT ROOF SHINGLES
073113.02 ROOFING UNDERLAYMENT
073113.03 RIDGE VENT CAP
074625.01 REPLACE ROTTEN OR OTHERWISE COMPROMISED WOOD SHAKE WITH NEW. NOTIFY

ARCHITECT OF ANY SIGNS OF WATER DAMAGE BENEATH SIDING. PRIME AND PAINT TO
MATCH EXTERIOR.

074625.02 NEW SIDING AT LOCATION OF EXG WALL PENETRATION
074625.03 WOOD SHINGLE AND SHAKE SIDING
074625.04 RIDGE VENT
076200.01 FLASHING
079200.01 SEALANT
081113.01 HOLLOW METAL FRAME
081416.01 FLUSH WOOD DOOR
081420.02 STEEL REINFORCED OVERHEAD DOOR
081420.03 STEEL REINFORCED WOOD SWING DOOR
082000 WOOD DOORS AND FRAMES
082200 FRP DOORS & FRAMES
083113.01 ACCESS DOOR AND FRAME
085213 ALUMINUM CLAD WOOD WINDOWS
085213.03 SEALANT
085213.04 LOW EXPANSION FOAM INSULATION
085413.01 NEW WINDOW TO MATCH EXG HISTORIC WINDOW IN PROFILE, PROPORTION AND

CHARACTER.
087100.01 DOOR HARDWARE (REFER TO DR SCHED)
089119.01 ALUM. LOUVER
092900.01 PROVIDE GYPSUM WALL BOARD END TO PARTIALLY DEMOLISHED WALL. SURFACE AND EDGES

SHOULD BE SMOOTH AND READY TO ACCEPT PRIMER.
092900.04 REGLET & ACESSORIES
092900.06 GWB CEILING ASSEMBLY
092900.07 GWB SHEATHING OVER EXISTING STRUCTURE
092900.08 NEW GWB WALL ASSEMBLY
096513.01 RESILIENT BASE; INSTALL AT ALL WALL AND FLOOR JOINTS AND ALONG ALL FIXED

CASEWORK AT KICK.
096723.01 EPOXY FLOORING
096723.02 INTEGRAL EPOXY WALL APPLICATION
099113.01 EXTERIOR PREP, PRIME & PAINT
099123.01 INTERIOR PREP, PRIME & PAINT
099600.01 HIGH PERFORMANCE PAINTING
102800 TOILET, BATH, AND LAUNDRY ACCESSORIES
102800.01 TOILET PAPER DISPENSER
102800.02 MEDICINE CABINET
102800.03 PAPER TOWEL DISPENSER
102800.04 GRAB BAR
102800.05 SOAP DISPENSER
102800.06 RECESSED WASTE RECEPTACLE
102800.11 CLOTHES HOOK
104116.01 RECESSED "KNOX-BOX" OR EQUAL AS REQUIRED AND APPROVED BY NANTUCKET FIRED DEPT.
220000.01 TOILET
220000.04 MOP SINK
220000.08 SINK AND FAUCET (REFER TO PULMBING DRAWINGS)
220000.09 ADA SINK
230000 HVAC (*N)(REFER TO MECH. DRAWINGS)
230000.01 MECHANICAL (REFER TO MECH. DRAWINGS)
230000.02 MECHANICAL, EXISTING TO REMAIN (REFER TO MECH. DRAWINGS)
260000.01 ELECTRICAL AND TELEDATA (REFER TO ELEC. DRAWINGS)
260000.03 LIGHT FIXTURE (REFER TO ELEC. DRAWINGS)

A7.02 Scale:  1/2" = 1'-0"
A4

BUILDING SECTION  - LOOKING EAST - SOUTH ENTRY
STAIR

A7.02 Scale:  1/2" = 1'-0"
A5 ELEVATION - SOUTH ENTRY STAIR - SOUTH
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A7.03 Scale:  1/2" = 1'-0"
A5 ELEVATION - NORTH ENTRY STAIR - NORTH

A7.03 Scale:  1/2" = 1'-0"
C5 ENLARGED FLOOR PLAN - NORTH ENTRY STAIR

A7.03 Scale:  1/2" = 1'-0"
C3

BUILDING ELEVATION - EAST ELEVATION - NORTH ENTRY
STAIR

A7.03 Scale:  1/2" = 1'-0"
A4

BUILDING SECTION - LOOKING WEST - NORTH ENTRY
STAIR

KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
051200.01 STRUCTURAL STEEL (REFER TO STRUCTURAL DRAWINGS)
055000.02 METAL HANDRAIL ASSEMBLY
061000.01 ROUGH FRAMING
061000.02 NEW INFILL WALL AT LOCATION OF EXG WALL PENETRATION.
061000.03 NEW INFILL WALL AT LOCATION OF EXISITNG WINDOW.
061000.04 NEW GWB PARTITION WALL UNDER STAIR. RETURN WALL SO THAT AREA IS FULLY ENCLOSED.
061000.05 WOOD BLOCKING AS REQ'D
061000.06
061600.01 PLYWOOD SHEATHING
062013.01 WOOD TRIM TO MATCH EXG HISTORIC TRIM AT EXG WINDOWS
062013.03 WOOD TRIM TO MATCH EXG. HISTORIC TRIM
062013.04 RESTORE HISTORIC TRIM AT EXG. WINDOWS
062013.05 WOOD FASCIA/RAKE TO MATCH HISTORIC
062013.06 RESTORE EXG. HISTORIC WOOD TRIM
064100.01 SHELVING
072100.02 BATT INSULATION
072700.02 FLEXIBLE FLASHING/ STRIPS
073113.01 NEW 3-TAB RED ASPHALT ROOF SHINGLES
073113.02 ROOFING UNDERLAYMENT
073113.03 RIDGE VENT CAP
074625.01 REPLACE ROTTEN OR OTHERWISE COMPROMISED WOOD SHAKE WITH NEW. NOTIFY

ARCHITECT OF ANY SIGNS OF WATER DAMAGE BENEATH SIDING. PRIME AND PAINT TO
MATCH EXTERIOR.

074625.02 NEW SIDING AT LOCATION OF EXG WALL PENETRATION
074625.03 WOOD SHINGLE AND SHAKE SIDING
074625.04 RIDGE VENT
076200.01 FLASHING
079200.01 SEALANT
081113.01 HOLLOW METAL FRAME
081416.01 FLUSH WOOD DOOR
081420.02 STEEL REINFORCED OVERHEAD DOOR
081420.03 STEEL REINFORCED WOOD SWING DOOR
082000 WOOD DOORS AND FRAMES
082200 FRP DOORS & FRAMES
083113.01 ACCESS DOOR AND FRAME
085213 ALUMINUM CLAD WOOD WINDOWS
085213.03 SEALANT
085213.04 LOW EXPANSION FOAM INSULATION
085413.01 NEW WINDOW TO MATCH EXG HISTORIC WINDOW IN PROFILE, PROPORTION AND

CHARACTER.
087100.01 DOOR HARDWARE (REFER TO DR SCHED)
089119.01 ALUM. LOUVER
092900.01 PROVIDE GYPSUM WALL BOARD END TO PARTIALLY DEMOLISHED WALL. SURFACE AND EDGES

SHOULD BE SMOOTH AND READY TO ACCEPT PRIMER.
092900.04 REGLET & ACESSORIES
092900.06 GWB CEILING ASSEMBLY
092900.07 GWB SHEATHING OVER EXISTING STRUCTURE
092900.08 NEW GWB WALL ASSEMBLY
096513.01 RESILIENT BASE; INSTALL AT ALL WALL AND FLOOR JOINTS AND ALONG ALL FIXED

CASEWORK AT KICK.
096723.01 EPOXY FLOORING
096723.02 INTEGRAL EPOXY WALL APPLICATION
099113.01 EXTERIOR PREP, PRIME & PAINT
099123.01 INTERIOR PREP, PRIME & PAINT
099600.01 HIGH PERFORMANCE PAINTING
102800 TOILET, BATH, AND LAUNDRY ACCESSORIES
102800.01 TOILET PAPER DISPENSER
102800.02 MEDICINE CABINET
102800.03 PAPER TOWEL DISPENSER
102800.04 GRAB BAR
102800.05 SOAP DISPENSER
102800.06 RECESSED WASTE RECEPTACLE
102800.11 CLOTHES HOOK
104116.01 RECESSED "KNOX-BOX" OR EQUAL AS REQUIRED AND APPROVED BY NANTUCKET FIRED DEPT.
220000.01 TOILET
220000.04 MOP SINK
220000.08 SINK AND FAUCET (REFER TO PULMBING DRAWINGS)
220000.09 ADA SINK
230000 HVAC (*N)(REFER TO MECH. DRAWINGS)
230000.01 MECHANICAL (REFER TO MECH. DRAWINGS)
230000.02 MECHANICAL, EXISTING TO REMAIN (REFER TO MECH. DRAWINGS)
260000.01 ELECTRICAL AND TELEDATA (REFER TO ELEC. DRAWINGS)
260000.03 LIGHT FIXTURE (REFER TO ELEC. DRAWINGS)
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KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
051200.01 STRUCTURAL STEEL (REFER TO STRUCTURAL DRAWINGS)
055000.02 METAL HANDRAIL ASSEMBLY
061000.01 ROUGH FRAMING
061000.02 NEW INFILL WALL AT LOCATION OF EXG WALL PENETRATION.
061000.03 NEW INFILL WALL AT LOCATION OF EXISITNG WINDOW.
061000.04 NEW GWB PARTITION WALL UNDER STAIR. RETURN WALL SO THAT AREA IS FULLY ENCLOSED.
061000.05 WOOD BLOCKING AS REQ'D
061000.06
061600.01 PLYWOOD SHEATHING
062013.01 WOOD TRIM TO MATCH EXG HISTORIC TRIM AT EXG WINDOWS
062013.03 WOOD TRIM TO MATCH EXG. HISTORIC TRIM
062013.04 RESTORE HISTORIC TRIM AT EXG. WINDOWS
062013.05 WOOD FASCIA/RAKE TO MATCH HISTORIC
062013.06 RESTORE EXG. HISTORIC WOOD TRIM
064100.01 SHELVING
072100.02 BATT INSULATION
072700.02 FLEXIBLE FLASHING/ STRIPS
073113.01 NEW 3-TAB RED ASPHALT ROOF SHINGLES
073113.02 ROOFING UNDERLAYMENT
073113.03 RIDGE VENT CAP
074625.01 REPLACE ROTTEN OR OTHERWISE COMPROMISED WOOD SHAKE WITH NEW. NOTIFY

ARCHITECT OF ANY SIGNS OF WATER DAMAGE BENEATH SIDING. PRIME AND PAINT TO
MATCH EXTERIOR.

074625.02 NEW SIDING AT LOCATION OF EXG WALL PENETRATION
074625.03 WOOD SHINGLE AND SHAKE SIDING
074625.04 RIDGE VENT
076200.01 FLASHING
079200.01 SEALANT
081113.01 HOLLOW METAL FRAME
081416.01 FLUSH WOOD DOOR
081420.02 STEEL REINFORCED OVERHEAD DOOR
081420.03 STEEL REINFORCED WOOD SWING DOOR
082000 WOOD DOORS AND FRAMES
082200 FRP DOORS & FRAMES
083113.01 ACCESS DOOR AND FRAME
085213 ALUMINUM CLAD WOOD WINDOWS
085213.03 SEALANT
085213.04 LOW EXPANSION FOAM INSULATION
085413.01 NEW WINDOW TO MATCH EXG HISTORIC WINDOW IN PROFILE, PROPORTION AND

CHARACTER.
087100.01 DOOR HARDWARE (REFER TO DR SCHED)
089119.01 ALUM. LOUVER
092900.01 PROVIDE GYPSUM WALL BOARD END TO PARTIALLY DEMOLISHED WALL. SURFACE AND EDGES

SHOULD BE SMOOTH AND READY TO ACCEPT PRIMER.
092900.04 REGLET & ACESSORIES
092900.06 GWB CEILING ASSEMBLY
092900.07 GWB SHEATHING OVER EXISTING STRUCTURE
092900.08 NEW GWB WALL ASSEMBLY
096513.01 RESILIENT BASE; INSTALL AT ALL WALL AND FLOOR JOINTS AND ALONG ALL FIXED

CASEWORK AT KICK.
096723.01 EPOXY FLOORING
096723.02 INTEGRAL EPOXY WALL APPLICATION
099113.01 EXTERIOR PREP, PRIME & PAINT
099123.01 INTERIOR PREP, PRIME & PAINT
099600.01 HIGH PERFORMANCE PAINTING
102800 TOILET, BATH, AND LAUNDRY ACCESSORIES
102800.01 TOILET PAPER DISPENSER
102800.02 MEDICINE CABINET
102800.03 PAPER TOWEL DISPENSER
102800.04 GRAB BAR
102800.05 SOAP DISPENSER
102800.06 RECESSED WASTE RECEPTACLE
102800.11 CLOTHES HOOK
104116.01 RECESSED "KNOX-BOX" OR EQUAL AS REQUIRED AND APPROVED BY NANTUCKET FIRED DEPT.
220000.01 TOILET
220000.04 MOP SINK
220000.08 SINK AND FAUCET (REFER TO PULMBING DRAWINGS)
220000.09 ADA SINK
230000 HVAC (*N)(REFER TO MECH. DRAWINGS)
230000.01 MECHANICAL (REFER TO MECH. DRAWINGS)
230000.02 MECHANICAL, EXISTING TO REMAIN (REFER TO MECH. DRAWINGS)
260000.01 ELECTRICAL AND TELEDATA (REFER TO ELEC. DRAWINGS)
260000.03 LIGHT FIXTURE (REFER TO ELEC. DRAWINGS)

A8.00 Scale:  1/4" = 1'-0"
B5 ELEVATION - SHELLFISH PROPAGATION ROOM - EAST

A8.00 Scale:  1/4" = 1'-0"
B2 ELEVATION - SHELLFISH PROPAGATION ROOM - SOUTH

A8.00 Scale:  1/4" = 1'-0"
A5 ELEVATION - SHELLFISH PROPAGATION ROOM - WEST

A8.00 Scale:  1/4" = 1'-0"
D5 ELEVATION - RESTROOM 102 - EAST

A8.00 Scale:  1/4" = 1'-0"
D4 ELEVATION - RESTROOM 102 - NORTH

A8.00 Scale:  1/4" = 1'-0"
D3 ELEVATION - RESTROOM 102 - SOUTH

A8.00 Scale:  1/4" = 1'-0"
D2 ELEVATION - RESTROOM 102 - WEST

A8.00 Scale:  1/4" = 1'-0"
C5 ELEVATION - RESTROOM 206 - NORTH

A8.00 Scale:  1/4" = 1'-0"
C3 ELEVATION - RESTROOM 206 - WEST

A8.00 Scale:  1/4" = 1'-0"
C2 ELEVATION - RESTROOM 206- EAST

1 Date 1
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KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
051200.01 STRUCTURAL STEEL (REFER TO STRUCTURAL DRAWINGS)
055000.02 METAL HANDRAIL ASSEMBLY
061000.01 ROUGH FRAMING
061000.02 NEW INFILL WALL AT LOCATION OF EXG WALL PENETRATION.
061000.03 NEW INFILL WALL AT LOCATION OF EXISITNG WINDOW.
061000.04 NEW GWB PARTITION WALL UNDER STAIR. RETURN WALL SO THAT AREA IS FULLY ENCLOSED.
061000.05 WOOD BLOCKING AS REQ'D
061000.06
061600.01 PLYWOOD SHEATHING
062013.01 WOOD TRIM TO MATCH EXG HISTORIC TRIM AT EXG WINDOWS
062013.03 WOOD TRIM TO MATCH EXG. HISTORIC TRIM
062013.04 RESTORE HISTORIC TRIM AT EXG. WINDOWS
062013.05 WOOD FASCIA/RAKE TO MATCH HISTORIC
062013.06 RESTORE EXG. HISTORIC WOOD TRIM
064100.01 SHELVING
072100.02 BATT INSULATION
072700.02 FLEXIBLE FLASHING/ STRIPS
073113.01 NEW 3-TAB RED ASPHALT ROOF SHINGLES
073113.02 ROOFING UNDERLAYMENT
073113.03 RIDGE VENT CAP
074625.01 REPLACE ROTTEN OR OTHERWISE COMPROMISED WOOD SHAKE WITH NEW. NOTIFY

ARCHITECT OF ANY SIGNS OF WATER DAMAGE BENEATH SIDING. PRIME AND PAINT TO
MATCH EXTERIOR.

074625.02 NEW SIDING AT LOCATION OF EXG WALL PENETRATION
074625.03 WOOD SHINGLE AND SHAKE SIDING
074625.04 RIDGE VENT
076200.01 FLASHING
079200.01 SEALANT
081113.01 HOLLOW METAL FRAME
081416.01 FLUSH WOOD DOOR
081420.02 STEEL REINFORCED OVERHEAD DOOR
081420.03 STEEL REINFORCED WOOD SWING DOOR
082000 WOOD DOORS AND FRAMES
082200 FRP DOORS & FRAMES
083113.01 ACCESS DOOR AND FRAME
085213 ALUMINUM CLAD WOOD WINDOWS
085213.03 SEALANT
085213.04 LOW EXPANSION FOAM INSULATION
085413.01 NEW WINDOW TO MATCH EXG HISTORIC WINDOW IN PROFILE, PROPORTION AND

CHARACTER.
087100.01 DOOR HARDWARE (REFER TO DR SCHED)
089119.01 ALUM. LOUVER
092900.01 PROVIDE GYPSUM WALL BOARD END TO PARTIALLY DEMOLISHED WALL. SURFACE AND EDGES

SHOULD BE SMOOTH AND READY TO ACCEPT PRIMER.
092900.04 REGLET & ACESSORIES
092900.06 GWB CEILING ASSEMBLY
092900.07 GWB SHEATHING OVER EXISTING STRUCTURE
092900.08 NEW GWB WALL ASSEMBLY
096513.01 RESILIENT BASE; INSTALL AT ALL WALL AND FLOOR JOINTS AND ALONG ALL FIXED

CASEWORK AT KICK.
096723.01 EPOXY FLOORING
096723.02 INTEGRAL EPOXY WALL APPLICATION
099113.01 EXTERIOR PREP, PRIME & PAINT
099123.01 INTERIOR PREP, PRIME & PAINT
099600.01 HIGH PERFORMANCE PAINTING
102800 TOILET, BATH, AND LAUNDRY ACCESSORIES
102800.01 TOILET PAPER DISPENSER
102800.02 MEDICINE CABINET
102800.03 PAPER TOWEL DISPENSER
102800.04 GRAB BAR
102800.05 SOAP DISPENSER
102800.06 RECESSED WASTE RECEPTACLE
102800.11 CLOTHES HOOK
104116.01 RECESSED "KNOX-BOX" OR EQUAL AS REQUIRED AND APPROVED BY NANTUCKET FIRED DEPT.
220000.01 TOILET
220000.04 MOP SINK
220000.08 SINK AND FAUCET (REFER TO PULMBING DRAWINGS)
220000.09 ADA SINK
230000 HVAC (*N)(REFER TO MECH. DRAWINGS)
230000.01 MECHANICAL (REFER TO MECH. DRAWINGS)
230000.02 MECHANICAL, EXISTING TO REMAIN (REFER TO MECH. DRAWINGS)
260000.01 ELECTRICAL AND TELEDATA (REFER TO ELEC. DRAWINGS)
260000.03 LIGHT FIXTURE (REFER TO ELEC. DRAWINGS)

A8.01 Scale:  1/4" = 1'-0"
A5 ELEVATION - STORAGE 103 - EAST

A8.01 Scale:  1/4" = 1'-0"
A3 ELEVATION - STORAGE 103 - WEST

A8.01 Scale:  1/4" = 1'-0"
A2 ELEVATION - STORAGE 103 - SOUTH

A8.01 Scale:  1/4" = 1'-0"
A1 ELEVATION - STORAGE 103 - NORTH

A8.01 Scale:  1/4" = 1'-0"
D5 ELEVATION - BROOD ROOM 101 - EAST

A8.01 Scale:  1/4" = 1'-0"
D4 ELEVATION - BROOD ROOM 101 - NORTH

A8.01 Scale:  1/4" = 1'-0"
D3 ELEVATION - BROOD ROOM 101 - SOUTH

A8.01 Scale:  1/4" = 1'-0"
D2 ELEVATION - BROOD ROOM 101 - WEST

A8.01 Scale:  1/4" = 1'-0"
C5 ELEVATION - MECHANICAL 205 - EAST

A8.01 Scale:  1/4" = 1'-0"
C4 ELEVATION - MECHANICAL 205 - NORTH

A8.01 Scale:  1/4" = 1'-0"
C3 ELEVATION - MECHANICAL 205 - SOUTH

A8.01 Scale:  1/4" = 1'-0"
C2 ELEVATION - MECHANICAL 205 - WEST

A8.01 Scale:  1/4" = 1'-0"
B5 ELEVATION - TANK HEATER EQUIP. ROOM 203 - EAST

A8.01 Scale:  1/4" = 1'-0"
B4 ELEVATION - TANK HEATER EQUIP. ROOM 203 - NORTH

A8.01 Scale:  1/4" = 1'-0"
B3 ELEVATION - TANK HEATER EQUIP. ROOM 203 - SOUTH

A8.01 Scale:  1/4" = 1'-0"
B2 ELEVATION - TANK HEATER EQUIP. ROOM 203 - WEST
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A8.02 Scale:  1/4" = 1'-0"
A5 ELEVATION - CORRIDOR 200 - EAST

A8.02 Scale:  1/4" = 1'-0"
A4 ELEVATION - CORRIDOR 200 - NORTH

A8.02 Scale:  1/4" = 1'-0"
A2 ELEVATION - CORRIDOR 200 - SOUTH

A8.02 Scale:  1/4" = 1'-0"
A1 ELEVATION - CORRIDOR 200 - WEST

KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
051200.01 STRUCTURAL STEEL (REFER TO STRUCTURAL DRAWINGS)
055000.02 METAL HANDRAIL ASSEMBLY
061000.01 ROUGH FRAMING
061000.02 NEW INFILL WALL AT LOCATION OF EXG WALL PENETRATION.
061000.03 NEW INFILL WALL AT LOCATION OF EXISITNG WINDOW.
061000.04 NEW GWB PARTITION WALL UNDER STAIR. RETURN WALL SO THAT AREA IS FULLY ENCLOSED.
061000.05 WOOD BLOCKING AS REQ'D
061000.06
061600.01 PLYWOOD SHEATHING
062013.01 WOOD TRIM TO MATCH EXG HISTORIC TRIM AT EXG WINDOWS
062013.03 WOOD TRIM TO MATCH EXG. HISTORIC TRIM
062013.04 RESTORE HISTORIC TRIM AT EXG. WINDOWS
062013.05 WOOD FASCIA/RAKE TO MATCH HISTORIC
062013.06 RESTORE EXG. HISTORIC WOOD TRIM
064100.01 SHELVING
072100.02 BATT INSULATION
072700.02 FLEXIBLE FLASHING/ STRIPS
073113.01 NEW 3-TAB RED ASPHALT ROOF SHINGLES
073113.02 ROOFING UNDERLAYMENT
073113.03 RIDGE VENT CAP
074625.01 REPLACE ROTTEN OR OTHERWISE COMPROMISED WOOD SHAKE WITH NEW. NOTIFY

ARCHITECT OF ANY SIGNS OF WATER DAMAGE BENEATH SIDING. PRIME AND PAINT TO
MATCH EXTERIOR.

074625.02 NEW SIDING AT LOCATION OF EXG WALL PENETRATION
074625.03 WOOD SHINGLE AND SHAKE SIDING
074625.04 RIDGE VENT
076200.01 FLASHING
079200.01 SEALANT
081113.01 HOLLOW METAL FRAME
081416.01 FLUSH WOOD DOOR
081420.02 STEEL REINFORCED OVERHEAD DOOR
081420.03 STEEL REINFORCED WOOD SWING DOOR
082000 WOOD DOORS AND FRAMES
082200 FRP DOORS & FRAMES
083113.01 ACCESS DOOR AND FRAME
085213 ALUMINUM CLAD WOOD WINDOWS
085213.03 SEALANT
085213.04 LOW EXPANSION FOAM INSULATION
085413.01 NEW WINDOW TO MATCH EXG HISTORIC WINDOW IN PROFILE, PROPORTION AND

CHARACTER.
087100.01 DOOR HARDWARE (REFER TO DR SCHED)
089119.01 ALUM. LOUVER
092900.01 PROVIDE GYPSUM WALL BOARD END TO PARTIALLY DEMOLISHED WALL. SURFACE AND EDGES

SHOULD BE SMOOTH AND READY TO ACCEPT PRIMER.
092900.04 REGLET & ACESSORIES
092900.06 GWB CEILING ASSEMBLY
092900.07 GWB SHEATHING OVER EXISTING STRUCTURE
092900.08 NEW GWB WALL ASSEMBLY
096513.01 RESILIENT BASE; INSTALL AT ALL WALL AND FLOOR JOINTS AND ALONG ALL FIXED

CASEWORK AT KICK.
096723.01 EPOXY FLOORING
096723.02 INTEGRAL EPOXY WALL APPLICATION
099113.01 EXTERIOR PREP, PRIME & PAINT
099123.01 INTERIOR PREP, PRIME & PAINT
099600.01 HIGH PERFORMANCE PAINTING
102800 TOILET, BATH, AND LAUNDRY ACCESSORIES
102800.01 TOILET PAPER DISPENSER
102800.02 MEDICINE CABINET
102800.03 PAPER TOWEL DISPENSER
102800.04 GRAB BAR
102800.05 SOAP DISPENSER
102800.06 RECESSED WASTE RECEPTACLE
102800.11 CLOTHES HOOK
104116.01 RECESSED "KNOX-BOX" OR EQUAL AS REQUIRED AND APPROVED BY NANTUCKET FIRED DEPT.
220000.01 TOILET
220000.04 MOP SINK
220000.08 SINK AND FAUCET (REFER TO PULMBING DRAWINGS)
220000.09 ADA SINK
230000 HVAC (*N)(REFER TO MECH. DRAWINGS)
230000.01 MECHANICAL (REFER TO MECH. DRAWINGS)
230000.02 MECHANICAL, EXISTING TO REMAIN (REFER TO MECH. DRAWINGS)
260000.01 ELECTRICAL AND TELEDATA (REFER TO ELEC. DRAWINGS)
260000.03 LIGHT FIXTURE (REFER TO ELEC. DRAWINGS)

A8.02 Scale:  1/4" = 1'-0"
B5 ELEVATION - OFFICE 201 - EAST

A8.02 Scale:  1/4" = 1'-0"
B4 ELEVATION - OFFICE 201 - NORTH

A8.02 Scale:  1/4" = 1'-0"
B3 ELEVATION - OFFICE 201 - SOUTH

A8.02 Scale:  1/4" = 1'-0"
B2 ELEVATION - OFFICE 201 - WEST

A8.02 Scale:  1/4" = 1'-0"
C5 ELEVATION - OFFICE 202 - EAST

A8.02 Scale:  1/4" = 1'-0"
C4 ELEVATION - OFFICE 202 - NORTH

A8.02 Scale:  1/4" = 1'-0"
C3 ELEVATION - OFFICE 202 - SOUTH

A8.02 Scale:  1/4" = 1'-0"
C2 ELEVATION - OFFICE 202 - WEST

A8.02 Scale:  1/4" = 1'-0"
D5 ELEVATION - TANK SERVICE 204 - EAST

A8.02 Scale:  1/4" = 1'-0"
D4 ELEVATION - TANK SERVICE 204 - NORTH

A8.02 Scale:  1/4" = 1'-0"
D3 ELEVATION - TANK SERVICE 204 - SOUTH

A8.02 Scale:  1/4" = 1'-0"
D2 ELEVATION - TANK SERVICE 204 - WEST
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DOOR FRAME

DOOR AND FRAME SCHEDULE

Mark Width Height Thickness Material Door Type Finish Frame Type Material Finish Head Detail Jamb Detail Hardware Set Fire Rating

1 3' - 0" 6' - 8" 0' - 2" FRP W MFR. FRP-A FRP MFR. 1
2 3' - 0" 7' - 0" 0' - 1 3/4" FRP 36 MFG. FRP FRP MFR. N/A
3 3' - 0" 7' - 0" 0' - 1 3/4" 36 N/A
4 3' - 0" 6' - 8" 0' - 1 3/4" WD 5 PLAM FRP-B FRP MFR. T.B.D.
5 3' - 6" 6' - 8" 0' - 1 3/4" WD 3 PLAM FRP-B FRP MFR. T.B.D.
6 3' - 0" 7' - 0" 0' - 1 3/4" WD 36 MFR. HM-A HM PNT. 4 N/A
6 3' - 0" 7' - 0" 0' - 1 3/4" 36 N/A
7 3' - 0" 7' - 0" 0' - 1 3/4" WD F PLAM HM-A HM PNT. 3 N/A
7 3' - 0" 7' - 0" 0' - 1 3/4" 36 N/A
8 3' - 0" 7' - 0" 0' - 1 3/4" FRP C MFR. FRP-A FRP MFR. 3 N/A
8 3' - 0" 7' - 0" 0' - 1 3/4" WD F PLAM HM-A HM PNT. 6 N/A
9 3' - 0" 7' - 0" 0' - 1 3/4" FRP R MFR. FRP-G FRP MFR. 1 N/A
9 3' - 0" 7' - 0" 0' - 1 3/4" WD 36 PLAM HM-A HM PNT. 7 N/A
9A 3' - 0" 7' - 0" 0' - 1 3/4" WD F PLAM HM-A HM PNT. 5 N/A
10 3' - 0" 7' - 0" 0' - 1 3/4" WD D PLAM HM-A HM PNT. 7 N/A
11 3' - 0" 7' - 0" 0' - 1 3/4" WD 36 PLAM HM-A HM PNT. 7 N/A
11A 3' - 0" 7' - 0" 0' - 1 3/4" WD F PLAM HM-A HM PNT. 5 N/A
15 12' - 11" 8' - 11" 0' - 1 1/2" WD/GL 67 PAINT OH-FA WD PNT. T.B.D. T.B.D.
16 12' - 11" 8' - 11" 0' - 1 1/2" WD/GL 67 PAINT OH-FA WD PNT. T.B.D. T.B.D.
17 9' - 0" 8' - 11" 0' - 1 1/2" WD/GL DD PAINT OH-FB WD PNT. T.B.D. T.B.D.
20 3' - 0" 7' - 0" 0' - 1 3/4" F N/A

A9.00 Scale:  1/2" = 1'-0"
B5 FRAME TYPES

TYP. FRAME TYPES:

A9.00 Scale:  1/2" = 1'-0"
B4 DOOR TYPES

ABBREVIATIONS

HM HOLLOW METAL
PNT PAINT
WD WOOD
STL STEEL
FRS FIRE-RATED SYSTEM
TMP TEMPERED GLASS 1/4"
FPRG FIRE PROTECTION RATED GLAZING
IG INSULATING GLASS
FRP FIBERGLASS REENFORCED PLASTIC

GENERAL DOOR & FRAME NOTES:

1. ALL FRAMES TO BE 16 GA. STEEL MIN; UNLESS
NOTED OTHERWISE.

2. FOR RATED LOCATIONS CONTRACTOR TO
PROVIDE ALL SEALS, GASKETS, AS REQUIRED BY UL
LISTING, TYP.

3. ADJUST THROAT WIDTH OF DOOR FRAME TO
ACCOMODATE VARYING PARTITION TYPES.

4. NO DOOR TO BE LOWER THAN 6'-8" IN HEIGHT.

TYP. DOOR TYPES:

KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
051200.01 STRUCTURAL STEEL (REFER TO STRUCTURAL DRAWINGS)
055000.02 METAL HANDRAIL ASSEMBLY
061000.01 ROUGH FRAMING
061000.02 NEW INFILL WALL AT LOCATION OF EXG WALL PENETRATION.
061000.03 NEW INFILL WALL AT LOCATION OF EXISITNG WINDOW.
061000.04 NEW GWB PARTITION WALL UNDER STAIR. RETURN WALL SO THAT AREA IS FULLY ENCLOSED.
061000.05 WOOD BLOCKING AS REQ'D
061000.06
061600.01 PLYWOOD SHEATHING
062013.01 WOOD TRIM TO MATCH EXG HISTORIC TRIM AT EXG WINDOWS
062013.03 WOOD TRIM TO MATCH EXG. HISTORIC TRIM
062013.04 RESTORE HISTORIC TRIM AT EXG. WINDOWS
062013.05 WOOD FASCIA/RAKE TO MATCH HISTORIC
062013.06 RESTORE EXG. HISTORIC WOOD TRIM
064100.01 SHELVING
072100.02 BATT INSULATION
072700.02 FLEXIBLE FLASHING/ STRIPS
073113.01 NEW 3-TAB RED ASPHALT ROOF SHINGLES
073113.02 ROOFING UNDERLAYMENT
073113.03 RIDGE VENT CAP
074625.01 REPLACE ROTTEN OR OTHERWISE COMPROMISED WOOD SHAKE WITH NEW. NOTIFY

ARCHITECT OF ANY SIGNS OF WATER DAMAGE BENEATH SIDING. PRIME AND PAINT TO
MATCH EXTERIOR.

074625.02 NEW SIDING AT LOCATION OF EXG WALL PENETRATION
074625.03 WOOD SHINGLE AND SHAKE SIDING
074625.04 RIDGE VENT
076200.01 FLASHING
079200.01 SEALANT
081113.01 HOLLOW METAL FRAME
081416.01 FLUSH WOOD DOOR
081420.02 STEEL REINFORCED OVERHEAD DOOR
081420.03 STEEL REINFORCED WOOD SWING DOOR
082000 WOOD DOORS AND FRAMES
082200 FRP DOORS & FRAMES
083113.01 ACCESS DOOR AND FRAME
085213 ALUMINUM CLAD WOOD WINDOWS
085213.03 SEALANT
085213.04 LOW EXPANSION FOAM INSULATION
085413.01 NEW WINDOW TO MATCH EXG HISTORIC WINDOW IN PROFILE, PROPORTION AND

CHARACTER.
087100.01 DOOR HARDWARE (REFER TO DR SCHED)
089119.01 ALUM. LOUVER
092900.01 PROVIDE GYPSUM WALL BOARD END TO PARTIALLY DEMOLISHED WALL. SURFACE AND EDGES

SHOULD BE SMOOTH AND READY TO ACCEPT PRIMER.
092900.04 REGLET & ACESSORIES
092900.06 GWB CEILING ASSEMBLY
092900.07 GWB SHEATHING OVER EXISTING STRUCTURE
092900.08 NEW GWB WALL ASSEMBLY
096513.01 RESILIENT BASE; INSTALL AT ALL WALL AND FLOOR JOINTS AND ALONG ALL FIXED

CASEWORK AT KICK.
096723.01 EPOXY FLOORING
096723.02 INTEGRAL EPOXY WALL APPLICATION
099113.01 EXTERIOR PREP, PRIME & PAINT
099123.01 INTERIOR PREP, PRIME & PAINT
099600.01 HIGH PERFORMANCE PAINTING
102800 TOILET, BATH, AND LAUNDRY ACCESSORIES
102800.01 TOILET PAPER DISPENSER
102800.02 MEDICINE CABINET
102800.03 PAPER TOWEL DISPENSER
102800.04 GRAB BAR
102800.05 SOAP DISPENSER
102800.06 RECESSED WASTE RECEPTACLE
102800.11 CLOTHES HOOK
104116.01 RECESSED "KNOX-BOX" OR EQUAL AS REQUIRED AND APPROVED BY NANTUCKET FIRED DEPT.
220000.01 TOILET
220000.04 MOP SINK
220000.08 SINK AND FAUCET (REFER TO PULMBING DRAWINGS)
220000.09 ADA SINK
230000 HVAC (*N)(REFER TO MECH. DRAWINGS)
230000.01 MECHANICAL (REFER TO MECH. DRAWINGS)
230000.02 MECHANICAL, EXISTING TO REMAIN (REFER TO MECH. DRAWINGS)
260000.01 ELECTRICAL AND TELEDATA (REFER TO ELEC. DRAWINGS)
260000.03 LIGHT FIXTURE (REFER TO ELEC. DRAWINGS)

A9.00 Scale:  1/2" = 1'-0"
A3 OVERHEAD DOOR TYPES

A9.00 Scale:  1/2" = 1'-0"
A5 OVERHEAD FRAME TYPES

OVERHEAD FRAME TYPES:

OVERHEAD DOOR TYPES:
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HEAD DETAILS JAMB DETAILS

A9.01 Scale:  3" = 1'-0"
C5 DR. FRAME - HM/ MTL. GWB - HEAD

A9.01 Scale:  3" = 1'-0"
C3 DR. FRAME - HM/ MTL. GWB - JAMB

A9.01 Scale:  3" = 1'-0"
C4 DR. FRAME - HM/ WD. GWB - HEAD

A9.01 Scale:  3" = 1'-0"
C2 DR. FRAME - HM/ WD. GWB - JAMB

KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
051200.01 STRUCTURAL STEEL (REFER TO STRUCTURAL DRAWINGS)
055000.02 METAL HANDRAIL ASSEMBLY
061000.01 ROUGH FRAMING
061000.02 NEW INFILL WALL AT LOCATION OF EXG WALL PENETRATION.
061000.03 NEW INFILL WALL AT LOCATION OF EXISITNG WINDOW.
061000.04 NEW GWB PARTITION WALL UNDER STAIR. RETURN WALL SO THAT AREA IS FULLY ENCLOSED.
061000.05 WOOD BLOCKING AS REQ'D
061000.06
061600.01 PLYWOOD SHEATHING
062013.01 WOOD TRIM TO MATCH EXG HISTORIC TRIM AT EXG WINDOWS
062013.03 WOOD TRIM TO MATCH EXG. HISTORIC TRIM
062013.04 RESTORE HISTORIC TRIM AT EXG. WINDOWS
062013.05 WOOD FASCIA/RAKE TO MATCH HISTORIC
062013.06 RESTORE EXG. HISTORIC WOOD TRIM
064100.01 SHELVING
072100.02 BATT INSULATION
072700.02 FLEXIBLE FLASHING/ STRIPS
073113.01 NEW 3-TAB RED ASPHALT ROOF SHINGLES
073113.02 ROOFING UNDERLAYMENT
073113.03 RIDGE VENT CAP
074625.01 REPLACE ROTTEN OR OTHERWISE COMPROMISED WOOD SHAKE WITH NEW. NOTIFY

ARCHITECT OF ANY SIGNS OF WATER DAMAGE BENEATH SIDING. PRIME AND PAINT TO
MATCH EXTERIOR.

074625.02 NEW SIDING AT LOCATION OF EXG WALL PENETRATION
074625.03 WOOD SHINGLE AND SHAKE SIDING
074625.04 RIDGE VENT
076200.01 FLASHING
079200.01 SEALANT
081113.01 HOLLOW METAL FRAME
081416.01 FLUSH WOOD DOOR
081420.02 STEEL REINFORCED OVERHEAD DOOR
081420.03 STEEL REINFORCED WOOD SWING DOOR
082000 WOOD DOORS AND FRAMES
082200 FRP DOORS & FRAMES
083113.01 ACCESS DOOR AND FRAME
085213 ALUMINUM CLAD WOOD WINDOWS
085213.03 SEALANT
085213.04 LOW EXPANSION FOAM INSULATION
085413.01 NEW WINDOW TO MATCH EXG HISTORIC WINDOW IN PROFILE, PROPORTION AND

CHARACTER.
087100.01 DOOR HARDWARE (REFER TO DR SCHED)
089119.01 ALUM. LOUVER
092900.01 PROVIDE GYPSUM WALL BOARD END TO PARTIALLY DEMOLISHED WALL. SURFACE AND EDGES

SHOULD BE SMOOTH AND READY TO ACCEPT PRIMER.
092900.04 REGLET & ACESSORIES
092900.06 GWB CEILING ASSEMBLY
092900.07 GWB SHEATHING OVER EXISTING STRUCTURE
092900.08 NEW GWB WALL ASSEMBLY
096513.01 RESILIENT BASE; INSTALL AT ALL WALL AND FLOOR JOINTS AND ALONG ALL FIXED

CASEWORK AT KICK.
096723.01 EPOXY FLOORING
096723.02 INTEGRAL EPOXY WALL APPLICATION
099113.01 EXTERIOR PREP, PRIME & PAINT
099123.01 INTERIOR PREP, PRIME & PAINT
099600.01 HIGH PERFORMANCE PAINTING
102800 TOILET, BATH, AND LAUNDRY ACCESSORIES
102800.01 TOILET PAPER DISPENSER
102800.02 MEDICINE CABINET
102800.03 PAPER TOWEL DISPENSER
102800.04 GRAB BAR
102800.05 SOAP DISPENSER
102800.06 RECESSED WASTE RECEPTACLE
102800.11 CLOTHES HOOK
104116.01 RECESSED "KNOX-BOX" OR EQUAL AS REQUIRED AND APPROVED BY NANTUCKET FIRED DEPT.
220000.01 TOILET
220000.04 MOP SINK
220000.08 SINK AND FAUCET (REFER TO PULMBING DRAWINGS)
220000.09 ADA SINK
230000 HVAC (*N)(REFER TO MECH. DRAWINGS)
230000.01 MECHANICAL (REFER TO MECH. DRAWINGS)
230000.02 MECHANICAL, EXISTING TO REMAIN (REFER TO MECH. DRAWINGS)
260000.01 ELECTRICAL AND TELEDATA (REFER TO ELEC. DRAWINGS)
260000.03 LIGHT FIXTURE (REFER TO ELEC. DRAWINGS)
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08/13/15

MATERIALS LIST

FINISH DESIGNATION TYPE DESCRIPTION MANUFACTURER STYLE COLOR SIZE FINISH LOCATION

EPOXY-1 EPOXY RESIN EPOXY RESIN RBC INDUSTRIES MANUF. TBD MANUF FIRST FLOOR

PNT-1 PAINT WATERBORNE ACRYLIC EPOXY BENJAMIN MOORE SEMI-GLOSS TBD MANUF HIGH GLOSS WALLS

RB-1 STAIR TREAD RUBBER W/ ABRASIVE STRIP ROPPE MANUF. TBD MANUF

VCT-1 VINYL COMPOSITION TILE STANDARD EXCELON ARMSTRONG IMPERIAL TEXTURE TBD MANUF MANUF SECOND FLOOR

WB-1 WALL BASE RESILIENT BASE JOHNSONITE MANUF. TBD 4" WITH VCT

ROOM FINISH SCHEDULE

ROOM NAME RM. NO.
FLOOR BASE WALLS NORTH WALLS EAST WALLS SOUTH WALLS WEST CEILING

MATL FINISH MATL FINISH MATL FINISH MATL  FINISH MATL  FINISH MATL  FINISH MATL FINISH
Not Placed
STORAGE 9
Room 26
Room 27
Room 28
Room 29
Room 30
Room 31
Room 32
Room 33
Room 34
Room 35
Room 36
Room 37
Room 38
Room 39
Room 40
Room 41
Room 42
Room 43
LARVAL ROOM 100A EPOXY-1 EPOXY-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
ALGAE AREA 100B EPOXY-1 EPOXY-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
POST SET AREA 100C EPOXY-1 EPOXY-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
CLOSET 202A EPOXY-1 EPOXY-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
CLOSET 203A EPOXY-1 EPOXY-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
LARVAE AREA S5 EPOXY-1 EPOXY-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
SPAWN ROOM S6 EPOXY-1 EPOXY-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
ALGAE AREA S7 EPOXY-1 EPOXY-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
POST SET AREA S8 EPOXY-1 EPOXY-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
LARVAE AREA S9 EPOXY-1 EPOXY-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
Room S11 EPOXY-1 EPOXY-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
FILTER STORAGE AREA S13 EPOXY-1 EPOXY-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB

FIRST FLOOR
SHELLFISH PROPAGATION AREA 100 EPOXY-1 EPOXY-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
STORAGE CLOSETS 100A EPOXY-1 EPOXY-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
JANITOR'S CLOSET 100B EPOXY-1 EPOXY-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
BROOD ROOM 101 EPOXY-1 EPOXY-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
RESTROOM 102 EPOXY-1 EPOXY-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
STORAGE/WORKROOM 103 EPOXY-1 EPOXY-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
SHOWER 104 EPOXY-1 EPOXY-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
STAIR S1 EPOXY-1 EPOXY-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
STAIR S2 EPOXY-1 EPOXY-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
SPAWN ROOM S10 EPOXY-1 EPOXY-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB

MEZZANINE UPPER
CORRIDOR 200 VCT-1 WB-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
OFFICE 201 VCT-1 WB-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
CLOSET 201A VCT-1 WB-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
OFFICE 202 VCT-1 WB-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
CLOSET 202A VCT-1 WB-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
TANK HEATER EQUIP. ROOM 203 VCT-1 WB-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
TANK SERVICE ROOM 204 VCT-1 WB-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
MECHANICAL 205 VCT-1 WB-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB
RESTROOM 206 VCT-1 WB-1 PNT-1 SEMI-GLOSS PNT-1 PNT-1 PNT-1 GWB



A4.01
A5

1

A10.01
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2"
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3/

16
"
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5 
11
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F

230000.01

230000.01

SINGLE PULL AND RIM
CYLINDER WITH PLYWOOD
MOUNTH

CONTINUOUS HINGE

2X4 FRAMING AT 16" O.C.

SHINGLES TO MATCH
SURROUNDING WALL

1/2 PLYWOOD

1/2 PLYWOOD  PAINTED

1/2 PYWOOD PAINTED

061000.01

061000.01

061000.01

074625.03

061000.01

061600.01
099113.01

061600.01
099113.01

087100.01

A4.01
A5

B.O. SHINGLES
EL. 8' - 3 3/16"

PROPOSED 2ND FLOOR
EL. 20' - 10"

PROPOSED 1ST FLOOR
EL. 10' - 4"

OPEN TO BELOW
BIRD/BEE SCREEN

CONDENSING UNIT
(PUMY-P60NKMU)

BLOCKING AS
REQUIRED FOR WALL
ATTACHMENT

LOUVER W/
BIRD/BEE SCREEN

(50% FREE)

OFFSET SHAKE SIDING
PANEL W/ BIRD/BEE

SCREEN

BLOCKING AS REQUIRED

PLATFORM FRAMING

OPERABLE PANEL W/
CONCEALED HINGE

CHANNEL CLIP

260000.01
2-2X6 FRAMING ABOVE

OPERABLE PANEL

061000.01

061000.05

061000.01

061000.01

074625.03

089119.01

4'
 - 

7"

083113.01

FIRST FLOOR
EL. 10' - 0"

MEZZANINE
EL. 18' - 8"

B.O. SHINGLES
EL. 8' - 3 3/16"

MEZZANINE UPPER
EL. 19' - 10"

PROPOSED 2ND FLOOR
EL. 20' - 10"

PROPOSED 1ST FLOOR
EL. 10' - 4"

A10.01
A5

OPERABLE WOOD SHAKE PANEL
W/CONCEALED HINGE

4'
 - 

7"

PAINTED LOUVER PANEL
W/ BIRD/BEE SCREEN
12 SQ.FT. FREE AREA (50% OPENESS)

7' - 6"

F

074625.03
099113.01

089119.01

087100.01

0'
 - 

8 
1/

2"

ALIGN WITH 2X4 STUD BEHIND

3X3 1/4 PLYWOOD PAINTED

0'
 - 

3"

0' - 3 1/4"

CONTINUOUS HINGE
087100.01

087100.01

062013.03
099113.01

6' - 7 3/8"
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EXTERIOR DETAILS -
CONDENSING UNIT
ADDITION
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A10.01 Scale:  1/2" = 1'-0"
A2 ENLARGED PLAN - CONDENSING UNIT AREA

A10.01 Scale:  1/2" = 1'-0"
A5 SECTION - CONDENSING UNIT AREA

A10.01 Scale:  1/2" = 1'-0"
A3 ELEVATION - CONDENSING UNIT AREA
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FIRST FLOOR
EL. 10' - 0"

B.O. SHINGLES
EL. 8' - 3 3/16"

E

PROPOSED 1ST FLOOR
EL. 10' - 4"

MEZZANINE UPPER
EL. 19' - 10"

PROPOSED 2ND FLOOR
EL. 20' - 10"

REVISIONS
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OWNER REVIEW

A10.10

PLAN & SECTION DETAILS

ISSUED FOR BID
19 AUGUST 2015
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KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
051200.01 STRUCTURAL STEEL (REFER TO STRUCTURAL DRAWINGS)
055000.02 METAL HANDRAIL ASSEMBLY
061000.01 ROUGH FRAMING
061000.02 NEW INFILL WALL AT LOCATION OF EXG WALL PENETRATION.
061000.03 NEW INFILL WALL AT LOCATION OF EXISITNG WINDOW.
061000.04 NEW GWB PARTITION WALL UNDER STAIR. RETURN WALL SO THAT AREA IS FULLY ENCLOSED.
061000.05 WOOD BLOCKING AS REQ'D
061000.06
061600.01 PLYWOOD SHEATHING
062013.01 WOOD TRIM TO MATCH EXG HISTORIC TRIM AT EXG WINDOWS
062013.03 WOOD TRIM TO MATCH EXG. HISTORIC TRIM
062013.04 RESTORE HISTORIC TRIM AT EXG. WINDOWS
062013.05 WOOD FASCIA/RAKE TO MATCH HISTORIC
062013.06 RESTORE EXG. HISTORIC WOOD TRIM
064100.01 SHELVING
072100.02 BATT INSULATION
072700.02 FLEXIBLE FLASHING/ STRIPS
073113.01 NEW 3-TAB RED ASPHALT ROOF SHINGLES
073113.02 ROOFING UNDERLAYMENT
073113.03 RIDGE VENT CAP
074625.01 REPLACE ROTTEN OR OTHERWISE COMPROMISED WOOD SHAKE WITH NEW. NOTIFY

ARCHITECT OF ANY SIGNS OF WATER DAMAGE BENEATH SIDING. PRIME AND PAINT TO
MATCH EXTERIOR.

074625.02 NEW SIDING AT LOCATION OF EXG WALL PENETRATION
074625.03 WOOD SHINGLE AND SHAKE SIDING
074625.04 RIDGE VENT
076200.01 FLASHING
079200.01 SEALANT
081113.01 HOLLOW METAL FRAME
081416.01 FLUSH WOOD DOOR
081420.02 STEEL REINFORCED OVERHEAD DOOR
081420.03 STEEL REINFORCED WOOD SWING DOOR
082000 WOOD DOORS AND FRAMES
082200 FRP DOORS & FRAMES
083113.01 ACCESS DOOR AND FRAME
085213 ALUMINUM CLAD WOOD WINDOWS
085213.03 SEALANT
085213.04 LOW EXPANSION FOAM INSULATION
085413.01 NEW WINDOW TO MATCH EXG HISTORIC WINDOW IN PROFILE, PROPORTION AND

CHARACTER.
087100.01 DOOR HARDWARE (REFER TO DR SCHED)
089119.01 ALUM. LOUVER
092900.01 PROVIDE GYPSUM WALL BOARD END TO PARTIALLY DEMOLISHED WALL. SURFACE AND EDGES

SHOULD BE SMOOTH AND READY TO ACCEPT PRIMER.
092900.04 REGLET & ACESSORIES
092900.06 GWB CEILING ASSEMBLY
092900.07 GWB SHEATHING OVER EXISTING STRUCTURE
092900.08 NEW GWB WALL ASSEMBLY
096513.01 RESILIENT BASE; INSTALL AT ALL WALL AND FLOOR JOINTS AND ALONG ALL FIXED

CASEWORK AT KICK.
096723.01 EPOXY FLOORING
096723.02 INTEGRAL EPOXY WALL APPLICATION
099113.01 EXTERIOR PREP, PRIME & PAINT
099123.01 INTERIOR PREP, PRIME & PAINT
099600.01 HIGH PERFORMANCE PAINTING
102800 TOILET, BATH, AND LAUNDRY ACCESSORIES
102800.01 TOILET PAPER DISPENSER
102800.02 MEDICINE CABINET
102800.03 PAPER TOWEL DISPENSER
102800.04 GRAB BAR
102800.05 SOAP DISPENSER
102800.06 RECESSED WASTE RECEPTACLE
102800.11 CLOTHES HOOK
104116.01 RECESSED "KNOX-BOX" OR EQUAL AS REQUIRED AND APPROVED BY NANTUCKET FIRED DEPT.
220000.01 TOILET
220000.04 MOP SINK
220000.08 SINK AND FAUCET (REFER TO PULMBING DRAWINGS)
220000.09 ADA SINK
230000 HVAC (*N)(REFER TO MECH. DRAWINGS)
230000.01 MECHANICAL (REFER TO MECH. DRAWINGS)
230000.02 MECHANICAL, EXISTING TO REMAIN (REFER TO MECH. DRAWINGS)
260000.01 ELECTRICAL AND TELEDATA (REFER TO ELEC. DRAWINGS)
260000.03 LIGHT FIXTURE (REFER TO ELEC. DRAWINGS)

A10.10 Scale:  1 1/2" = 1'-0"
A EXTERIOR DETAIL - GARAGE DOOR CONNECTION

A10.10 Scale:  1 1/2" = 1'-0"
A4 INTERIOR DETAIL - WALL JOINT

A10.10 Scale:  1 1/2" = 1'-0"
A5 INTERIOR DETAIL - COLUMN ENCLOSURE

A10.10 Scale:  1 1/2" = 1'-0"
B2 CONNECTION - SOUTHEAST CORNER

A10.10 Scale:  1 1/2" = 1'-0"
A2 DETAIL - SOUTHWEST CORNER

A10.10 Scale:  1 1/2" = 1'-0"
B4 EXTERIOR DETAIL - MECH AREA

A10.10 Scale:  1 1/2" = 1'-0"
B5 INTERIOR DETAIL -  SECOND FLOOR OPENING
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UPPER SASH

LOWER SASH

0'
 - 

1"

0' - 1" 0' - 1"

7/
8'

 M
UN

TI
N 

TY
P.

062013.01
099113.01

085413.01
NEW WOOD FRAMED IGU WITH
OPERABLE AWNING. MATCH
CHARACTER & PROPORTIONS
OF EXISTING HISTORIC
WINDOWS.

0'
 - 

1"

A

EXTERIOR INTERIOR

WOOD BLOCKING

PAINTED GWB

NEW PLYWOOD
SHEATHING

PAINTED
WOOD SHAKE

DOUBLE HUNG
WOOD FRAMED IGU

HISTORIC
PAINTED
WOOD TRIM

 FLASHING

WOOD FRAME

V.I.F.

REFER TO WALL SCHED.

BATT INSULATION

PAINTED WOOD
CASING TRIM

092900.08

EXTERIORINTERIOR

RESTORE EXISTING
WOOD STOOL

WOOD BLOCKING

PAINTED GWB
PAINTED
WOOD SHAKE

WOOD FRAMED
IGU

RESTORE EXISTING
WOOD SILL

 FLASHINGNEW PLYWOOD
SHEATHING

RESTORE EXISITNG
WOOD TRIM

RESTORE
HISTORIC
PAINTED
WOOD TRIM

V.I.F.

REFER TO WALL SCHED.

BATT INSULATION

+/
- 0

'-1
" 

V.
I.F

.

RESTORE EXISTING
WOOD TRIM

061600.01

074625.03

099113.01

085413.01
062013.01

099113.01

EXTERIOR INTERIOR

PAINTED
WOOD TRIM

WOOD BLOCKING

PAINTED GWB
PAINTED
WOOD SHAKE

WOOD FRAMED IGU
W/ OPERABLE

AWNING

 FLASHING

REFER TO WALL SCHED.

061000.05

099123.01

076200.01

062013.03
099123.01

061000.05

092900.08
099123.01

074625.03

EXTERIORINTERIOR

WOOD BLOCKING

PAINTED GWB

WOOD FRAMED IGU
W/ OPERABLE

CANOPY

 FLASHING

WOOD STOOL
WOOD SILL

0'
 - 

1"

PAINTED WOOD
TRIM

PAINTED WOOD
TRIM

0'
 - 

1"

WOOD TRIM

V.I.F.

REFER TO WALL SCHEDULE

 PAINTED WOOD
TRIM

HISTORIC
PAINTED WOOD
TRIM

DOUBLE
HUNG WOOD
FRAMED IGU

WOOD FRAME

FIRST FLOOR
EL. 10' - 0"

ATTIC FLOOR
EL. 26' - 2"

PROPOSED 2ND FLOOR
EL. 20' - 10"

A

PROPOSED 1ST FLOOR
EL. 10' - 4"

B5
A10.30

B3
A10.30

B4
A10.30

B2
A10.30

B1
A10.30

REVISIONS

5 4 3 2 1

A

B

C

OWNER REVIEW

A10.30

WINDOW DETAILS

ISSUED FOR BID
19 AUGUST 2015
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KEYNOTE LEGEND
NUMBER NOTE

017000.01
017300.01 EXISTING TO REMAIN
017300.02 PROTECT EXISTING ELEMENT
017300.07 PROTECT EXISTING ELEMENT. REMOVE AND RELOCATE AS REQUIRED TO PAINT.
051200.01 STRUCTURAL STEEL (REFER TO STRUCTURAL DRAWINGS)
055000.02 METAL HANDRAIL ASSEMBLY
061000.01 ROUGH FRAMING
061000.02 NEW INFILL WALL AT LOCATION OF EXG WALL PENETRATION.
061000.03 NEW INFILL WALL AT LOCATION OF EXISITNG WINDOW.
061000.04 NEW GWB PARTITION WALL UNDER STAIR. RETURN WALL SO THAT AREA IS FULLY ENCLOSED.
061000.05 WOOD BLOCKING AS REQ'D
061000.06
061600.01 PLYWOOD SHEATHING
062013.01 WOOD TRIM TO MATCH EXG HISTORIC TRIM AT EXG WINDOWS
062013.03 WOOD TRIM TO MATCH EXG. HISTORIC TRIM
062013.04 RESTORE HISTORIC TRIM AT EXG. WINDOWS
062013.05 WOOD FASCIA/RAKE TO MATCH HISTORIC
062013.06 RESTORE EXG. HISTORIC WOOD TRIM
064100.01 SHELVING
072100.02 BATT INSULATION
072700.02 FLEXIBLE FLASHING/ STRIPS
073113.01 NEW 3-TAB RED ASPHALT ROOF SHINGLES
073113.02 ROOFING UNDERLAYMENT
073113.03 RIDGE VENT CAP
074625.01 REPLACE ROTTEN OR OTHERWISE COMPROMISED WOOD SHAKE WITH NEW. NOTIFY

ARCHITECT OF ANY SIGNS OF WATER DAMAGE BENEATH SIDING. PRIME AND PAINT TO
MATCH EXTERIOR.

074625.02 NEW SIDING AT LOCATION OF EXG WALL PENETRATION
074625.03 WOOD SHINGLE AND SHAKE SIDING
074625.04 RIDGE VENT
076200.01 FLASHING
079200.01 SEALANT
081113.01 HOLLOW METAL FRAME
081416.01 FLUSH WOOD DOOR
081420.02 STEEL REINFORCED OVERHEAD DOOR
081420.03 STEEL REINFORCED WOOD SWING DOOR
082000 WOOD DOORS AND FRAMES
082200 FRP DOORS & FRAMES
083113.01 ACCESS DOOR AND FRAME
085213 ALUMINUM CLAD WOOD WINDOWS
085213.03 SEALANT
085213.04 LOW EXPANSION FOAM INSULATION
085413.01 NEW WINDOW TO MATCH EXG HISTORIC WINDOW IN PROFILE, PROPORTION AND

CHARACTER.
087100.01 DOOR HARDWARE (REFER TO DR SCHED)
089119.01 ALUM. LOUVER
092900.01 PROVIDE GYPSUM WALL BOARD END TO PARTIALLY DEMOLISHED WALL. SURFACE AND EDGES

SHOULD BE SMOOTH AND READY TO ACCEPT PRIMER.
092900.04 REGLET & ACESSORIES
092900.06 GWB CEILING ASSEMBLY
092900.07 GWB SHEATHING OVER EXISTING STRUCTURE
092900.08 NEW GWB WALL ASSEMBLY
096513.01 RESILIENT BASE; INSTALL AT ALL WALL AND FLOOR JOINTS AND ALONG ALL FIXED

CASEWORK AT KICK.
096723.01 EPOXY FLOORING
096723.02 INTEGRAL EPOXY WALL APPLICATION
099113.01 EXTERIOR PREP, PRIME & PAINT
099123.01 INTERIOR PREP, PRIME & PAINT
099600.01 HIGH PERFORMANCE PAINTING
102800 TOILET, BATH, AND LAUNDRY ACCESSORIES
102800.01 TOILET PAPER DISPENSER
102800.02 MEDICINE CABINET
102800.03 PAPER TOWEL DISPENSER
102800.04 GRAB BAR
102800.05 SOAP DISPENSER
102800.06 RECESSED WASTE RECEPTACLE
102800.11 CLOTHES HOOK
104116.01 RECESSED "KNOX-BOX" OR EQUAL AS REQUIRED AND APPROVED BY NANTUCKET FIRED DEPT.
220000.01 TOILET
220000.04 MOP SINK
220000.08 SINK AND FAUCET (REFER TO PULMBING DRAWINGS)
220000.09 ADA SINK
230000 HVAC (*N)(REFER TO MECH. DRAWINGS)
230000.01 MECHANICAL (REFER TO MECH. DRAWINGS)
230000.02 MECHANICAL, EXISTING TO REMAIN (REFER TO MECH. DRAWINGS)
260000.01 ELECTRICAL AND TELEDATA (REFER TO ELEC. DRAWINGS)
260000.03 LIGHT FIXTURE (REFER TO ELEC. DRAWINGS)

WINDOW SCHEDULE
Type
Mark Rm. Name

Rm.
Number

Head
Height Sill Height

Frame
Material

Frame
Finish

Head
Detail

Jamb
Detail

1 PROPAGATION AREA 101 8' - 4 1/2" 2' - 6" WOOD PAINT C6 C3
1 PROPAGATION AREA 101 8' - 4 1/2" 2' - 6" WOOD PAINT C6 C3
1 PROPAGATION AREA 101 8' - 4 1/2" 2' - 6" WOOD PAINT C6 C3
1 STORAGE 103 7' - 10 1/2" 2' - 0" WOOD PAINT C6 C2
1 STORAGE 103 7' - 10 1/2" 2' - 0" WOOD PAINT C5 C2
1 STORAGE 103 7' - 10 1/2" 2' - 0" WOOD PAINT C5 C2
1 STORAGE 103 7' - 10 1/2" 2' - 0" WOOD PAINT C5 C2
1 STORAGE 103 8' - 4 1/2" 2' - 6" WOOD PAINT C5 C2
1 STORAGE 103 8' - 4 1/2" 2' - 6" WOOD PAINT C5 C2
2 OFFICE 202 4' - 2" 0' - 10" WOOD PAINT C4 C1
2 OFFICE 203 4' - 2" 0' - 10" WOOD PAINT C4 C1
2 OFFICE 204 4' - 2" 0' - 10" WOOD PAINT C4 C1
2 OFFICE 204 4' - 2" 0' - 10" WOOD PAINT C4 C1
2 OFFICE 201 4' - 2" 0' - 10" WOOD PAINT C4 C1
2 OFFICE 201 4' - 2" 0' - 10" WOOD PAINT C4 C1

A10.30 Scale:  3/4" = 1'-0"
A5 WINDOW TYPE 1

A10.30 Scale:  3/4" = 1'-0"
A3 WINDOW TYPE 2

A10.30 Scale:  3" = 1'-0"
B5 HEAD DETAIL - WINDOW TYPE 1

A10.30 Scale:  3" = 1'-0"
B3 SILL DETAIL - WINDOW TYPE 1

A10.30 Scale:  3" = 1'-0"
B4 HEAD DETAIL - WINDOW TYPE 2

A10.30 Scale:  3" = 1'-0"
B2 SILL DETAIL - WINDOW TYPE 2

A10.30 Scale:  3" = 1'-0"
B1 MEETING RAIL - WINDOW TYPE 1

NOTE: IN ALL FIRST FLOOR LOCATIONS, DESIGN INTENTION FOR NEW
WINDOWS (TYPE 1) IS TO REPLICATE EXISTING HISTORIC WINDOWS IN
SIZE, PROPORTION AND CHARACTER. SECOND FLOOR WINDOWS (TYPE 2)
SHOULD REPLICATE HISTORIC WINDOWS IN PROPORTION AND
CHARACTER.

FIELD VERIFY ALL EXISTING WINDOW DIMENSIONS. WINDOW
FABRICATOR TO PROVIDE SHOP DRAWINGS OF WINDOW TYPES 1 & 2.
PROVIDE NOTES ON SHOP DRAWINGS WHERE DIMENSIONS DEVIATE
FROM EXISTING WINDOW.

A10.30 Scale:  3/4" = 1'-0"
1 SECTION - WINDOW TYPE 1
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OWNER REVIEW
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3D REPRESENTATIONS -
EXTERIOR VIEWS

ISSUED FOR BID
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A12.00 Scale:
C5 3D EXTERIOR VIEW FRONT

A12.00 Scale:
A5 3D EXTERIOR VIEW BACK
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F

REMOVE EXISTING TOILET & LAVATORY.
MAINTAIN ASSOCIATED WASTE, VENT, H&CW
BRANCH PIPING AS REQUIRED FOR CONNECTION
TO NEW FIXTURES.

REMOVE EXISTING PROPANE FIRED WATER HEATER.
REMOVE ASSOCIATED PIPING CONNECTIONS BACK TO
NEAREST MAIN AND CAP. REMOVE EXISTING FLUE AND
PATCH EXISTING WALL TO MATCH EXISTING.

REVISIONS
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510 Chapman St, Suite 201
Canton, MA 02021
Tel. (860) 632−1682
Fax. (860) 632−1768
CES #2014385.00
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FIRST FLOOR PLUMBING DEMOLITION
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MAINTAIN EXISTING
SANITARY VENT
THROUGH ROOF
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SECOND FLOOR
PLUMBING DEMOLITION
PLAN
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2ND FLOOR PLUMBING DEMOLITION PLAN



1. THE PLUMBING CONTRACTOR SHALL REMOVE ALL PLUMBING FIXTURES,

   CARRIERS, TRIM, ACCESSORIES, EQUIPMENT, FLOOR DRAINS AND PIPING

   AS SHOWN OR INDICATED ON THE DRAWINGS.

2. ALL PIPING TO BE REMOVED SHALL BE REMOVED COMPLETELY OR AS

   OTHERWISE SHOWN OR INDICATED ON DRAWINGS. ALL PIPE HANGERS,

   SLEEVES, RISER CLAMPS, ETC. SHALL BE REMOVED COMPLETELY WITH

   PIPING. NO EXISTING HANGER SYSTEMS SHALL BE REUSED FOR NEW PIPING.

3. ALL PIPING TO BE REMOVED SHALL BE REMOVED TO BELOW FLOOR,

   ABOVE CEILING OR IN WALLS BACK TO MAINS OR SHUT OFF VALVES

   AT MAINS AND PROPERLY CAPPED PER CODE WITHOUT LEAVING DEAD

   ENDED PIPING.

4. NO EQUIPMENT OR DEVICES THAT HAVE BEEN DISCONNECTED AND OR

   ABANDONED SHALL REMAIN.

5. ALL EXISTING PIPING AND EQUIPMENT SHOWN HAS BEEN TAKEN FROM

   THE BEST AVAILABLE EXISTING INFORMATION. THE DRAWINGS ARE

   DIAGRAMMATIC AND ALL FIXTURES, PIPING, AND DEVICES MAY NOT BE

   SHOWN. THE INTENT OF THESE DRAWINGS IS THAT IN ALL AREAS OF

   RENOVATION THAT THEY ARE REMOVED, WHETHER OR NOT SHOWN

   (UNLESS INDICATED TO REMAIN).

6. THE PLUMBING CONTRACTOR SHALL VISIT THE SITE AND BECOME

   FAMILIAR WITH THE EXISTING SYSTEMS AND CONDITIONS IN AREAS

   OF RENOVATION.

7. ANY SYSTEMS OR EQUIPMENT TO REMAIN ACTIVE DURING RENOVATION

   SHALL BE KEPT IN OPERATION BY PROVIDING TEMPORARY PIPING

   CONNECTIONS AS REQUIRED UNTIL NEW SYSTEMS ARE INSTALLED

   AND OPERATIONAL.

8. THE PLUMBING CONTRACTOR SHALL COORDINATE WITH THE OWNER,

   CM, AND OR GENERAL CONTRACTOR ANY AND ALL PHASING OF THE

   PLUMBING DEMOLITION WORK IN ORDER TO SATISFY THE CONSTRUCTION

   SCHEDULE AND OWNERS OCCUPANCY REQUIREMENTS.

9. THE PLUMBING CONTRACTOR SHALL ALSO REVIEW THE ARCHITECTURAL

   DEMOLITON DRAWINGS AS PART OF THIS CONTRACT FOR ADDITIONAL

   INFORMATION AND REQUIREMENTS.

10. ALL SERVICE INTERUPTIONS SHALL BE COORDINATED AND APPROVED WITH

   THE OWNER A MINIMUM OF 3 DAYS IN ADVANCE PRIOR TO COMMENCEMENT

   OF ANY WORK.

11. THE PLUMBING CONTRACTOR SHALL COORDINATE HIS DEMOLITION WORK

   WITH THAT OF OTHER TRADES IN ORDER TO AVOID CONFLICTS.

12. ANY FIXTURE OR EQUIPMENT TO BE REMOVED AND REUSED OR RETURNED

   TO OWNER AT OWNERS REQUEST OR AS INDICATED ON DRAWINGS SHALL BE

   CAREFULLY REMOVED AND STORED TO PREVENT DAMAGE.

 1. THESE GENERAL NOTES ARE APPLICABLE TO ALL PLUMBING DRAWINGS.

 2. DRAWINGS ARE DIAGRAMMATIC AND SHOW GENERAL INTENT OF WORK, SEE

    DETAILS, SCHEDULES AND SPECIFICATIONS FOR ADDITIONAL INFORMATION.

 3. PLUMBING CONTRACTOR MUST REVIEW DRAWINGS OF THE OTHER TRADES

    AS PART OF THIS CONTRACT FOR ADDITIONAL WORK REQUIRED AND OR

    COORDINATION OF HIS WORK FOR OPERATIONS OR CONNECTIONS TO

    OTHER SYSTEM.

 4. THE PLUMBING CONTRACTOR IS RESPONSIBLE FOR PROVIDING & INSTALLING

    ALL SERVICES TO HVAC EQUIPMENT INCLUDING BUT NOT LIMITED TO: GAS

    SUPPLY PIPING CONDENSATE PIPING, COLD WATER MAKE-UP PIPING DRAINS,

    & CONNECTIONS TO AIR HANDLING UNITS, FAN COIL UNITS, UNIT HEATERS,

    BOILERS, CHILLERS, ETC. ALSO, DEVICES REQUIRED INCLUDE BACKFLOW

    PREVENTERS, REGULATORS, UNIONS, TRAPS, & SHUT-OFF VALVES REQUIRED

    FOR THIS EQUIPMENT. REFER TO HVAC DWGS. FOR ADDITIONAL INFORMATION

    AND COORDINATION.

 5. THE PLUMBING CONTRACTOR SHALL PROVIDE PIPE EXPANSION JOINTS ON

    PIPING PASSING THRU ALL BUILDING EXPANSION JOINT LOCATIONS AS

    REQUIRED PER BUILDING CODES WHETHER OR NOT SHOWN ON DRAWINGS.

    REVIEW ARCHITECTURAL AND STRUCTURAL DRAWINGS FOR EXACT BUILDING

    EXPANSION JOINT LOCATIONS AND EXPANSION DIMENSIONS.

 6. ALL PLUMBING FIXTURES AND EQUIPMENT ARE EXISTING TO REMAIN UNLESS

    NOTED OTHERWISE.

 7. MAINTAIN ALL H&CW, WASTE AND VENT PIPING TO ALL FIXTURES THAT ARE

    NOTED TO REMAIN.

PLUMBING SYMBOL LEGEND

PLUMBING ABBREVIATIONS

PLUMBING DEMOLITION LEGEND

PLUMBING GENERAL NOTES

PLUMBING DEMOLITION GENERAL NOTES

PLUMBING FIXTURE CONNECTION SCHEDULE

PLUMBING PIPING LEGEND

DESCRIPTION

L-1

SYMBOL

BALL VALVE

OS&Y GATE VALVE

GATE VALVE

THERMOSTATIC MIXING VALVE

GLOBE VALVE

BALANCING VALVE

BUTTERFLY VALVE

FIXTURE TYPE

CONNECT NEW TO EXISTING

PIPE TRAP

CLEANOUT

CI

DESCRIPTIONABBREVIATION

HW

HWR HOT WATER RECIRCULATION

CW

CO

CD

FCO FLOOR CLEANOUT

COLD WATER

CONDENSATE DRAIN

FGCO

FLS

FFE

FINISHED GRADE CLEANOUT

FINISHED FLOOR ELEVATION

FLOOR SINK

FLOOR DRAINFLD

CAST IRON

HOT WATER

ROOF DRAIN

THERMOSTATIC MIXING VALVE

SOIL STACK

PUMPED CONDENSATE DRAIN

SANITARY

RAIN WATER LEADER

REDUCED PRESSURE BACKFLOW PREVENTER

RD

PCD

TMV

SAN

SS

RWL

RPBP

V

VTR

WCO

WHA

W

TP

VENT

VENT THRU ROOF

WATER HAMMER ARRESTOR

WASTE

TRAP PRIMER

WALL CLEANOUT

REMOVER

EXISTING TO BE RELOCATED

EXISTING TO REMAIN

ER

ETR

REMOVE PIPE, FIXTURE OR EQUIPMENT

ABBREVIATION DESCRIPTION

VENTWASTE
CONNECTIONTYPE

FIXTURE
CONNECTION CONNECTION

COLD WATER HOT WATER
CONNECTION

1/2" 1/2"1 1/2" 1 1/2"LAVATORY

SHOWER -- 1/2"1/2"

SINK (S-1) 1 1/2"1 1/2" 1/2"1/2"

WATER CLOSET 2"3" -1/2"

NOTES:

1. REFER TO ARCHITECTURAL DRAWINGS FOR ALL PLUMBING FIXTURE MOUNTING HEIGHTS.

2. ALL PIPE TRAPS AT SINKS AND LAVATORIES SHALL BE CHROME PLATED CAST BRASS WITH SWIVEL JOINT.

ABOVE FINISHED FLOOR

ACCESS DOOR

AFF

AD

BFP BACKFLOW PREVENTER

DF DRINKING FOUNTAIN

DW DIRECT WASTE

GPM GALLONS PER MINUTE

INV ELEV

LAV

IW

INVERT ELEVATION

LAVATORY

INDIRECT WASTE

ST STORM

TYP TYPICAL

URINALU

VS VENT STACK

WC WATER CLOSET

WASTE AND VENTW&V

WS WASTE STACK

ADA ACCESSIBLE FIXTURE

85°F TEMPID
WATER

-

-

-

-

DOWNDN

DIRECTION OF FLOW

FLANGE

END CAP

UNION

CLEANOUT

DROP AND RUN

TEE OFF TOP OF PIPE

TEE OFF BOTTOM OF PIPE

TEE UP

TEE DOWN

90° ELBOW UP

90° ELBOW DOWN

NATURAL GAS ABOVE FLOOR

STORM ABOVE FLOOR (SECONDARY)

STORM BURIED (PRIMARY)

STORM ABOVE FLOOR (PRIMARY)

VENT

SANITARY WASTE BURIED

SANITARY WASTE ABOVE FLOOR

HOT WATER RECIRCULATION (110°F)

HOT WATER (110°F)

SYMBOL

COLD WATER

DESCRIPTION

INDIRECT WASTE

SINK (S-2) 1 1/2"2" 1/2"1/2" -

1/2" 1/2"3" 1 1/2"JANITOR'S SINK -

REVISIONS

5 4 3 2 1
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510 Chapman St, Suite 201
Canton, MA 02021
Tel. (860) 632−1682
Fax. (860) 632−1768
CES #2014385.00
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F

3/4"H&CW UP

2"W UP,
2"V UP

CONNECT NEW
 3/4"CW
TO EXISTING CW
SUPPLY BELOW
BUILDING

CO-1

CO-1

CO-1

CO-1

L-1

WC-1

SH-1

1 1/2"W UP,
1/2"CW UP

FLD-1

1/2"CW UP TO
S-1. 1 1/2"W
FROM S-1

1 1/2"V UP
FROM 3"W

FLD-1

1/2"H&CW DN

1/2"CW UP TO
S-1. 1 1/2"W
FROM S-1

3"W UP,
1/2"CW UP,
2"V UP

CONNECT NEW
1 1/4"PROPANE
TO EXG SUPPLY
BELOW BUILDING

1 1/4"PROPANE UP
IN WALL

1 1/4"PROPANE UP
TO MECH ROOM
ABOVE

JS-1

S-2

SPAWN ROOM

S10

STAIR

S1

STORAGE CLOSETS

100A

JANITOR'S CLOSET

100B

STORAGE/WORKROOM

103

STAIR

S2

SHOWER

104RESTROOM

102

CONNECT NEW 4"W
TO NEW SANITARY
MAIN BELOW BUILDING,
AHEAD OF NEW
EJECTOR STATION

EJECTOR STATION
SP-1

CONNECT 2" DISCHARGE
FROM SP-1 TO EXISTING
SANITARY MAIN BELOW
BUILDING

TP-1

1/2"CW UP
TO TP-1

CONNECT NEW 2"V TO
EXG VTR

3"ø SAN1 1/2"ø SAN

3"ø SAN

2"ø SAN

4"ø SAN

CO-1

RECONNECT NEW TOILET AND
LAV TO EXITING H&CW, WASTE
AND VENT PIPING MAINTAINED
DURING DEMOLITION

CONNECT NEW 2"V TO
EXG VTR

3"ø SAN

1 1/2"ø V

3"ø SAN

1/2"ø CW

1/2"ø 110ºF HW

2"ø SAN3"ø SAN

1/2"ø 110ºF HW

2"ø SAN

3/4"ø CW3/4"ø CW

3/4"ø CW

3/4"ø CW

1/2"ø CW

3"ø SAN

1 1/4"ø LP

REVISIONS
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510 Chapman St, Suite 201
Canton, MA 02021
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F

1/2"HW DN, 1/2"CW UP
FROM BELOW, 1 1/2"W DOWN
TO FLOOR BELOW. 1 1/2"V UP

S-1

WC-1
L-1

WH-1

S-1

FLD-1

3/4"H&CW UP & DN,
4"FLUE VENT THROUGH
ROOF

2"V UP

1/2"HW DN, 1/2"CW UP
FROM BELOW,
1 1/2"W DOWN.
1 1/2"V UP

3"W BELOW FLOOR,
2"V UP, 1/2"CW
TO WC-1 SUPPLIED FROM
FLOOR BELOW

1/2"HW DN, 1/2"CW UP
FROM BELOW,
1 1/2"W DOWN.
1 1/2"V UP

1 1/4"PROPANE UP FROM
BELOW. PROVIDE SUPPLY
TO B-1, B-2, WH-1. REFER
TO RISER FOR ADDITIONAL
INFORMATION

3"VTR

OFFICE

202

OFFICE

201

CLOSET

201A

RESTROOM

206

STAIR

S1

MECHANICAL

205

CORRIDOR

200

TANK SERVICE
ROOM

204

TANK HEATER
EQUIP. ROOM

203

CLOSET

202A

TP-1

2"ø V 1 1/2"ø V

1/2"ø 110ºF HW
3/4"ø 110ºF HW

1/2"ø 110ºF HW

3"ø V

1 1/2"ø V

2"ø V

REVISIONS

5 4 3 2 1

A

B

C

510 Chapman St, Suite 201
Canton, MA 02021
Tel. (860) 632−1682
Fax. (860) 632−1768
CES #2014385.00

P-102

SECOND FLOOR
PLUMBING PLAN

ISSUED FOR BID

19 AUGUST 2015
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PLUMBING 2ND FLOOR



LP

L
P

FINISHED GRADE FINISHED GRADE

EXISTING BURIED PROPANE
SUPPLY FROM EXISTING
BURIED TANK

EXTERIOR WALL

EXISTING
PRESSURE
REGULATOR

EXISTING
VALVE

SECOND FLOOR

WH-1

11/4"PROPANE
AT 13"W.C

199 MBH

1"PROPANE
AT 13"W.C

REDUCE PRESSURE
AT EQUIPMENT
(TYPICAL)

B-1
93 MBH

REFER TO TYPICAL GAS
CONNECTION TO EQUIPMENT
DETAIL. (TYPICAL)

FIRST FLOOR

B-1
93 MBH

NEW 11/4"PROPANE,

CONNECT TO EXG
SUPPLY BELOW
BUILDING

NEW
SHUT
OFF
VALVE

1"PROPANE
AT 13"W.C

TYPICAL TRAP PRIMER INSTALLATION DETAIL
2

TYPICAL INDIRECT WASTE PIPING TO FLOOR DRAIN/FLOOR SINK DETAIL
4

TYPICAL FLOOR DRAIN / FLOOR SINK SERVICE PIPING INSTALLATION DETAIL
1

TYPICAL SUMP PUMP INSTALLATION DETAIL
3

PROPANE GAS RISER
6

NTSSCALE:

NTSSCALE:

NTSSCALE:

NTSSCALE:

N.T.S.

OF BASIN

2'-6"

FROM TOP
2'-0" MIN

LC

3'-0"

4'-0"

13 1/4"

3"

INLET

INLET

CL

(BY PLBG. CONT)

#'-#"

HIGH LEVEL ALARM

FINISHED FLOOR = ##.##'

#'-#"

PUMP 1

TURN ON

TURN OFF

LEVEL

BASIN ELEVATION

2" SUMP DISCHARGE,

3"VENT UP

COLD WATER SUPPLY,
SIZE AS INDICATED
ON DWGS.

1/2"CW

BALL VALVE

DISTRIBUTION UNIT:
2-4 OPENING UNIT
AS REQUIRED.

1/2" TYPE "K" SOFT
COPPER PIPING TO
FLOOR DRAINS. INSULT
TO PROTECT FROM FREEZING
AS REQUIRED.

TRAP PRIMER:
PRECISION PRODUCTS
MODEL P-1 OR
APPROVED EQUAL

1/2"CW

CONCRETE

STRUCTURAL SLAB

PIPE SLEEVE
(TYPICAL)

1/2" TYPE "K" COPPER
TRAP MAKE-UP WATER
DOWN IN WALL TO FLOOR
DRAINS
(TYPICAL)

1/2" TRAP PRIMER
CONNECTION ON
TAILPIECE
(TYPICAL)

WASTE PIPING, REFER TO
FLOOR PLAN FOR TYPICAL
SIZES.

1/2" TYPE "K" COPPER,
BURIED, INSULATE ALL BURIED
TRAP PRIMER PIPING TO PROTECT
FROM FREEZING.

FINISHED FLOOR  ELEVATION

1-1/2"VENT RISER
BURIED

1-1/2"VENT RISER
UP (TYPICAL)

WALL CONSTRUCTION,
ORIENTATION AS DETERMINED
ON FLOOR PLANS.FLOOR DRAIN OR FLOOR

SINK, REFER TO DETAIL
ON THIS DRAWING FOR ADDITIONAL
INFORMATION.
(TYPICAL)

APPROX.
30" MIN.FLOOR SLAB:

REFER TO ARCHITECTURAL
DRAWINGS FOR THICKNESS.

INVERT ELEVATION###''

SIMPLEX, SUBMERSIBLE,
NON-CLOG PUMP, REFER TO
SPECIFICATION ON THIS
DRAWING FOR ADDITIONAL
REQUIREMENTS.

HOPPER BOTTOM

HYDRAULICALLY SEALED
DISCHARGE FLANGE

2" BALL
CHECK VALVE

WIRE HIGH WATER LEVEL PROBE
ALARM CIRCUIT TO BUILDING'S "DDC"
SYSTEM BY TEMPERATURE
CONTROL CONTRACTOR.

HIGH WATER LEVEL PROBE DRY
CONTACT IN CONTROL PANEL,
PROVIDED BY PANEL MANUFACTURER,
INSTALLED BY PLUMBING CONTRACTOR

HIGH WATER LEVEL PROBE
FURNISHED AND INSTALLED
BY BASIN MANUFACTURER

HIGH WATER LEVEL PROBE
WIRING TO CONTROL PANEL,
PROVIDED/INSTALLED BY
PLUMBING CONTRACTOR

2"GATE VALVE

2"DISCHARGE

FLASHING ALARM LIGHT

SEAL FAILURE LIGHT

NOTE:
1. ALL FLOOR DRAINS / SINKS SHALL BE PROVIDED WITH TRAP
  PRIMER CONNECTIONS AND VENT PIPING PER CMR 248. REFER
  TO FLOOR DRAIN DETAIL FOR ADDITIONAL INFORMATION.

2. VERIFY FLOOR CONSTRUCTION TYPE WITH ARCHITECTURAL
  DRAWINGS AND EXISTING CONDITIONS. MATERIAL SHOWN AS
  EXAMPLE  "ONLY". CONTRACTOR SHALL FIELD VERIFY  EXISTING
  FLOOR TYPE PRIOR TO INSTALLATION.

PIPE SIZE AS
NOTED ON PLAN

FINISHED FLOOR

INDIRECT WASTE LINES

2x
INLET
PIPE
DIA.
AIR GAP

NEMA
4X  J
BOX

LOCKING
CLASP (FOR
PADLOCK BY
G.C.)

LIFTING
CHAIN

GATE VALVE EXTENSION
PROVIDED FOR
DISCHANGE GREATER
THAN 2'-0" FROM TOP
OF BASIN.

NEMA 4X CONTROL
PANEL  LOCATED
OFF COVER   BY
PLUMBING
CONTRACTOR

MOUNT
CONTROL
PANEL ON
WALL

120V/1PHASE
CONTROL WIRE,
PROVIDED AND
INSTALLED BY THE
ELECTRICAL
CONTRACTOR

FLOOR DRAIN INSTALLATION
FLOOR DRAIN DEPRESSION RADIUS OF AREA DRAINED

(FEET)

5 FT
10 FT
15 FT
20 FT
25 FT

1/2"
3/4"

1 1/2"
1 1/4"
1"

(INCHES)

REVISIONS

5 4 3 2 1

A

B

C

510 Chapman St, Suite 201
Canton, MA 02021
Tel. (860) 632−1682
Fax. (860) 632−1768
CES #2014385.00

P-200

PLUMBING DETAILS

ISSUED FOR BID

19 AUGUST 2015
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199,000

SYMBOL

WH-1 I

TYPE LOCATION

0.4 GPM 9.8 GPM /-0V-0�

REMARKS

--

MANUFACTURER/
MODEL NUMBER

FUEL
TYPE

BTUH
INPUT

MINIMUM
ACTIVATION
FLOW RATE

MAX FLOW
RATE

RINNAI MODEL #
RUR98i

2ND FLR
MECH ROOM PROPANE

ELEC DATA
HP-VOLTS-PH

NOTES;

S = STORAGE TYPE HEATER.

I = INSTANTANEOUS TYPE HEATER

(WATER HEATER REQUIRES A MINIMUM OF 6"W.C. GAS PRESSURE TO OPERATE)

GPM AT
75° DELTA-T

5.0 GPM

PLUMBING FIXTURE SCHEDULEPLUMBING SPECIALTIES SCHEDULEWATER HEATER SCHEDULE-GAS FIRED

SUMP PUMP SCHEDULE

2. INSTALL PLUMBEREX HANDY-SHIELD MAXX PIPE PROTECTOR ON THE HOT,

3. FIXTURES AND TRIM AS NOTED SHALL BE "ACCESSIBLE" AND SHALL BE INSTALLED TO

4. PROVIDE LOOSE KEY SUPPLY VALVES AT THE PIPE CONNECTIONS TO FIXTURES.

5. PROVIDE WATER HAMMER ARRESTORS (WHA-1) AT THE PIPE CONNECTIONS.

1. COLOR SHALL BE WHITE.

REMARKS:

6. REFER TO FIXTURE CONNECTION SCHEDULE FOR PIPE SIZES TO EACH FIXTURE.

ACCESSORIES
AND
TRIM

SYMBOL
MODEL NUMBER

MANUFACTURER/

OF FIXTURE

DESCRIPTION
REMARKS

   COLD, AND DRAIN PIPING UNDER FIXTURE.

   ADA / ANSI A117 REQUIREMENTS.

REMARKS

REMARKS:

DESCRIPTIONMANUFACTURER/

MODEL NUMBER
SYMBOL

COMPONENTS
AND

ACCESSORIES

VANDAL PROOF
MODEL #

CO-1 JR. SMITH

WITH TAPER

CAST IRON TEE
CLEANOUT:

THREAD-BRONZE

SCREWS.
# 2

VANDAL PROOFWC0-1 # 2WALL CLEANOUT:

MODEL #

JR. SMITH

4532S-U

4402C-U

PLUG.

SCREWS.

1. PROVIDE ISOLATION VALVES AT THE SUPPLY PIPE CONNECTIONS.

2. REFER TO FLOOR PLANS FOR SIZES.

3.   INSTALL SIZED PER LOAD (WSFU) RECOMMENDED BY PDI & MANUFACTURER.

4. THE TRAP PRIMER SHALL BE INSTALLED A MINIMUM OF 1 FOOT ABOVE FINISHED FLOOR
FOR EVERY 20 FEET OF PRIMER LINE.

DUCO CAST IRON,
SPIGOT FERRULE
CAST BRONZE
THREAD PLUG,
STAINLESS STEEL
ROUND COVER AND
SCREW.

#1,2,3,4,6L-1 AMERICAN STANDARD
MODEL #9141.011

LAVATORY:

ACCESSIBLE, WALL

HUNG, 4" CENTERS,

OVERFLOW DRAIN

CHICAGO FAUCET
#895-317 WITH
4"CENTERS, 4"BLADE
HANDLES K-13885
OFFSET GRID DRAIN,
KEYED SUPPLY
STOPS, JR SMITH
0700 SERIES CARRIER

FOR CARPETED
-Y CARPET MARKER

MODEL #
JR. SMITHFCO-1 # 2FLOOR CLEANOUT:

4023S-NB-U-FC FLOORS
CAST IRON BODY,
ROUND ADJUSTABLE
SCORIATED NICKLE
BRONZE TOP,
FLANGE GASKET
INSIDE, CAULK
OUTSIDE.
VANDAL PROOF &
BRONZE PLUG

HB-1

REMOVABLE KEY

3/4" THREADED
HOSE CONNECTION

BRONZE BODY,
FREEZE PROOF,
VACUUM BREAKER,
HOSE BIBB:JR SMITH

5609QT
SERIES #

# 1

WC-1 #1,3,4,5,6OLSONITE #95SS OPEN
FRONT, COVERLESS,
WHITE SEAT.

WATER CLOSET:

ACCESSIBLE,

FLOOR MOUNTED,

ELONGATED BOWL,

VITREOUS CHINA,

TANK TYPE,

1.6 MAX GPF.

AMERICAN
STANDARD
"CADET"
MODEL #
2998.012

SH-1 #3,6SHOWER:

-

-

RINSE SHOWER,
WALLS & FLOOR
PER ARCHITECTURAL
DRAWINGS

SYMMONS "TEMPTROL
II" MODEL #BP-65-1-231,
WTIH HAND SHOWER
AND FLEX METAL
HOSE AND SLIDE BAR,
VANDAL PROOF
SHOWER HEAD. 1.5
GPM FLOW
RESTRICTOR

#2,3,4,6S-1 ELKAY
"LUSTERTONE"
MODEL # LRAD-2219

SINK:

ACCESSIBLE,

COUNTERTOP (4)-4"

SPACED FAUCET

HOLES, 18 GAUGE

TYPE 302 SST, SELF

RIMMING, 6 1/2"DEEP.

SYMMONS
SYMMETRIX, CHROME
PLATED FAUCET,
EXTRA LONG, SINGLE
LEVER, 1 GPM, HOSE
SPRAY, MODEL #
S-23-2, CHROME
PLATED GRID DRAIN
ASSEMBLY # LK-8,

TP-1 # 2,4TRAP PRIMER:PRECISION PLUMBING
"PRIME-RITE" MODEL
# PR-500

INTERNAL VACUUM
BREAKER AND
BACKFLOW
PREVENTER UNIT.
1/2" INLET AND
OUTLET

DISTRIBUTION UNITS
MODEL #DU-U AS
REQUIRED FOR THE
NUMBER OF FLOOR
DRAINS SHOWN ON
THE DRAWINGS.

# 1,4JS-1 SEE REMARK #7FIAT MODEL
# MSB-2424

JANITORS SINK:

MOLDED STONE BASIN,

24"x24"x10", SST

INTEGRAL DRAIN BODY.

7. PROVIDE WITH FIAT MODEL #830-AA SERVICE FAUCET WITH VACUUM BREAKER, MODEL
  #1453-BB 16 GAUGE STAINLESS STEEL STRAINER, MODEL #1239-BB ALUMINUM BUMPER
  GUARD PLATE, MODEL #MSG-3636 WALL GUARD, MODEL #889-CC MOP HANGER, AND
  MODEL #832 HOSE AND BRACKET. FLOOR MOUNTED DRAIN BODY SHALL BE STAINLESS
  STEEL CAST INTEGRAL. PROVIDE  FOR A CAULKED LEAD CONNECTION NO LESS THAN
  1"DEEP FROM DRAIN TO A 3" WASTE PIPE.

#2,3,4S-2 FIAT MODEL #
FL-1

SINK:

MOLDED STONE,

BAKED ENAMEL LEGS,

(2)4"-SPACED FAUCET

HOLES, 21x23x13"DEEP

SYMMONS
SYMMETRIX, CHROME
PLATED FAUCET,
EXTRA LONG, SINGLE
LEVER, 1 GPM, HOSE
SPRAY, MODEL #
S-23-2, CHROME
PLATED GRID DRAIN
ASSEMBLY # LK-8,

SP
BELOW

BUILDING
0-60 140°F30SP-1

SP = SUBMERSIBLE PUMP

SYMBOL TYPE LOCATION
MANUFACTURER/
MODEL NUMBER

CAPACITY
FEET OF

HEAD

SYSTEM
SERVED

CAPACITY
GPM

FLUID
TEMP
(F°)

ELEC DATA
HP-VOLT-PH

WASTE
WATER

HYDROMATIC MODEL #
HPG200-

FBGHRS2460WP
2-208V-3�

NOTES:
1, PUMP PACKAGE SHALL INCLUDE BASIN, CONTROLS, COVER, FLOATS, ETC. REFER TO SPECIFICATIONS FOR MORE INFORMATION.
2. BASIN SHALL BE 2' DIA X 5' DEEP.
3. PUMP PACKAGE SHALL BE SIMPLEX. THE PLUMBING CONTRACTOR SHALL FURNISH AND PROVIDE ONE ADDITIONAL PUMP TO
  THE OWNER

NOTES

#1,2,3

REVISIONS

5 4 3 2 1

A

B

C

510 Chapman St, Suite 201
Canton, MA 02021
Tel. (860) 632−1682
Fax. (860) 632−1768
CES #2014385.00

P-500

PLUMBING SCHEDULES

ISSUED FOR BID

19 AUGUST 2015
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1 2 3 4 5 6 7

E

D

C

B

A

F

T

REMOVE EXISTING CEILING
HUNG HOT WATER AIR
HANDLING UNIT WITH HOT
WATER COIL AND ALL
ASSOCIATED PIPING

REMOVE EXISTING CEILING
HUNG HOT WATER FURNACE
AND ALL ASSOCIATED PIPING

REMOVE EXISTING
PROPANE HEATER
AND ASSOCIATED
FLUE

REMOVE ALL ABANDONED HOT
WATER PIPING

1) REFER TO DRAWING M-500 FOR EQUIPMENT SCHEDULE AND DRAWING M-500 FOR EQUIPMENT
SYMBOLS, LEGENDS, AND ABBREVIATIONS.

2) REMOVE ALL EXISTING MECHANICAL HEATING AND COOLING SYSTEMS, INCLUDING BUT NOT
LIMITED TO ALL ASSOCIATED FLUES, PIPING, VALVES, THERMOSTATS, WIRING AND ANY
ACCESSORIES.

GENERAL NOTES - MECHANICAL DEMO

REVISIONS

5 4 3 2 1

A

B

C

510 Chapman St, Suite 201
Canton, MA 02021
Tel. (860) 632−1682
Fax. (860) 632−1768
CES #2014385.00

MD-101

FIRST FLOOR
MECHANICAL
DEMOLITION PLAN

ISSUED FOR BID

19 AUGUST 2015
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1

MECHANICAL DEMOLITION FIRST FLOOR



1 2 3 4 5 6 7

E

D

C

B

A

F

REMOVE EXISTING FURNACE REMOVE EXISTING MAGIC PAK
AHU AT ATTIC ABOVE, REMOVE
ASSOCIATED DUCTWORK AT 2ND
FLOOR CEILING

REMOVE EXISTING FAN AT WALLREMOVE EXISTING UNIT HEATER
AND ALL ASSOCIATED HOT
WATER PIPING

1) REFER TO DRAWING M-500 FOR EQUIPMENT SCHEDULE AND DRAWING M-500 FOR EQUIPMENT
SYMBOLS, LEGENDS, AND ABBREVIATIONS.

2) REMOVE ALL EXISTING MECHANICAL HEATING AND COOLING SYSTEMS, INCLUDING BUT NOT
LIMITED TO ALL ASSOCIATED FLUES, PIPING, VALVES, THERMOSTATS, WIRING AND ANY
ACCESSORIES.

GENERAL NOTES - MECHANICAL DEMO

REVISIONS

5 4 3 2 1

A
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C

510 Chapman St, Suite 201
Canton, MA 02021
Tel. (860) 632−1682
Fax. (860) 632−1768
CES #2014385.00

MD-102

SECOND FLOOR
MECHANICAL
DEMOLITION PLAN

ISSUED FOR BID

19 AUGUST 2015
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MECHANICAL DEMOLITION 2ND FLOOR



TEMPERATURE CONTROL LEGEND

PIPING  LEGEND HVAC DUCTWORK LEGEND

HVAC DEMOLITION LEGEND

MECHANICAL ABBREVIATION LIST

PIPE RISE

UNION

PIPE DROP

CHECK VALVE

GLOBE VALVE

RETURN/EXHAUST/OUTSIDE AIR ARROW

OPEN ENDED DUCT WITH 1/2" SQUARE

RETURN/EXHAUST REGISTER

GALVANIZED STEEL WIRE MESH SCREEN.

UNDERCUT DOOR

SUPPLY DIFFUSER (ARROWS DESIGNATE
PATTERN REQUIREMENTS)

SUPPLY ARROW

UD

CD

BALL VALVE

GATE VALVE

CONDENSATE DRAIN

REF

SYMBOL

REFRIGERANT LIQUID

DESCRIPTION

NEW DUCTWORK (SINGLE LINE)

VOLUME DAMPER

MOTORIZED DAMPER

FIRE DAMPER WITH ACCESS DOOR

BACKDRAFT DAMPER

RETURN DUCT DROP (SINGLE LINE)

RETURN DUCT RISE (SINGLE LINE)

RETURN DUCT RISE (DOUBLE LINE)

SUPPLY DUCT DROP (SINGLE LINE)

SUPPLY DUCT DROP (DOUBLE LINE)

SUPPLY DUCT RISE (SINGLE LINE)

SUPPLY DUCT RISE (DOUBLE LINE)

RETURN DUCT DROP (DOUBLE LINE)

MD

BD

FD/AD
THERMOSTAT

EXISTING DUCTWORK (DOUBLE LINE)

FLEXIBLE DUCTWORK

NEW DUCTWORK (DOUBLE LINE)

ACOUSTICAL LINED DUCTWORK

EXISTING DUCTWORK (SINGLE LINE)

(DOUBLE LINED)

ACOUSTICAL LINED DUCTWORK
(SINGLE LINED)

SYMBOL DESCRIPTION

DESCRIPTION

HWS

SYMBOL

RE

REMOVE EXISTING DUCTWORK/EQUIPMENT

REMOVE EXISTING PIPING/EQUIPMENT

REMOVE EXISTING

HOT WATER SUPPLY

HOT WATER RETURN

HWS

HWR

ABBREVIATION DESCRIPTION

AIR COND. UNIT
ACCESS DOOR

ABOVE FINISHED FLOOR

AMBIENT

APPROXIMATE
AVERAGE
BREAK HORSE POWER

BRITISH THERMAL UNIT
CAPACITY

CUBIC FEET PER MINUTE

CUBIC FOOT

DRY BULB

ENTERING AIR TEMPERATURE
EXHAUST FAN

ENTERING
EXTERNAL STATIC PRESSURE

ENTERING WATER TEMPERATURE

EXISTING
EXHAUST

EXTERNAL
DEGREES FAHRENHEIT
FIRE DAMPER

FEET PER MINUTE
FEET

GAUGE

GALLON

GALLONS PER MINUTE

HEAD

HORSE POWER
HOUR

FREQUENCY
INCH
INCHES WATER GAUGE
KILOWATT

LEAVING AIR TEMPERATURE
POUNDS

LINEAR FEET
LEAVINGLEAVING WATER TEMPERATURE

BTU PER HOUR (THOUSAND)
MINIMUM

NOT TO SCALE
NOT APPLICABLE
NOISE CRITERIA

NOT IN CONTRACT

OUTSIDE AIR
PRESSURE DROP (FEET OF WATER OR INCHES OF WATER)

PHASE
PRESSURE

POUNDS PER SQUARE INCH GAUGE
RETURN AIR

REVOLUTIONS PER MINUTE

SUPPLY AIR

STATIC PRESSURE

SQUARE FEET

TYPICAL

VOLUME DAMPER
VELOCITY

VOLUME
WET BULB

AC-#
AD

AFF

AMB

APPROX
AVG
BHP

BTU
CAP

CFM

CU FT

DB

EAT
EF-#

ENT
ESP

EWT

EXG
EXH

EXT
°F
FD

FPM
FT

GA

GAL

GPM

HD

HP
HR

HZ
IN.
IN.W.G
KW

LAT
LBS

LF
LWT

MBH
MIN

N.T.S.
N/A
NC

NIC

OA
PD

PH
PRESS

PSIG
RA

RPM

SA

SP

SQ.FT.

TYP

VD
VEL

VOL
WB

CONDENSATE DRAINCD

HWR HOT WATER RETURN
HWS HOT WATER SUPPLY

EXISTING TO REMAINETR

EXISTING TO REMAINE

T

SYMBOLS DESCRIPTION

REVISIONS

5 4 3 2 1

A

B

C

510 Chapman St, Suite 201
Canton, MA 02021
Tel. (860) 632−1682
Fax. (860) 632−1768
CES #2014385.00

M-000

MECHANICAL
ABBREVIATIONS NOTES
& SYMBOLS

ISSUED FOR BID

19 AUGUST 2015
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J

1 2 3 4 5 6 7

E

D

C

B

A

F

720 CFMB
32"x12"

320 CFMA
14"x6"

150 CFMA
12"x6"

150 CFMA
12"x6"

150 CFMA
12"x6"

150 CFMA
12"x6"

24"x8"

VRV-1-1

VRV-1-2

12"x8"

T

T

REFRIGERANT
PIPING UP TO 2ND
FLOOR

1-1/4" HWS&R UP
TO BOILERS AT
2ND FLOOR

T

T

T

T

T

TO HOT WATER
UNIT HEATER UH-3

T

6" OUTDOOR AIR
INTAKE DUCT,
BALANCE FOR 100
CFM, TERMINATE
AT ROOF CAP

6" OUTDOOR
AIR INTAKE
DUCT, BALANCE
FOR 100 CFM

SHOWER

104

RESTROOM

102

STORAGE/WORKROOM

103

STAIR

S2

STAIR

S1

JANITOR'S CLOSET

100B

SHELLFISH
PROPAGATION AREA

100

STORAGE CLOSETS

100A

SPAWN ROOM

S10

149.43 SF

4'-0"R2

0.5 GPM

CUH-1

UH-1

UH-2

UH-3

100 CFMA
12"x6"

100 CFMA
12"x6"

100 CFMA
12"x6"

100 CFMA
12"x6"

450 CFMB
12"x12"

EF-2

UH-4

TO VRV-1-2

EF-1

75 CFMC
8"x4"

75 CFMD
8"x4"

12"x6"

24"x8"

12"x8"

T

DN THRU FLOOR
TERMINATE WITH 1/2" WIRE
MESH SCREEN

14"x26"

VRV-1-3

4" OUTDOOR AIR
INTAKE DUCT,
BALANCE FOR
70 CFM

UP TO SECOND FLOOR

4'-0"R2

0.5 GPM

4'-0"R2

0.5 GPM

4'-0"R2

0.5 GPM

4'-0"R2

0.5 GPM

4'-0"R2

0.5 GPM

1 1/4"ø HWR

1 1/4"ø HWS

3/4"ø HWR

3/4"ø HWS

3/4"ø HWS
3/4"ø HWR

3/4"ø HWR

3/4"ø HWS

3/4"ø HWR
3/4"ø HWS

3/4"ø HWS
3/4"ø HWR

1"ø HWR
1"ø HWS

3/4"ø HWR
3/4"ø HWS

3/4"ø HWR
3/4"ø HWS

3/4"ø HWR
3/4"ø HWS

LOW ON
WALLLOW ON

WALL

1"ø HWR

1"ø HWS

3/4"ø HWR
3/4"ø HWS

CU-1

PROVIDE DUCT TO REDIRECT
CONDENSER AIR EXHAUST 90 DEGREES,
ADHERE TO MANUFACTURERS
REQUIREMENTS FOR SMALL SPACE
INSTALLATION.

1"ø HWS

3/4"ø HWR UP TO SECOND FLOOR
1"ø HWR
UP TO
SECOND
FLOOR

3/4"ø HWS

UP TO
SECOND
FLOOR

46"x12"

TOILET EXHAUST
TO TERMINATE AT
ROOF CAP

8"x4"

12"x4"

8"x4"

12"x4"

345 CFMA
12"x8"

10"x8"

TOILET EXHAUST
DUCT TO
TERMINATE AT
ROOF CAP

1"ø COND

3/4"ø COND

3/4"ø COND

3/4"ø COND

100 CFMA
12"x6"

TO VRV-1-1

TO VRV-1-3

UH-7

T

3/4"ø HWR
3/4"ø HWS

3/4"ø HWS
3/4"ø HWR

1"ø HWS
1"ø HWR

32"x12"

1) REFER TO DRAWING M-500 FOR EQUIPMENT SCHEDULE AND DRAWING M-500 FOR EQUIPMENT
SYMBOLS, LEGENDS, AND ABBREVIATIONS.

2) PROVIDE FIRE STOPPING AND SMOKE BARRIER SEALING OF ALL PENETRATIONS THROUGH FIRE
WALLS OR SMOKE BARRIERS AS REQUIRED. REFER TO ARCHITECTURAL FLOOR PLANS AND
CODE SHEETS FOR WALLS.

GENERAL NOTES - MECHANICAL

3) PROVIDE MOTORIZED CONTROL VALVE AT ALL HEATING TERMINAL UNITS, INCLUDING BUT NOT
LIMITED TO FIN TUBE RATIATION, CABINET UNIT HEATERS, UNIT HEATERS AND CEILING MOUNTED
UNIT HEATERS.

4) PROVIDE VOLUME DAMPERS AT ALL BRANCH DUCTS.

5) SEQUENCE OF OPERATIONS:
COOLING: UPON RISE IN ROOM TEMPERATURE (74 DEGREES F ADJUSTABLE), THE VRV SERVING
THE SPACE SHALL MODULATE USING INTERNAL CONTROLS TO SATISFY THE COOLING DEMAND.

HEATING: UPON DROP IN ROOM TEMPERATURE OF 0.5 DEGREES F BELOW THE EFFECTIVE
HEATING SETPOINT (72 DEGREES F ADJUSTABLE), PERIMETER HYDRONIC RADIATION SHALL BE
ENERGIZED (EACH RADIATOR SHALL HAVE A MOTORIZED VALVE AS STATED ABOVE).  UPON
FURTHER DROP IN ROOM TEMPERATURE OF 1.8 DEGREES F BELOW THE EFFECTIVE HEATING ET
POINT (70 DEGREES F ADJUSTABLE), THE VRV SERVING THE SPACE SHALL MODULATE USING
INTERNAL CONTROLS TO SATISFY THE HEATING DEMAND.

REVISIONS

5 4 3 2 1
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510 Chapman St, Suite 201
Canton, MA 02021
Tel. (860) 632−1682
Fax. (860) 632−1768
CES #2014385.00
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FIRST FLOOR
MECHANICAL PLAN
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MECHANICAL DUCTWORK FIRST FLOOR



JJ

J J

1 2 3 4 5 6 7

E

D

C

B

A

F

VRV-2-2

VRV-2-3

VRV-2-1

OUTDOOR AIR
INTAKE

B-2

HWP-2

EXHAUST AIR
DISHCARGE

10"ø

8"ø

10"ø

8"ø

8"ø

8"ø

4"ø

4"ø

COMBUSTION AIR
INTAKE (TYP FOR
2) TERMINATE AT

WALL CAP

T

TT

100 CFMA
8"x8"

50 CFMD
8"x8"

50 CFMD
8"x8"

100 CFMA
8"x8"

100 CFMA
8"x8"

50 CFMD
8"x8"

REFRIGERANT
SUCTION AND
LIQUID PIPING
(TYP)

UH-6

OFFICE

201

OFFICE

202

TANK HEATER
EQUIP. ROOM

203

TANK SERVICE
ROOM

204

MECHANICAL

205

CORRIDOR

200

CLOSET

201A

RESTROOM

206

STAIR

S1

CLOSET

202A

EF-3

6" TX UP THRU
ROOF.
TERMINATE AT
ROOF CAP.

EF-4MAF-1

SOFFIT VENT SEE
ARCHITECT'S
DRAWINGS FOR
LOCATION,
DIMENSIONS AND
DETAIL(TYP)

UH-5

B-1

BP-2

BP-1

HWP-1

HWC-1

5'-6"R1

0.5 GPM

23'-0"R1

1.3 GPM
20'-6"R1

1.2 GPM

3/4"ø HWR

3/4"ø HWS

3/4"ø HWR3/4"ø HWS
3/4"ø HWS 3/4"ø HWR

1 1/4"ø HWR

1"ø HWR

1"ø HWS

4"ø

3/4"ø HWS
3/4"ø HWR

3/4"ø HWS
3/4"ø HWR

ET-1

AS-1

1 1/4"ø HWR

1 1/4"ø HWS

DN TO FIRST FL

DN TO FIRST FL

T

MAKE UP AIR DUCT DN
TO FIRST FLOOR

26"x14"

INSTALLED VERTICALLY AT SIDEWALL
WITH FAN GUARD
AND GRAVITY
BACKDRAFT
DAMPER

TERMINATE WITH 1/2"
WIRE MESH SCREEN

3/4"ø HWR

1"ø HWR
1"ø HWS

3/4"ø HWS

DN TO FIRST FL
DN TO FIRST FL

EQUIPMENT BY
OTHERS

8"ø

8"ø

8"ø

ERV-1

3/4"ø HWS

3/4"ø HWR

3/4"ø COND

3/4"ø COND

3/4"ø COND

8"x8"

8"x8"

1 1/4"ø HWS

T

THERMOSTAT
SHALL BE TIED TO
OPERATION OF
EF-4, SEE
DRAWING EP-102
KEY NOTE "E4".

MITSUBISHI DIAMOND
CONTROLLER DC-1 AND
POWER SUPPLY MODULE
DC1-PS

TERMINATE AT
WALL CAP

TERMINATE AT
WALL CAP

2455 CFMA
26"x14"

FLUE UP TO TERMINAT AT ROOF

FLUE UP TO TERMINAT AT ROOF

4"ø

1) REFER TO DRAWING M-500 FOR EQUIPMENT SCHEDULE AND DRAWING M-500 FOR EQUIPMENT
SYMBOLS, LEGENDS, AND ABBREVIATIONS.

2) PROVIDE FIRE STOPPING AND SMOKE BARRIER SEALING OF ALL PENETRATIONS THROUGH FIRE
WALLS OR SMOKE BARRIERS AS REQUIRED. REFER TO ARCHITECTURAL FLOOR PLANS AND
CODE SHEETS FOR WALLS.

GENERAL NOTES - MECHANICAL

3) PROVIDE MOTORIZED CONTROL VALVE AT ALL HEATING TERMINAL UNITS, INCLUDING BUT NOT
LIMITED TO FIN TUBE RATIATION, CABINET UNIT HEATERS, UNIT HEATERS AND CEILING MOUNTED
UNIT HEATERS.

4) PROVIDE VOLUME DAMPERS AT ALL BRANCH DUCTS.

5) SEQUENCE OF OPERATIONS:
COOLING: UPON RISE IN ROOM TEMPERATURE (74 DEGREES F ADJUSTABLE), THE VRV SERVING
THE SPACE SHALL MODULATE USING INTERNAL CONTROLS TO SATISFY THE COOLING DEMAND.

HEATING: UPON DROP IN ROOM TEMPERATURE OF 0.5 DEGREES F BELOW THE EFFECTIVE
HEATING SETPOINT (72 DEGREES F ADJUSTABLE), PERIMETER HYDRONIC RADIATION SHALL BE
ENERGIZED (EACH RADIATOR SHALL HAVE A MOTORIZED VALVE AS STATED ABOVE).  UPON
FURTHER DROP IN ROOM TEMPERATURE OF 1.8 DEGREES F BELOW THE EFFECTIVE HEATING ET
POINT (70 DEGREES F ADJUSTABLE), THE VRV SERVING THE SPACE SHALL MODULATE USING
INTERNAL CONTROLS TO SATISFY THE HEATING DEMAND.

REVISIONS
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SECOND FLOOR
MECHANICAL PLAN
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MECHANICAL DUCTWORK 2ND FLOOR



2" HWS

HWP-1

HWP-2

2
" 

H
W

S

2
" 

H
W

S

2
" 

H
W

S

2
" 

H
W

S

AS-1

B-1
2

" 
H

W
S

2
"H

W
R

M

DP

HWS

HWR

LOCATED AT
UH-2

B-2

2
" 

H
W

S

2" HWS

M

2" HWR

TEMPERATURE
AND
PRESSURE
TEST
CONNECTION
(TYP.)

2" HWS

2" HWR

2
" 

H
W

R

WALL MOUNTED WALL MOUNTED

BP-1 BP-2

DOMESTIC COLD WATER MAKE-UP

BALANCE VALVE

1" HWS
THERMOMETER

(TYPICAL)

MOTORIZED VALVE

(TYPICAL)

TEMPERATURE SENSOR (TYPICAL)

ET-1

SEE DETAIL THIS
SHEET FOR PUMP
DETAIL (TYP)

1-1/4" HWS

24" MIN

3/4" DRAIN
VALVE

3/4" DRAIN
VALVE

CONDENSATE
SEE M8.02
DETAIL #12.

CONDENSATE
SEE M8.02
DETAIL #12.

SEE DETAIL THIS
SHEET FOR PUMP
DETAIL (TYP)

SEE DETAIL THIS
SHEET FOR PUMP
DETAIL (TYP)

HWS

HWR

UP TO 7.0 GPM

OA
TEMP
SENSOR

N.T.S.

HOT WATER RETURN

HOT WATER SUPPLY

BALANCE VALVE

REDUCER (TYPICAL)

AQUASTAT

CONTROL VALVE

STRAINER

BALL VALVE (TYPICAL)

HOT WATER COIL

CABINET ENCLOSURE

FAN BOARD ASSEMBLY

DRAIN VALVE WITH 3/4"
HOSE END CONNECTION
AND BRASS PLUG

UNION
(TYPICAL)

LONG RADIUS TEE

1/4W, 4"MIN.

SUPPLY AND RETURN DUCTS

TYPICAL TURNING VANE

D+D1

SUPPLY DUCTS ONLY

LONG RADIUS TEE

D+D1
D1

D

AIRFLOW

D

SUPPLY DUCTS ONLY

TAKE-OFF

SUPPLY DUCTS ONLY

TAKE-OFF

45°1/4W, 4"MIN.

AIRFLOW

D

D

W

SLOPE 1" IN 7"

SUPPLY AND RETURN DUCTS

FULL RADIUS ELBOW

AIRFLOW

D1

W

1-1/2W

RETURN DUCTS ONLY

1-1/2W

AIRFLOW

W

SLOPE 1" IN 7"

RETURN DUCTS ONLY

TAKE-OFF

AIRFLOW

W

45°

1" 1"

SQUARE ELBOW
SUPPLY AND RETURN DUCTS

1"R

2"R 1"

1"

90°

D>D1

D1>4"

N.T.S.

DOUBLE THICKNESS
TURNING VANES

N.T.S.

HANGER ROD, SECURE TO STRUCTURE ABOVE.
SIZE IN ACCORDANCE WITH MANUFACTURER'S
RECOMMENDATIONS. PUMP TO BE SUPPORTED
SEPERATELY FROM PIPING.

STRAINER

FLOW

CHECK VALVE

BALL VALVE (TYPICAL)

BALANCING VALVE

PRESSURE GAUGE

IN-LINE PUMP

AIR FLOW

REDUCER (TYPICAL)

UNIT HEATER

BALANCE VALVE

AQUASTAT
STRAINER

UNION (TYPICAL)

N.T.S.

MANUAL AIR VENT SEE
DETAIL (TYPICAL)

DRAIN VALVE WITH  3/4" HOSE
END CONNECTION AND BRASS
PLUG

BALL VALVE (TYPICAL)

CONTROL VALVE

HOT WATER  RETURN

HOT
WATER
SUPPLY

REDUCER  (TYPICAL)

N.T.S.

BALANCE VALVE

HOT WATER SUPPLY

PARTITION WALL OR
CHASE

HOT WATER RETURN

CONTROL VALVE

BALL VALVE WITH
CAPPED HOSE END

EXTRUDED ALUMINUM GRILLE

0.0 GPM - 3.0 GPM, 3/4"
3.5 GPM - 7.0 GPM, 1"

COIL

FLEXIBLE CONNECTORS AND DOUBLE
ELBOWS NOT REQUIRED FOR DUCT
MOUNTED COIL

HWC-1

TWO WAY CONTROL VALVE, TWO
POSITION

N.T.S.

1
HEATING SYSTEM HYDRONIC PIPING DIAGRAM

4
HOT WATER CABINET UNIT HEATER PIPING DIAGRAM

N.T.S.

5
TYPICAL DUCT DETAILS

3
IN-LINE PUMP DETAIL

6
HORIZONTAL HOT WATER UNIT HEATER PIPING DIAGRAM

HOT WATER FIN TUBE RADIATION PIPING DIAGRAM2

7
HOT WATER COIL PIPING DIAGRAM

NOTES:

A. JJM CONDENSATE NEUTRALIZING TUBE
B. FACTORY SUPPLIED CONDENSATE TRAP. PROVIDE FIELD FABRICATED SUPPORTS AS REQUIRED.
C. CONDENSATE DRAIN TERMINATION AT FLOOR DRAIN OR CONDENSATE PUMP RESERVOIR INLET. SECURE IN PLACE AS REQUIRED.
D. FLOOR DRAIN OR SUMP.
E. BOTTOM OF BOILER CONDENSATE OUTLET MUST BE ABOVE THE THE BOTTOM OF THE JM TUBE CONDENSATE OUTLET.
F. UNISTRUT CLAMPS, SECURE TUBE IN POSITION AND SECURELY. CONDENSATE OUTLET MUST BE ORIENTED UP, WITH CONDENSATE INLET

TO THE SIDE.
G. UNISTRUT BASE, BOLT TO FLOOR OR MOUNTING PAD.
H. PLASTIC TUBING OR PVC PIPE.
I. USE HOSE CLAMPS AT ALL CONNECTIONS WHEN USING FACTORY SUPPLIED RUBBER HOSE.

WALL MOUNTED
CONDENSING BOILER

B

EA

D

FLOOR

H

H

I

C

G

F

BOILER
VENT

WALL
REVISIONS
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-

SHELLFISH PROP
100

204

TANK SERVICE

SHELLFISH PROP
100

SHELLFISH PROP
100

205

MECHANICAL

STAIR
S2

(FPM)

SHOWER
104

3.  PROVIDE WITH VIBRATION ISOLATORS.
4.  PROVIDE WITH 12" HIGH ROOF CURB.

2.  PROVIDE WITH GRAVITY BACKDRAFT DAMPER.
1.  PROVIDE WITH DISCONNECT SWITCH.

RMUBF = ROOF MOUNTED UPBLAST FAN

RMDBF = ROOF MOUNTED DOWNBLAST FAN

IL    = IN-LINE

TYPE: REMARKS:

CEF   = CEILING EXHAUST FAN

DRIVE:

B = BELT DRIVE
D = DIRECT DRIVE

CB    = CENTRIFUGAL BLOWER

MANUFACTURER/
MODEL NUMBER

SYMBOL TYPE LOCATION SERVING
SP

(IN WG)

FAN
SPEED
(RPM)

DRIVE BHP
AIR

FLOW
(CFM) HP VOLTS PH

MOTOR DATA
WEIGHT

(LBS)
SONES REMARKS

1. CENTER DIFFUSERS, GRILLES & REGISTERS INSTALLED IN CEILINGS IN ONE HALF OF 2'x4' CEILING TILES
OR CENTERED IN 2'x2' CEILING TILES. REFER TO ARCHITECT'S REFLECTED CEILING PLAN.

MODEL NUMBER

880
KREUGER

MANUFACTURER/

B

SYMBOL

A SUPPLY

DUTY TYPE NECK VEL.
MAXIMUM

(FPM)

400

CONSTRUCTION

<16 STEEL

FRAME

SURFACE MOUNTED WITH SCREWED FLANGE

BLADES

REMARKS
CRITERIA

NOISE

STEELSIDEWALL
GRILLE

TACO

MODEL NUMBER
MANUFACTURER/

C = COMPRESSION
TYPES:

ET-1

SYMBOL
MIN. ACCEPTANCE

VOLUME (GAL)

MECH ROOM

CONFIGURATION:

V = VERTICAL
H = HORIZONTAL

CA90-125
D/H

TYPE/
SYSTEM

VOLUME (GAL)

10

MIN.TANK

205

LOCATION
SIZE

(DIA x L)

D = DIAPHRAGM

30x20

BELL & GOSSETT

MODEL NUMBER
MANUFACTURER/

AS-1

SYMBOL

MECH ROOM
ROLAIRTROL RL-2 205

LOCATION

HHWS

CONFIGURATION

3.5

NOTES

NOTES:
1.

HHWS

SERVICE

20

FLOW (GPM)

1.0

(FT. WATER)
PRESSURE DROP

INPUT

VITODENS WB2B-26

MANUFACTURER/
MODEL NUMBER

SYMBOL

B-1
VIESSMANN

(MBH)

ELECTRICAL DATA

AMPS

12.00.87

CONTENT
WATER

1

PHASEVOLTS

120

WEIGHT
(LBS)

102

OPERATING
MEDIA

HW

(GALS)

FUEL DATA

NG

(MBH)
IBR RATE

TYPE

1. OUTPUT RATING BASED ON 160°F/120°F SUPPLY/RETURN.

REMARKS:

9.5/4.3 4" MIN.

(IN. WG)
PRESSURE

2. BOILERS SHALL BE ELECTRONIC IGNITION.

7431-93

FLOW/
MAXIMUM

FLOW

3. BOILERS SHALL BE PROVIDED WITH TEMPERATURE SENSOR, AND

(MBH)

28-85

OUTPUT

VITOCONTROL-S WB2B FOR USE IN MULTIPLE BOILER APPLICATIONS.

(FT)

7.5

WPD

96.1%

EFFICIENCY
DIMENSIONS

(W x H x D)

17.75x33.5x14

MEDIA:

HW  = HOT WATER

RET/EXH
CEILING RETURN 500 STEEL STEEL

S80
KREUGER

GRILLE
<16 SURFACE MOUNTED WITH SCREWED FLANGE

MANUFACTURER/
MODEL NUMBER

SYMBOL TYPE LOCATION
ELECTRICAL

VOLTS PHASEHP

CAPACITY
(MBH)

(MIN/MAX)
FLOW

AIR H.W.
FLOW
(GPM)

DIMENSION

AMPS
W.T.
ENT LVG

W.T.
(°F) (°F)

NO.
OF

ROWS

2. PROVIDE WITH THERMOSTAT.

NOTES:

1. PROVIDE WITH ADJUSTABLE HORIZONTAL & VERTICAL BLADES.

4. PROVIDE VIBRATION ISOLATION AND HANGING RODS.
3. PROVIDE WITH OPTIONAL RECESSED INSTALLATION KIT.

REMARKS
(WxDxH)

1

CUH-1 RITTLING WALL

MTD VESTIBULE 101 1201/60 10.35160 120 1 2

BHP

(GPM) PHASEVOLTSRPMHP

MOTOR DATA

(%)(°F)
EFF

PUMP

(FT)
TDH

RATE TEMP
AVG. FLUID

MEDIALOCATIONTYPESYMBOL

HWP-1

MANUFACTURER/
MODEL NUMBER

IL = IN-LINE

REMARKS:

BM = BASE MOUNTED

1. PUMP SHALL BE PROVIDED WITH INTEGRAL ECM MOTOR TO ALLOW FOR VARIABLE SPEED OPERATION.

FLOW
REMARKS

HWP-2

WATER 12081/4- 1600-48002520 140
HEATING

205
MECH ROOM

IL 68
1.25x3-30

WILO STRATOS
1

IL WATER 12081/4- 1600-48002520 140
HEATING

205
MECH ROOM

IL 68 1

38.2x10x24
RW-260-02

EF-1 1,2,3D -8150.25150
1ST FL TOILET/

JANITOR
1ST FL
TOILET

IL
LOREN COOK

GN-186
N/A 120 1 18 2.5

C

DFB
KREUGER

0.76.9 150

CEILING EXHAUST
500

D

S80
KREUGER

RETURN STEEL STEEL<16GRILLE
LAY-IN T-BAR, 1" FILTER

4. PROVIDE VERTICAL VENT (COAXIAL) COMBINED FLUE AND COMBUSTION AIR

INTAKE.

WILO STRATOS

1.25x3-30

5. PROVIDE WITH OUTDOOR AIR RESET AND MODULATING CONTROL.

UH-1 RITTLING
RH-63

19.9 1/10 120 11.0870
MTD

CLG
2,41.3 25.8x13.3x19

VITODENS WB2B-26
B-2

VIESSMANN
HW

SOUND

PRESSURE
(BTUH)

CAPACITIES

COOLING HEATING

(BTUH)
TONS

NOMINAL
SYMBOL REMARKSMCA

VOLTS PHASE

ELECTRICAL

(LBS)

WEIGHT

UNITS SERVEDMANUFACTURER MODEL LOCATION

MITSUBISHI
VRV-1-1, VRV-1-2, VRV-1-3, VRV-2-1,

VRV-2-2 & VRV-2-3
60135,000120,00010 1,2.3,4,5,645 208 3 697PUHY-P120TKMU-BS 1ST FL

(dBA)

REMARKS:

1. R410A REFRIGERANT.  CAPACITY RATINGS AT ARI CONDITIONS. COOLING - 80°F EDB, 67°F EWB, 95°F ODB. HEATING - 70°F EDB, 47°F ODB, 43°F OWB.

2. DIVISION 26 TO PROVIDE DISCONNECT PER "a" MODULE, "b" MODULE AND "c" MODULE

3. PROVIDE WITH DUCT COWL ON TOP OF UNIT TO DISCHARGE 90 DEGREES.

4. PROVIDE WITH DC-600E DIAMOND CONTROLLER, NPB-BATTERY/U OPTIONAL BATTERY KIT, NPB-PWR-UN-H/U OPTIONAL 90-263 VOLT AC POWER SUPPLY

MODULE, NPM-256MB/U UPGRADE RAM MEMORY TO 256 MB.

5. PROVIDE MITSUBISHI MODEL AE-200A CENTRALIZED CONTROLLER, UNIT SHALL INCLUDE MONITORING ANNUAL AND WEEKLY SCHEDULING, SENDING

ERROR EMAIL, ONLINE MAINTENANCE TOOL, INTERLOCK CONTROL AND DATA MONITORING.

6. REFRIGERANT PIPE SIZES AND QUANTITIES SHALL BE GOVERNED BY FINAL FIELD LAYOUT.

CU-1

(MBH)

HEATING
COOLING

CAPACITIES

(MBH)

REMARKS
TYPEMODELMANUFACTURERSYMBOL

NOM.

TONS

FAN

PHASEVOLTSMCA

ELECTRICAL SOUND
REFRIGERANT PIPING FROM
CONDENSING UNIT TO AIR

HANDLER

LIQUID GAS

LOCATION
CFM

(LOW-HIGH)

1ST FLOOR

(dBA)

VRF-1-1 DMITSUBISHI

(HIGH)

1.5 600 17.6/13.6 9.9 1/4" 1/2" 1.56PEFY-P18NMAU-E3 208 1 - -

WATTS

66

EF-2 1,2,3D -7720.275SHOWER 104
SHOWER

104
IL

LOREN COOK
GC-146

N/A 120 1 17 0.930

EF-3 1,2,3D -7720.275
RESTROOM

206
RESTROOM

206
IL

LOREN COOK
GC-146

N/A 120 1 17 0.930

BOILER
PUMP

BP-1

BP-20.87 102NG9.5/4.3 4" MIN.7431-93 28-85 7.596.1% 17.75x33.5x14 12.0 1120

BP-1 IL 11150.14- 1300-2700219.5 140
205

MECH ROOM
IL - 1

WILO STAR S

21 FX WATER

HEATING

BP-2 IL 11150.14- 1300-2700219.5 140
205

MECH ROOM
IL - 1

WILO STAR S

21 FX WATER

HEATING

UH-2 RITTLING
RH-63 MTD

CLG
2,4

UH-3 RITTLING
RH-63 MTD

CLG
2,4

1UH-5
RH-24

9.0 1/30 120 10.5450
MTD

2,40.70 16.9x12x15RITTLING CLG

1UH-6
RH-24

7.4 1/30 120 10.5350
MTD

2,40.70
RITTLING CLG

TC/SC

1ST FLOORVRF-1-2 DPEFY-P36NMAU-E3MITSUBISHI 3.0 1165 35.8/27.9 20.1 3/8" 5/8" 3.5 208 1 - -

SPAWN ROOM S10VRF-1-3 CPCFY-P15NKMU-EMITSUBISHI 1.5 460 14.7/9.9 8.5 1/4" 1/2" 0.44 208 1 - -

OFFICE 201VRF-2-1 BPKFY-P24NKMU-E2MITSUBISHI 2.0 915 23.8/19.5 15.1 3/8" 5/8" 0.63 208 1 - -

TANK SERVICE ROOMVRF-2-2 BPKFY-P12NHMU-E2MITSUBISHI 1.0 415 11.7/8.7 7.5

3/8" 5/8"

0.38 208 1 - -

OFFICE 202VRF-2-3 BPKFY-P24NHMU-E2MITSUBISHI 2.0 915 23.8/19.5 15.1

1/4" 1/2"

0.63 208 1 - -

EF-4 1,3,5D -10800.16200
TANK ROOM

203
TANK ROOM

 203
PWF

LOREN COOK
24XW32D102

3/4 120 1 64 14.3N/A

PWF   = PROPELLER WALL FAN

MAF-1 1,2,3B -17251.52455
TANK ROOM

203
TANK ROOM

 203
CB

LOREN COOK
165 CPV

1.5 208 3 368 69 dBAN/A

119.9 1/10 120 11.0870 1.3 25.8x13.3x19

119.9 1/10 120 11.0870 1.3 25.8x13.3x19

16.9x12x15

UH-4 BEACON MORRIS
TWIN FLOW III W42

WALL

REC
3.5 55 1.0 1 1/30 0.5 120 1 25x4x16 3

PERFORMANCE - GENERAL

(IN WG)
CFM

APD

EXHAUST AIR

(IN WG)

APD

SUPPLY AIR ENTHALPY RECOV

WINTER

(%)

SUMMER

(%)

EFFECTIVENESS

SUMMER (%)WINTER (%)

DIMENSIONSEFFECTIVENESS

CFM

0.750.75 63 5063 65.5 300 12-3/8"x40"x34-15-16"300

UNIT
MANUFACTURER

MODEL NO.

ERV-1

MITSUBISHI
LOSSNAY

REMARKS:

UNIT

LOCATION
REMARKS

1,2,3

(HxWxD)
VOLTS PHASE

1.7 208 1

ELECTRICAL

ESP

0.78

(IN. WC) MCA

1. PROVIDE WITH OPTIONAL MOTORIZED DAMPERS ON EXHAUST AIR AND OUTSIDE AIR CONNECTIONS, FACTORY WIRED.

MECH RM
205

2. PROVIDE WITH FUSED DISCONNECT, DOUBLE WALL CONSTRUCTION, FACTORY MOUNTED FILTER ALARMS(2), BACKDRAFT DAMPERS AT OA AND EXHAUST AIR.

3. PROVIDE WITH SC-ECM - REMOTE POTENTIOMETER SPEED CONTROL.

LGH-F300RX5-E

WEIGHT
(LBS)

73

160 120

160 120

160 120

160 120

160 120

160 120

72

AIR SIDE

MODEL NUMBER
MANUFACTURER/

HWC-1

SYMBOL

CARNES
AVW 10

DM

TYPE

2

OF

19.92 0

TOTAL
CAP

EAT
(°F)

1.0

FLOW

WATER SIDE

0.039

PD
(IN WG)

LAT
(°F)

120160

LWTEWT

0.17

(GPM)
PD

(FT HD)

1

REMARKS
(MBH)

340

VELOCITY

MAXIMUM
FACE

FL
300

(CFM)
FLOW

NO.

ROWS
(°F)(°F)

(W x H)
SIZE

12X14

SI = SLIP-IN CONNECTIONS
FL = FLANGED CONNECTIONSDM = DUCT MOUNTED

TYPES:

1. PROVIDE DUCT MOUNTED COILS WITH INTEGRAL STAINLESS STEEL DRAIN PAN.

REMARKS:

2. PROVIDE TEMPERTURE SENSOR ADJACENT TO HOT WATER COIL

RET/EXH
SIDEWALL RETURN 500 STEEL STEEL

GRILLE
<16 SURFACE MOUNTED WITH SCREWED FLANGE

UH-7 BEACON MORRIS
TWIN FLOW III W42

WALL

REC
3.5 55 1.0 1 1/30 0.5 120 1 25x4x16 3160 120

5.  PROVIDE WITH BELT GUARD.

NOTE:

INDICATES UNIT TYPE

INDICATES NECK SIZE OR
LENGTH(LINEAR ONLY)

INDICATES UNIT
CFM CAPACITY

A
12x12

400

REMARKS:

OF FIN TUBE
INDICATES TYPE

ACTIVE FINNED ELEMENT
INDICATES LENGTH OF

COPPER
RITTLING

MANUFACTURER/
MODEL NUMBER

R1

SYMBOL REMARKS

568

EWT

160

MOUNTING
HEIGHT TO

4"

PIPE
SIZE

3/4"

SIZE
FIN

BTUH/LF
CAPACITY

(°F)

8-7/8"

HEIGHT
ENCLOSURE

TIERS

1

NO. OF

BOTTOM

LWT
(°F)

120

FLOW
GPM/LF

-
 1, 2 & 3

INDICATES HEATING H.W.
FLOW (GAL. PER MINUTE)

1. PROVIDE SUPPORT SADDLE FOR RETURN PIPE AS REQUIRED.
2. PROVIDE ALL REQUIRED MOUNTING HARDWARE AND ENCLOSURE ACCESS PANELS.
3. FINISH TO BE CONFIRMED BY ARCHITECT.

4 1_
4
" x 4 1_

4
" x 40

R
LENGTH

GPM

TYPE:

A. CEILING RECESSED CASSETTE.

B. HIGH WALL.

C. CEILING SUSPENDED.

D. DUCTED CONCEALED.

REMARKS:

1. COOLING CAPACITY AT 80°F EDB, 67°F EWB, & 95°F ODB.  HEATING CAPACITY AT 70°F EDB, 47°F ODB & 43°F OWB.

2. FURNISH AND INSTALL MANUFACTURES  WIRED REMOTE TEMPERATURE SENSOR.

3. FURNISH AND INSTALL ALL CONTROL WIRING NECESSARY FROM OUTDOOR UNIT, INDOOR UNIT, AND ALL OTHER CONTROLS ASSOCIATED WITH SYSTEM.

4. PROVIDED WITH INTERNAL CONDENSATE PUMP.

5. PROVIDE WITH RETURN AIR THERMISTOR.

R2

3_
4
"C-41_

4
"x41_

4
"x40

COPPER
RITTLING

3_
4
"C-41_

4
"x41_

4
"x48

968 160 4" 3/4"14-7/8" 2120 -
 1, 2 & 3

4 1_
4
" x 4 1_

4
" x 48

EXHAUST/MAKE-UP AIR FAN SCHEDULE

DIFFUSER AND REGISTER SCHEDULE

EXPANSION TANK SCHEDULE

AIR SEPARATOR SCHEDULE

BOILER SCHEDULE

UNIT HEATER/CABINET UNIT HEATER SCHEDULE

PUMP SCHEDULE

FINNED TUBE RADIATION SCHEDULE

VRF OUTDOOR CONDENSING UNIT SCHEDULE

VRF SYSTEM - INDOOR AIR HANDLER SCHEDULE

ENERGY RECOVERY VENTILATION UNIT SCHEDULE

HOT WATER COIL SCHEDULE

REVISIONS

5 4 3 2 1

A

B

C

510 Chapman St, Suite 201
Canton, MA 02021
Tel. (860) 632−1682
Fax. (860) 632−1768
CES #2014385.00

M-500

MECHANICAL
SCHEDULES

ISSUED FOR BID

19 AUGUST 2015
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1 2 3 4 5 6 7

E

D

C

B

A

F

TC TC

EXISTING 2" UNDERGROUND ELECTRIC
SERVICE CONDUIT. REMOVE EXISTING
120/240V-1PH-3W SERVICE CONDUCTORS.
THE EC SHALL EVALUATE THE CONDITION
OF THE EXISTING CONDUIT TO DETERMINE
IF REUSE IS POSSIBLE.

EXISTING 120/240V-1PH-3W
METER SOCKET TO BE
REMOVED.

EXISTING PANELBOARD W/
150A MCB MAIN SWITCH #1
TO BE REMOVED

EXISTING TELEPHONE DISTRIBUTION
EQUIPMENT LOCATED ON UNDERSIDE
OF FLOOR TO BE REMOVED.

EXISTING PANELBOARDS W/
150A MCB MAIN SWITCH #2
TO BE REMOVED

1) ALL ELECTRICAL DEVICES SHALL BE REMOVED UNLESS NOTED OTHERWISE. INCLUDING BUT NOT
LIMITED TO RECEPTACLES, LIGHT FIXTURES, LIGHTING CONTROLS, FIRE ALARM DEVICES,
MECHANICAL CONNECTIONS, ETC. REMOVAL SHALL BE COMPLETE INCLUDING BOXES,
BRACKETS, HANGERS AND BRANCH CIRCUIT WIRING BACK TO SOURCE PANELBOARD OR LAST
ACTIVE DEVICE TO REMAIN.

CONTRACTOR SHALL BE RESPONSIBLE FOR DISPOSAL OF ALL ITEMS TO BE REMOVED IN A SAFE,
LEGAL AND RESPONSIBLE MANNER.

CONTRACTOR SHALL BE RESPONSIBLE FOR STORAGE AND HANDLING OF EXISTING TO BE
RELOCATED EQUIPMENT.

CONTRACTOR SHALL MODIFY EXISTING CIRCUITS, WHEN EXISTING DEVICES ARE REMOVED, AS
REQUIRED TO MAINTAIN CIRCUIT CONTINUITY.

THIS PLAN IS DIAGRAMMATIC AND NOT INTENDED TO DEPICT THE ENTIRE SCOPE OF ELECTRICAL
DEMOLITION.  ADDITIONAL DEMOLITION AND MODIFICATION WORK NOT SHOWN SHOULD BE
ANTICIPATED.

REFER TO DRAWING E-500 FOR ELECTRICAL SYMBOLS, LEGENDS AND ABBREVIATIONS.

DEMOLITION NOTES - ELECTRICAL

2)

3)

4)

5)

6)

REVISIONS
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510 Chapman St, Suite 201
Canton, MA 02021
Tel. (860) 632−1682
Fax. (860) 632−1768
CES #2014385.00

ED-101

FIRST FLOOR
ELECTRICAL
DEMOLITION PLAN

ISSUED FOR BID

19 AUGUST 2015

B
ra

n
t 

P
o

in
t 

P
ro

p
a
g

a
ti

o
n

F
a
c
il
it

y
2
A

 E
A

S
T

O
N

 S
T

R
E

E
T

 N
A

N
T

U
C

K
E

T
, 
M

A

 1/4" = 1'-0"
1

FIRST FLOOR ELECTRICAL DEMOLITION PLAN



1 2 3 4 5 6 7

E

D

C

B

A

F

TC

EXISTING WIRELESS CCTV
SYSTEM ANTENNA TO BE
PRESERVED FOR REUSE.

EXISTING CCTV CAMERA
AND WP ENCLOSURE TO BE
PRESERVED FOR REUSE.

1) ALL ELECTRICAL DEVICES SHALL BE REMOVED UNLESS NOTED OTHERWISE. INCLUDING BUT NOT
LIMITED TO RECEPTACLES, LIGHT FIXTURES, LIGHTING CONTROLS, FIRE ALARM DEVICES,
MECHANICAL CONNECTIONS, ETC. REMOVAL SHALL BE COMPLETE INCLUDING BOXES,
BRACKETS, HANGERS AND BRANCH CIRCUIT WIRING BACK TO SOURCE PANELBOARD OR LAST
ACTIVE DEVICE TO REMAIN.

CONTRACTOR SHALL BE RESPONSIBLE FOR DISPOSAL OF ALL ITEMS TO BE REMOVED IN A SAFE,
LEGAL AND RESPONSIBLE MANNER.

CONTRACTOR SHALL BE RESPONSIBLE FOR STORAGE AND HANDLING OF EXISTING TO BE
RELOCATED EQUIPMENT.

CONTRACTOR SHALL MODIFY EXISTING CIRCUITS, WHEN EXISTING DEVICES ARE REMOVED, AS
REQUIRED TO MAINTAIN CIRCUIT CONTINUITY.

THIS PLAN IS DIAGRAMMATIC AND NOT INTENDED TO DEPICT THE ENTIRE SCOPE OF ELECTRICAL
DEMOLITION.  ADDITIONAL DEMOLITION AND MODIFICATION WORK NOT SHOWN SHOULD BE
ANTICIPATED.

REFER TO DRAWING E-500 FOR ELECTRICAL SYMBOLS, LEGENDS AND ABBREVIATIONS.

DEMOLITION NOTES - ELECTRICAL

2)

3)

4)

5)

6)

REVISIONS
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510 Chapman St, Suite 201
Canton, MA 02021
Tel. (860) 632−1682
Fax. (860) 632−1768
CES #2014385.00

ED-102

SECOND FLOOR
ELECTRICAL
DEMOLITION PLAN

ISSUED FOR BID

19 AUGUST 2015
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2ND FLOOR ELECTRICAL DEMOLITION PLAN



1 2 3 4 5 6 7

E

D

C

B

A

F

A

A A A

W

W

A

A A A

A A A AA

A1 A1 A1
A

3

AA1AA1

D

A

A

SHOWER

104

RESTROOM

102

STORAGE/WORKROOM

103

STAIR

S2

STAIR

S1

BROOD ROOM

101

JANITOR'S CLOSET

100B

SHELLFISH
PROPAGATION AREA

100

STORAGE CLOSETS

100A

AA1

3

34

3

D

D D

OS

OS

3, P2A

11, P2A

1, P2A

UP TO
EL-102

EM1EMEM

EM

EM

EM1

EM

X1

X1

X1
REM

REM

X1

X2

X2

1) ALL CIRCUITS SHALL BE 2#12,#12G.,3/4"C., TO NEW 20A-1P CIRCUIT BREAKER IN  PANEL INDICATED
UNLESS NOTED OTHERWISE.

ALL BRANCH CIRCUITS EXCEEDING 150' IN LENGTH SHALL BE 2#10,#10G., 3/4"C.  UNLESS NOTED
OTHERWISE.

ALL DEVICES SHALL BE LABELED WITH SOURCE PANEL AND CIRCUIT NUMBER(S).

REFER TO ARCHITECTS REFLECTED CEILING PLAN FOR EXACT LOCATION OF CEILING MOUNTED
ELECTRICAL DEVICES.

REFER TO DRAWING E-500 FOR LIGHTING FIXTURE SCHEDULE, ELECTRICAL SYMBOLS, LEGENDS,
AND ABBREVIATIONS.

EXIT SIGNS AND EMERGENCY LIGHTING FIXTURES SHALL BE WIRED TO LINE SIDE OF LOCAL
LIGHTING BRANCH CIRCUIT, AHEAD OF ALL SWITCHING DEVICES.

2)

GENERAL NOTES - ELECTRICAL LIGHTING

3)

4)

5)

6)

REVISIONS
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510 Chapman St, Suite 201
Canton, MA 02021
Tel. (860) 632−1682
Fax. (860) 632−1768
CES #2014385.00

EL-101

FIRST FLOOR
ELECTRICAL LIGHTING
PLAN

ISSUED FOR BID

19 AUGUST 2015
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FIRST FLOOR ELECTRICAL LIGHTING PLAN



OS OS

OS

OS

1 2 3 4 5 6 7

E

D

C

B

A

F

B8

B8

A2

B4B8

B4

W

D

OS

A1

A2

OFFICE

201

OFFICE

202

TANK HEATER
EQUIP. ROOM

203

TANK SERVICE
ROOM

204

MECHANICAL

205

CORRIDOR

200

CLOSET

201A

RESTROOM

206

STAIR

S1

CLOSET

202A

OS

B4 B4 B4

B4A1

A2

A

17, P2A

DN TO
EL-101

EM

EM

EM

EM

EM

X1EM

1) ALL CIRCUITS SHALL BE 2#12,#12G.,3/4"C., TO NEW 20A-1P CIRCUIT BREAKER IN  PANEL INDICATED
UNLESS NOTED OTHERWISE.

ALL BRANCH CIRCUITS EXCEEDING 150' IN LENGTH SHALL BE 2#10,#10G., 3/4"C.  UNLESS NOTED
OTHERWISE.

ALL DEVICES SHALL BE LABELED WITH SOURCE PANEL AND CIRCUIT NUMBER(S).

REFER TO ARCHITECTS REFLECTED CEILING PLAN FOR EXACT LOCATION OF CEILING MOUNTED
ELECTRICAL DEVICES.

REFER TO DRAWING E-500 FOR LIGHTING FIXTURE SCHEDULE, ELECTRICAL SYMBOLS, LEGENDS,
AND ABBREVIATIONS.

EXIT SIGNS AND EMERGENCY LIGHTING FIXTURES SHALL BE WIRED TO LINE SIDE OF LOCAL
LIGHTING BRANCH CIRCUIT, AHEAD OF ALL SWITCHING DEVICES.

2)

GENERAL NOTES - ELECTRICAL LIGHTING

3)

4)

5)

6)

REVISIONS

5 4 3 2 1
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C

510 Chapman St, Suite 201
Canton, MA 02021
Tel. (860) 632−1682
Fax. (860) 632−1768
CES #2014385.00

EL-102

SECOND FLOOR
ELECTRICAL LIGHTING
PLAN

ISSUED FOR BID

19 AUGUST 2015
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2ND FLOOR ELECTRICAL LIGHTING PLAN
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J

J

J

J

J

1 2 3 4 5 6 7

E

D

C

B

A

F

GFI GFI

GFI

GFI GFI

GFI

GFI

SHOWER

104

RESTROOM

102

STORAGE/WORKROOM

103

STAIR

S2

STAIR

S1
BROOD ROOM

101

JANITOR'S CLOSET

100B

SHELLFISH
PROPAGATION AREA

100

STORAGE CLOSETS

100A

GFI

GFI

GFI

a,
GFI

GFIGFI

CUH-1

VRV-1-3

UH-1

CU-1

UH-3

UH-4

UH-2

VRV-1-1

VRV-1-2
EF-1

EF-2

34,36, P2A

32, P2A

15, P2A

13, P2A

31, P2A

4, P2A

43, P2A

18, P2A

2, P2A

10, P2A

12, P2A

SP-1

DC

DC

DC

DC

DC

WP,
GFI

PUMP-16

PUMP-23

PUMP-3

FACP

38, P2A

16, P2A

SE

EP1 EP1 EP1

EP1

EP2

EP2

EP2

19, P2A

TELEPHONE
DEMARC LOCATION

NEW UNDERGROUND
ELECTRIC UTILITY
TRENCH PER DETAIL

METER SOCKET
7 JAW RINGLESS
240V-3PH-200A

GROUND ROD PLACED
IN GROUND ENHANCING
BACKFILL SEE DETAIL

MAIN DISCONNECT SWITCH
240V-3P-200A

EP6
EP3

UH-7

SECURITY SYSTEM
PANEL

GFI
GFI

GFI
GFI

1) ALL CIRCUITS SHALL BE 2#12,#12G.,3/4"C., TO NEW 20A-1P CIRCUIT BREAKER IN  PANEL INDICATED
UNLESS NOTED OTHERWISE.

ALL BRANCH CIRCUITS EXCEEDING 150' IN LENGTH SHALL BE 2#10,#10G., 3/4"C.  UNLESS NOTED
OTHERWISE.

ALL DEVICES SHALL BE LABELED WITH SOURCE PANEL AND CIRCUIT NUMBER(S).

REFER TO ARCHITECTS REFLECTED CEILING PLAN FOR EXACT LOCATION OF CEILING MOUNTED
ELECTRICAL DEVICES.

REFER TO DRAWING E-500 FOR MOTOR CIRCUIT SCHEDULE, ELECTRICAL SYMBOLS, LEGENDS, AND
ABBREVIATIONS.

ALL RECEPTACLES LOCATED WITHIN 6' FROM SINKS SHALL BE GFCI TYPE.

ALL RACEWAY, BACKBOXES, SWITCHBOXES, ETC SHALL BE PVC FOR SYSTEMS LOCATED IN THE
PROPAGATION AREA AND ALSO WHERE EXPOSED.

ALL RECEPTACLES LOCATED ON THE FIRST FLOOR SHALL BE PROVIDED WITH WEATHERPROOF
WHILE IN USE COVERS.

2)

GENERAL NOTES - ELECTRICAL POWER

3)

4)

5)

7)

8)

6)

ELECTRICAL POWER KEY NOTES

EP1 ALGAE GROWTH STATION POWER & LIGHTING CONTROL - THE EC SHALL PROVIDE A QUAD
RECEPTACLE AND LIGHTING CONTROL SWITCH AT EACH LOCATION INDICATED ON PLAN,
MOUNTED AT 48" AFF.

SEAWATER PUMP STATION POWER & CONTROL - THE EC SHALL PROVIDE A SINGLE POLE
DISCONNECT SWITCH IN PVC BACKBOX WITH 3/4" LFMC WHIP CONNECTED TO THE PUMP
MOTOR.

SEWAGE EJECTOR PUMPING STATION CONTROL PANEL - THE SEWAGE EJECTOR CONTROL
PANEL AT 208V-3PH SHALL BE WIRED COMPLETE BY THE EC. PROVIDE 3/4"C, 3#10 & #10G TO
THE CONTROL PANEL TERMINALS VIA A 240V-3P-30A NEMA 4X DISCONNECT SWITCH. PROVIDE
ALL CONNECTIONS WITH FLOAT ALARM CABLES PROVIDED WITH THE PUMP PACKAGE.
PROVIDE A DEDICATED 3/4"C WITH 4#14 TO THE SECURITY PANEL FOR REMOTE MONITORING
OF ALARMS.

TANK HEATER EQUIPMENT ROOM VENTILATION SYSTEM - THE EC SHALL PROVIDE MOTOR
STARTER CONTROLS TO ENSURE SIMULTANEOUS OPERATION OF EF-4 & MAF-1 THROUGH
INPUT OF A COOLING THERMOSTAT LOCATED IN THE EQUIPMENT ROOM. PROVIDE A 240V-3P-
30A NEMA 4X FUSIBLE DISCONNECT SWITCH FOR EACH. PROVIDE A 20A FUSE FOR EF-4, 10A
FUSES FOR MAF-1. PROVIDE ENCLOSED MOTOR STARTERS, NON-REVERSING WITH THERMAL
OVERLOAD, NEMA SIZE 0, 120V COIL. THERMOSTAT SHALL BE HONEYWELL #T651 MECHANICAL
THERMOSTAT, MAKE ON A RISE, FOR LINE VOLTAGE APPLICATION.

HEAT PUMP EQUIPMENT CONNECTIONS - THE EC SHALL PROVIDE A NEMA 4X FUSIBLE SWITCH
240V-3P-30A WITH 10A FUSES IN 2 POLES. CONNECT TO THE EQUIPMENT WITH 3/4" LFMC, 2#12
& #12G.

PROVIDE SPIRAL WRAP HEAT TRACE CABLE ON THE SEWAGE EJECTOR PIT AND EXPOSED
DRAIN LINES. REFER TO THE PLUMBING DRAWINGS FOR EXACT ROUTING OF EXPOSED DRAIN
LINES. THE EC SHALL PROVIDE THE FOLLOWING:
HEAT TRACE CABLE - 8W/FT RAYCHEM #8XL1-CR
DIGITAL CONTROLLER - RAYCHEM #ECW-GF
POWER CONNECTION - RAYCHEM #PC
INSULATION SHALL BE PROVIDED BY DIVISION 23.

EP2

EP3

EP4

EP5

EP6

REVISIONS

5 4 3 2 1

A

B

C

510 Chapman St, Suite 201
Canton, MA 02021
Tel. (860) 632−1682
Fax. (860) 632−1768
CES #2014385.00

EP-101

FIRST FLOOR
ELECTRICAL POWER
PLAN

ISSUED FOR BID

19 AUGUST 2015
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FIRST FLOOR ELECTRICAL POWER PLAN
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1 2 3 4 5 6 7

E

D

C

B

A

F

P2A

a,
GFI

a,
GFI

a,
GFI

a,
GFI

a,
GFI

HWP-1 HWP-2

BP-2

BP-1 B-1

B-2

VRV-2-1

VRV-2-2

VRV-2-3

UH-6

EF-3

MAF-1

EF-4

UH-5

WH-1

ERV-1

OFFICE

201

OFFICE

202

TANK HEATER
EQUIP. ROOM

203

TANK SERVICE
ROOM

204

MECHANICAL

205

CORRIDOR

200

CLOSET

201A

RESTROOM

206

STAIR

S1

CLOSET

202A
25,27, P2A

40,42, P2A

45,47, P2A39,41, P2A

5, P2A

28,30, P2A

6, P2A

8, P2A

21, P2A

26, P2A
37, P2A

14, P2A

7, P2A

33,35, P2A

9, P2A

24, P2A

23, P2A

PUMP-4.2 PUMP-4.4

PUMP-4.3PUMP-4.1

T

WP

EP5EP5EP5EP5

EP4

29, P2A

44,46,48, P2A

WP

REINSTALL EXISTING
WIRELESS CCTV
CAMERA TRANSMITTER

GFI
GFI

GFI

GFI
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ELECTRICAL POWER KEY NOTES

EP1 ALGAE GROWTH STATION POWER & LIGHTING CONTROL - THE EC SHALL PROVIDE A QUAD
RECEPTACLE AND LIGHTING CONTROL SWITCH AT EACH LOCATION INDICATED ON PLAN,
MOUNTED AT 48" AFF.

SEAWATER PUMP STATION POWER & CONTROL - THE EC SHALL PROVIDE A SINGLE POLE
DISCONNECT SWITCH IN PVC BACKBOX WITH 3/4" LFMC WHIP CONNECTED TO THE PUMP
MOTOR.

SEWAGE EJECTOR PUMPING STATION CONTROL PANEL - THE SEWAGE EJECTOR CONTROL
PANEL AT 208V-3PH SHALL BE WIRED COMPLETE BY THE EC. PROVIDE 3/4"C, 3#10 & #10G TO
THE CONTROL PANEL TERMINALS VIA A 240V-3P-30A NEMA 4X DISCONNECT SWITCH. PROVIDE
ALL CONNECTIONS WITH FLOAT ALARM CABLES PROVIDED WITH THE PUMP PACKAGE.
PROVIDE A DEDICATED 3/4"C WITH 4#14 TO THE SECURITY PANEL FOR REMOTE MONITORING
OF ALARMS.

TANK HEATER EQUIPMENT ROOM VENTILATION SYSTEM - THE EC SHALL PROVIDE MOTOR
STARTER CONTROLS TO ENSURE SIMULTANEOUS OPERATION OF EF-4 & MAF-1 THROUGH
INPUT OF A COOLING THERMOSTAT LOCATED IN THE EQUIPMENT ROOM. PROVIDE A 240V-3P-
30A NEMA 4X FUSIBLE DISCONNECT SWITCH FOR EACH. PROVIDE A 20A FUSE FOR EF-4, 10A
FUSES FOR MAF-1. PROVIDE ENCLOSED MOTOR STARTERS, NON-REVERSING WITH THERMAL
OVERLOAD, NEMA SIZE 0, 120V COIL. THERMOSTAT SHALL BE HONEYWELL #T651 MECHANICAL
THERMOSTAT, MAKE ON A RISE, FOR LINE VOLTAGE APPLICATION.

HEAT PUMP EQUIPMENT CONNECTIONS - THE EC SHALL PROVIDE A NEMA 4X FUSIBLE SWITCH
240V-3P-30A WITH 10A FUSES IN 2 POLES. CONNECT TO THE EQUIPMENT WITH 3/4" LFMC, 2#12
& #12G.

PROVIDE SPIRAL WRAP HEAT TRACE CABLE ON THE SEWAGE EJECTOR PIT AND EXPOSED
DRAIN LINES. REFER TO THE PLUMBING DRAWINGS FOR EXACT ROUTING OF EXPOSED DRAIN
LINES. THE EC SHALL PROVIDE THE FOLLOWING:
HEAT TRACE CABLE - 8W/FT RAYCHEM #8XL1-CR
DIGITAL CONTROLLER - RAYCHEM #ECW-GF
POWER CONNECTION - RAYCHEM #PC
INSULATION SHALL BE PROVIDED BY DIVISION 23.

EP2

EP3

EP4

EP5

EP6

1) ALL CIRCUITS SHALL BE 2#12,#12G.,3/4"C., TO NEW 20A-1P CIRCUIT BREAKER IN  PANEL INDICATED
UNLESS NOTED OTHERWISE.

ALL BRANCH CIRCUITS EXCEEDING 150' IN LENGTH SHALL BE 2#10,#10G., 3/4"C.  UNLESS NOTED
OTHERWISE.

ALL DEVICES SHALL BE LABELED WITH SOURCE PANEL AND CIRCUIT NUMBER(S).

REFER TO ARCHITECTS REFLECTED CEILING PLAN FOR EXACT LOCATION OF CEILING MOUNTED
ELECTRICAL DEVICES.

REFER TO DRAWING E-500 FOR MOTOR CIRCUIT SCHEDULE, ELECTRICAL SYMBOLS, LEGENDS, AND
ABBREVIATIONS.

ALL RECEPTACLES LOCATED WITHIN 6' FROM SINKS SHALL BE GFCI TYPE.

ALL RACEWAY, BACKBOXES, SWITCHBOXES, ETC SHALL BE PVC FOR SYSTEMS LOCATED IN THE
PROPAGATION AREA AND ALSO WHERE EXPOSED.

ALL RECEPTACLES LOCATED ON THE FIRST FLOOR SHALL BE PROVIDED WITH WEATHERPROOF
WHILE IN USE COVERS.

2)

GENERAL NOTES - ELECTRICAL POWER

3)

4)

5)

7)

8)

6)

REVISIONS

5 4 3 2 1
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B

C

510 Chapman St, Suite 201
Canton, MA 02021
Tel. (860) 632−1682
Fax. (860) 632−1768
CES #2014385.00

EP-102

SECOND FLOOR
ELECTRICAL POWER
PLAN

ISSUED FOR BID

19 AUGUST 2015
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2ND FLOOR ELECTRICAL POWER PLAN



J J

SURFACE MOUNTED PANELBOARD

DISCONNECT SWITCH

MOTOR STARTER

ELECTRICAL MOTOR

ELECTRICAL METER

BRANCH CIRCUIT WIRING, CONCEALED IN WALLS OR CEILINGS

HOMERUN TO PANELBOARD, UNLESS INDICATED OTHERWISE SHALL BE
CONNECTED TO A 1 POLE, 20 AMP CIRCUIT BREAKER

BRANCH CIRCUIT WIRING, SWITCHED

CONDUIT RUN ON SURFACE OF WALLS/CEILING

BRANCH CIRCUIT WIRING BELOW GRADE/SLAB

JUNCTION BOX

DUPLEX WALL MOUNTED RECEPTACLE

DOUBLE DUPLEX WALL MOUNTED RECEPTACLE

DUPLEX RECEPTACLE, MOUNT ABOVE COUNTER HEIGHT

DUPLEX RECEPTACLE WITH GROUND FAULT CIRCUIT INTERRUPTION

DUPLEX RECEPTACLE WITH WEATHERPROOF COVER

DUPLEX RECEPTACLE WITH ISOLATED GROUND

SPECIAL PURPOSE CONNECTION

SPECIAL PURPOSE RECEPTACLE, NEMA CONFIGURATION AS INDICATED

SURFACE MOUNTED FLUORESCENT LIGHTING FIXTURE

PENDANT MOUNTED FLUORESCENT EMERGENCY LIGHTING FIXTURE

WALL MOUNTED FLUORESCENT LIGHTING FIXTURE

SURFACE MOUNTED DOWNLIGHT FIXTURE

EXTERIOR BUILDING MOUNTED LIGHTING FIXTURE

SYMBOL DESCRIPTION SYMBOL DESCRIPTION

ELECTRICAL SYMBOL LIST

a

GFI

WP

IG

H

S

F

EOLD

FAA

FACP

SELF CONTAINED EMERGENCY LIGHTING FIXTURE WITH REMOTE CAPABILITY

REMOTE DUAL HEAD EMERGENCY LIGHTING FIXTURE

WALL MOUNTED EXIT SIGN

FIRE ALARM CONTROL PANEL

FIRE ALARM REMOTE ANNUNCIATOR PANEL

END OF THE LINE DEVICE

WALL MOUNTED COMBINATION HORN / STROBE LIGHT WITH AN ADA 15/75
CANDELA STROBE. MOUNT AT 6'-8" AFF

WALL MOUNTED ADA 15/75 CANDELA STROBE UNIT ONLY

WALL MOUNTED FIRE ALARM MANUAL PULL STATION. MOUNT AT 48" AFF

CEILING MOUNTED SMOKE DETECTOR

CEILING MOUNTED HEAT DETECTOR - TEMPERATURE RATING AS INDICATED
ON DRAWINGS

OS

TC

OS

4

3

TELEPHONE OUTLET, TWO GANG BACKBOX WITH 3/4" CONDUIT STUBBED
INTO AN ACCESSIBLE CEILING, PROVIDE NYLON PULL STRING AND BUSHING

COMBINATION TELEPHONE / COMPUTER OUTLET, TWO GANG BACKBOX WITH
3/4" CONDUIT STUBBED INTO ACCESSIBLE CEILING. PROVIDE NYLON PULL
STRING AND BUSHING

SINGLE POLE TOGGLE SWITCH

THREE WAY TOGGLE SWITCH

FOUR WAY TOGGLE SWITCH

COMBINATION WALL / OCCUPANCY SENSOR SWITCH

TIME CLOCK

OCCUPANCY SENSOR

DC DOOR CONTACT

WALL MOUNTED WEATHERPROOF COMBINATION HORN / STROBE LIGHT WITH AN
ADA 15/75 CANDELA STROBE. MOUNT AT 6'-8" AFF

ELECTRICAL ABBREVIATIONS

FIRE ALARM CONTROL PANELFACP

WEATHERPROOFWP
WATT, WIREW
VOLT AMPEREVA

V VOLTS
UNIT HEATERUH

TYP TYPICAL
SECONDARY ELECTRICAL SERVICESE

POLYVINYL CHLORIDE CONDUITPVC
PHASEPH

PE PRIMARY ELECTRICAL SERVICE
POLEP

NTS NOT TO SCALE

NEC NATIONAL ELECTRIC CODE
MLO MAIN LUGS ONLY

KILOWATTKW
KVA KILOVOLT AMPERE

HZ HERTZ
HP HORSE POWER

GROUND FAULT INTERRUPTERGFI
G GROUND

FIRE ALARMFA
ELEC ELECTRICAL

EXHAUST FANEF

DWG DRAWING
DOWNDN

CUH CABINET UNIT HEATER
CONDENSING UNIT, COPPERCU
CIRCUITCKT

C/B CIRCUIT BREAKER
CONDUITC
AMPS INTERRUPTING CURRENTAIC
ABOVE FINISHED GRADEAFG

AFF ABOVE FINISHED FLOOR
ALTERNATING CURRENTAC
AMPEREA/AMP

EXISTING TO REMAIN

REMOVE EXISTING

NEW LOCATION OF EXISTING RELOCATEDNL

RE

E

REVISIONS
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LIGHTING FIXTURE SCHEDULE

TYPE MANUFACTURER / MODEL LAMPING VOLTAGE FIXTURE DESCRIPTION

A COOPER LIGHTING
HVL12-4-LD3-2STD-35-UNV-O-ED1C-S-IP64

80W LED
(3500K)

120 V 1'x4' SURFACE MOUNTED LED LUMINAIRE WITH EXTRUDED ALUMINUM HOUSING; 2 LED MODULES AT STANDARD
OUTPUT; 4600 LUMEN OUTPUT; SMOOTH OPAL LENS AND SMOOTH END CAPS; SINGLE CIRCUIT ELECTRONIC DRIVER;
IP64 RATED

A1 COOPER LIGHTING
HVL12-4-LD3-2STD-35-UNV-O-ED1C-S-PM-IP64

80W LED
(3500K)

120 V SAME AS TYPE 'A' EXCEPT PENDANT MOUNTING WITH BOTTOM OF FIXTURE AT 8'-0" AFF

A2 COOPER LIGHTING
HVL12-8-LD3-2STD-35-UNV-O-ED1C-S-PM-TILW-IP64

160W LED
(3500K)

120 V SAME AS TYPE 'A1' EXCEPT 8' LENGTH WITH TANDEM IN-LINE WIRING AND 9200 LUMEN OUTPUT

AA1 PHILIPS STONCO  SR3SW132HFLB8EOB (1) 32W HPF
(3500K)

120 V 13" ROUND WALL MOUNTED VANDAL RESISTANT FLUORESCENT LUMINAIRE WITH DIE CAST ALUMINUM HOUSING;
SHALLOW DEPTH; LAMPED OPTION; BLACK BASE AND FACE COLOR; CLOSED EYELID STYLE; OPAL LENS

B4 PHILIPS LEDALITE  7406LBEQG0411EW 32W LED
(3500K)

120 V 4' PENDANT MOUNTED LINEAR DIRECT/INDIRECT LED LUMINAIRE WITH PRECISION FORMED STEEL HOUSING; 3400
LUMEN OUTPUT; MESO OPTICS LOWER LENS; 80% DOWN UPPER OPTICS KIT; SINGLE CIRCUIT ELECTRONIC DRIVER;
STANDARD WHITE FINISH; MOUNT BOTTOM OF FIXTURE AT 8'-0" AFF

B8 PHILIPS LEDALITE  7406LBEQG0611EW 64W LED
(3500K)

120 V SAME AS TYPE 'B4' EXCEPT 8' LENGTH AND 6800 LUMEN OUTPUT

D COOPER LIGHTING  SLD606-8-35-WH 12W LED
(3500K)

120 V 6" ROUND APERTURE SURFACE MOUNTED LED DOWNLIGHT WITH DIE CAST ALUMINUM FRAME; 800 LUMEN OUTPUT;
ELECTRONIC LED DRIVER; SHOWERTITE RATING; WHITE FINISH

EM EXITRONIX  LED-RX-GR (2) 1.9 W LED
BY MFR

120 V WALL MOUNTED DUAL HEAD LED EMERGENCY LIGHTING FIXTURE WITH GREY POLYCARBONATE HOUSING; IP64 RATED;
REMOTE CAPABILITY

EM1 EXITRONIX  LED-RX-GR (2) 1.9 W LED
BY MFR

120 V SAME AS TYPE 'EM' EXCEPT CONNECTED TO DUAL HEAD REMOTE LAMP 'REM'

REM EXITRONIX  2CLED-WP (2) 1.2 W LED
BY MFR

120 V WALL MOUNTED DUAL HEAD LED REMOTE LAMP WITH WEATHERPROOF OPTION

W PHILIPS DAY-BRITE  CSW-48-28-35-U-LAG-ZO 31W LED
(3500K)

120 V 4' WALL MOUNTED LED LINEAR SURFACE LUMINAIRE WITH DIE-FORMED HEAVY GAUGE STEEL; 2800 LUMEN OUTPUT;
ELECTRONIC LED DRIVER; OPAL ACRYLIC LENS.

X1 EXITRONIX  VEX-WP-1-WB-WH-G2 2W LED 120 V WALL MOUNTED UNIVERSAL LED EXIT SIGN WITH WHITE THERMOPLASTIC HOUSING; SINGLE FACED AND CHEVRONS AS
INDICATED ON PLANS; SELF TEST DIAGNOSTICS; SUITABLE FOR WET LOCATIONS

X2 EVENLITE RZR-EM-R-1-WW-W-1B LED 120 V SAME AS TYPE 'X' EXCEPT CEILING MOUNTED.

MOTOR CIRCUIT SCHEDULE

EQUIPMENT
Circuit

Number PANEL OCP
BRANCH
CIRCUIT

LOCAL
DISC. SW

MOTOR STARTER LOAD

REMARKSIZE TYPE LOCATION HP MCA / W PHASE VOLT

B-1, BP-1 23 P2A 20 A 2#12, #12G IN 3/4"C 20A-1P DIV. 23 DIV. 23 DIV. 23 0.14 (BP-1) 12.0 A (B-1) 1 120 V COORDINATE WITH DIV. 23

B-2, BP-2 24 P2A 20 A 2#12, #12G IN 3/4"C 20A-1P DIV. 23 DIV. 23 DIV. 23 0.14 (BP-1) 12.0 A (B-2) 1 120 V COORDINATE WITH DIV. 23

CU-1 50,52,54 P2A 50 A 3#8, #10G IN 3/4"C 60A-3P DIV. 23 DIV. 23 DIV. 23 - 45.0 A 3 208 V COORDINATE WITH DIV. 23

EF-2 20 P2A 45 A 2#8, #10G IN 3/4"C 60A-1P DIV. 23 DIV. 23 DIV. 23 - 30.0 W 1 120 V COORDINATE WITH DIV. 23

EF-3 22 P2A 45 A 2#8, #10G IN 3/4"C 60A-1P DIV. 23 DIV. 23 DIV. 23 - 30.0 W 1 120 V COORDINATE WITH DIV. 23

EF-4 29 P2A 20 A 2#12, #12G IN 3/4"C 20A-1P DIV. 23 DIV. 23 DIV. 23 3/4 - 1 120 V COORDINATE WITH DIV. 23

ERV-1, HWP-1, HWP-2 33,35 P2A 20 A 2#12, #12G IN 3/4"C 20A-2P DIV. 23 DIV. 23 DIV. 23 1/4 EA. (HWP) 1.7 A (ERV-1) 1 208 V COORDINATE WITH DIV. 23

MAF-1 44,46,48 P2A 20 A 3#12, #12G IN 3/4"C 20A-3P DIV. 23 DIV. 23 DIV. 23 1.5 - 3 208 V COORDINATE WITH DIV. 23

PUMP-3 43 P2A 20 A 2#12, #12G IN 3/4"C 20A-1P DIV. 23 DIV. 23 DIV. 23 - 9.8 A 1 120 V COORDINATE WITH DIV. 23

PUMP-4.1 25,27 P2A 20 A 2#12, #12G IN 3/4"C 20A-2P DIV. 23 DIV. 23 DIV. 23 - 8.7 A 1 208 V COORDINATE WITH DIV. 23

PUMP-4.2 39,41 P2A 20 A 2#12, #12G IN 3/4"C 20A-2P DIV. 23 DIV. 23 DIV. 23 - 8.7 A 1 208 V COORDINATE WITH DIV. 23

PUMP-4.3 40,42 P2A 20 A 2#12, #12G IN 3/4"C 20A-2P DIV. 23 DIV. 23 DIV. 23 - 8.7 A 1 208 V COORDINATE WITH DIV. 23

PUMP-4.4 45,47 P2A 20 A 2#12, #12G IN 3/4"C 20A-2P DIV. 23 DIV. 23 DIV. 23 - 8.7 A 1 208 V COORDINATE WITH DIV. 23

PUMP-16 18 P2A 20 A 2#12, #12G IN 3/4"C 20A-1P DIV. 23 DIV. 23 DIV. 23 - 9.8 A 1 120 V COORDINATE WITH DIV. 23

PUMP-23 31 P2A 20 A 2#12, #12G IN 3/4"C 20A-1P DIV. 23 DIV. 23 DIV. 23 - 9.8 A 1 120 V COORDINATE WITH DIV. 23

SP-1 49,51,53 P2A 20 A 3#12, #12G IN 3/4"C 20A-3P DIV. 23 DIV. 23 DIV. 23 2 - 3 208 V COORDINATE WITH DIV. 23

VRV-1-1, VRV-1-2,
VRV-1-3

34,36 P2A 20 A 2#12, #12G IN 3/4"C 20A-2P DIV. 23 DIV. 23 DIV. 23 - 1.56 A, 3.5 A,
0.44 A

1 208 V COORDINATE WITH DIV. 23

VRV-2-1, VRV-2-2,
VRV-2-3

28,30 P2A 20 A 2#12, #12G IN 3/4"C 20A-2P DIV. 23 DIV. 23 DIV. 23 - 0.63 A, 0.38 A,
0.63 A

1 208 V COORDINATE WITH DIV. 23

Total Amps:

Total KW:

Total Amps: 179.5 A 169.3 A 158.8 A

Total Load: 21371 VA 20149 VA 19059 VA

83 Space -- -- 0 VA 0 VA -- -- Space 84

81 Space -- -- 0 VA 0 VA -- -- Space 82

79 Space -- -- 0 VA 0 VA -- -- Space 80

77 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 78

75 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 76

73 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 74

71 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 72

69 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 70

67 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 68

65 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 66

63 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 64

61 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 62

59 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 60

57 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 58

55 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 56

53 -- -- -- 936 VA 4320... -- -- -- 54

51 -- -- -- 936 VA 4320... -- -- -- 52

49 SP-1 20 A 3 936 VA 4320... 3 50 A CU-1 50

47 -- -- -- 905 VA 828 VA -- -- -- 48

45 PUMP-4.4 20 A 2 905 VA 828 VA -- -- -- 46

43 PUMP-3 20 A 1 1176... 828 VA 3 20 A MAF-1 44

41 -- -- -- 905 VA 905 VA -- -- -- 42

39 PUMP-4.2 20 A 2 905 VA 905 VA 2 20 A PUMP-4.3 40

37 RCPT #202 20 A 1 720 VA 1176... 1 20 A SECURITY PANEL 38

35 -- -- -- 203 VA 572 VA -- -- -- 36

33 ERV-1, HWP-1, HWP-2 20 A 2 203 VA 572 VA 2 20 A VRV-1-1, VRV-1-2, VRV-1-3 34

31 PUMP-23 20 A 1 1176... 720 VA 1 20 A RCPT #100 32

29 EF-4 20 A 1 1656... 131 VA -- -- -- 30

27 -- -- -- 905 VA 131 VA 2 20 A VRV-2-1, VRV-2-2, VRV-2-3 28

25 PUMP-4.1 20 A 2 905 VA 720 VA 1 20 A DESK RCPT #202 26

23 B-1, BP-1 20 A 1 1544... 1544... 1 20 A B-2, BP-2 24

21 RCPT #201A, #201 20 A 1 1260... 3600... 1 45 A EF-3 22

19 HEAT TRACE 20 A 1 1200... 3600... 1 45 A EF-2 20

17 LIGHTING 2ND FLOOR 20 A 1 1032... 1176... 1 20 A PUMP-16 18

15 RCPT #100, AIR PUMP RCPT 20 A 1 900 VA 1176... 1 20 A FACP 16

13 RCPT #100, UH-2 20 A 1 876 VA 1040... 1 20 A RCPT #203 14

11 LIGHTING 1ST FLOOR 20 A 1 698 VA 804 VA 1 20 A RCPT #103, UH-7 12

9 RCPT #205, UH-6, WH-1 20 A 1 1148... 786 VA 1 20 A RCPT #100A, EF-1 10

7 RCPT #204, UH-5 20 A 1 624 VA 720 VA 1 20 A DESK RCPT #201 8

5 GFI RCPT #202 20 A 1 360 VA 540 VA 1 20 A GFI RCPT #201 6

3 LIGHTING STAIR# S1 AND #101 20 A 1 274 VA 396 VA 1 20 A RCPT #100, UH-3, UH-4 4

1 LTG EXTERIOR DOCK AND SHOWER 20 A 1 256 VA 378 VA 1 20 A RCPT #101, UH-1, CUH-1 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Enclosure:

Mounting: Surface Wires: 4 MCB Rating:

Supply From: Phases: 3 Mains Type:

Location: Volts: 120/208 Wye A.I.C. Rating:

Branch Panel: P2A
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DC DC DC DC DC

STREET SIDE

DISCONNECT
MAIN

FOR SIZE
ONE LINE DIAGRAM
CONDUCTORS SEE

SERVICE ENTRANCE

SEE ONE LINE DIAGRAM
MAIN OVERCURRENT DEVICE

250.66
WITH NEC ARTICLE
SIZED IN ACCORDANCE

MAIN BONDING JUMPER

SERVICE PIPE

COPPER WATER

(TYP.)
CLAMP
GROUND

JUMPER
BONDING

METER
WATER

WELD (TYP)

EXOTHERMIC

BUS
EQUIPMENT GROUND

NEUTRAL BUS

22 FT.

ENTRANCE POINT OF PIPE
BOND WITHIN (5) FT. OF

SWITCH

GROUND ROD (TYPICAL OF 3)
10' X 3/4" TINNED COPPER

22 FT.

AUGER HOLE AND FILL WITH
THE EC SHALL PROVIDE AN 8"

GROUND ENHANCING BACKFILL-
TERRAFILL #TF-50 50 LB BAGS
AS REQUIRED.

2#12,#12G TO 20A-1P
CIRCUIT BREAKER WITH
LOCKING HANDLE IN PANEL
P2A

1" MINIMUM SAW CUT IN BITUMINOUS PAVEMENT.
PATCH TO MATCH EXISTING SURROUNDING
PAVEMENT CONSTRUCTION AFTER INSTALLATION
OF FEEDER, CONDUIT OR DUCTBANK.

IF GRASS IS ENCOUNTERED, REGRADE, REPAIR,
AND RESEED TO MATCH SURROUNDINGS.

PLASTIC WARNING TAPE
TO READ "DANGER BURIED
HIGH VOLTAGE FEEDER".

COMPACTED BACKFILL
IN 6" LIFTS

THERMAL SAND
BEDDING 6" MINIMUM
COVER ON ALL SIDES

24"
BELOW
GRADE

4" CONDUIT WITH NEW
SECONDARY ELECTRIC

SERVICE

EXISTING BITUMINOUS
PAVEMENT

24"MIN.

3" CONDUIT FOR CABLE TV/
BROADBAND SERVICE WITH
PULLSTRING (FUTURE)

3" CONDUIT FOR
TELEPHONE SERVICE

PROVIDE NEW SHEETING AND BRACING
NECESSARY TO SUPPORT THE SIDES

DURING EXCAVATION.

P2A P2B

1ST FLOOR

2ND FLOOR

PANEL P2A

208/120V-3PH-4W-200A

MIN 25K AIC RATING

42 POLE EACH SECTION

INTERIOREXTERIOR

PROVIDE AND INSTALL NEW 7

TERMINAL METER SOCKET, HOT

SEQUENCE WITH MANUAL BYPASS

AND NEMA 3R ENCLOSURE. FOR

USE WITH 208/120V-3PH-4W-200A

SERVICE, 25K AIC RATED.

NEW SECONDARY SERVICE LATERAL

3" PVC SCHED 80 WITH

4#4/0 CU TYPE XHHW
RUN IN TRENCH WITH WARNING TAPE

AND MIN 24" COVER

200A
MCB

#4 AWG CU GEC

TO DERIVED GROUND SYSTEM

PER DETAIL 4/E-800

NEW UNDERGROUND SECONDARY SERVICE

EXTENDED FROM THE EXISTING RISER POLE

ON EASTON AVE BY THE UTILITY COMPANY.

PRECAST POLYMER CONCRETE GRADE BOX

36"X72"X36" WITH H20 LOADING CAPACITY.

PROVIDE QUAZITE #PG3672DA36 SOLID

BOTTOM BASE WITH #PG3672HH0017 COVER.

MINIMUM DISTANCE 175'-0" THE EC SHALL

PROVIDE TRENCHING & BACKFILL, CONDUIT

& CONDUCTORS PER DETAIL 3/E-800

MAIN DISCONNECT SWITCH

240V-3P-200A-NEMA 3R

HEAVY DUTY W/ 200A D.E. FUSES

1ST FLOOR

2ND FLOOR

FACPSECURITY

WP

PROVIDE 15'-0" OF EXCESS

CONDUCTOR LENGTH FOR FINAL
TERMINATION BY THE UTILITY

COMPANY. THE CONTRACTOR IS TO BE FULLY RESPONSIBLE FOR CONTACTING THE LOCAL
CABLE TELEVISION COMPANY, POWER COMPANY, TELEPHONE COMPANY, GAS

COMPANY, WATER AND SEWER COMPANY AND ANY OTHER UTILITY COMPANY
WITHIN THE AREA PRIOR TO PROCEEDING WITH ANY EXCAVATION. BY LAW, THE
CONTRACTOR IS REQUIRED TO CALL BEFORE DOING ANY EXCAVATION, DIGGING

HOLES OR DRIVING POSTS REGARDLESS OF WHETHER IT IS WITHIN THE STREET
LINE OR ON PRIVATE PROPERTY. OBTAIN INFORMATION REGARDING THE EXISTENCE
AND LOCATION OF ANY UNDERGROUND FACILITIES BY CALLING 1-800-922-4455

SECURITY

OH

PROVIDE WIDE GAP CONTACTS

AT EACH OVERHEAD DOOR.

SEWAGE EJECTOR

CONTROL PANEL

15
0
A

15
0
A

1ST FLOOR

M

2ND FLOOR

SUB PANEL LEFT
120/240-1PH-3W

PANEL P2
120/240-1PH-3W
150A MCB

SUB PANEL
DOCK AREA
120/240-1PH-3W-50A
8 POLE QO LOAD CENTER

SUB PANEL
2ND FLOOR
120/240-1PH-3W-70A

PANEL P1
120/240-1PH-3W
150A MCB-30 POLE

INTERIOREXTERIOR

EXISTING SERVICE
ENTRANCE METER
SOCKET

EXISTING UNDERGROUND
SECONDARY SERVICE LATERAL

SERVICE DISCONNECT
SWITCH #1

SERVICE DISCONNECT
SWITCH #2

1.   THE GROUNDING ELECTRODE SYSTEM SHALL COMPLY WITH

ARTICLE 250 OF THE CURRENT N.E.C.

2.  BOND TO ALL GROUNDING ELECTRODE TYPES PRESENT.

NOTE: ALL EQUIPMENT SHALL BE REMOVED PER PHASING SCHEDULE

RJ31X

NOTES

SCALE: N.T.S.

SCALE: N.T.S.
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FIRE ALARM RISER DIAGRAM
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SERVICE GROUNDING DETAIL
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ELECTRICAL POWER RISER DIAGRAM
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ELECTRICAL DEMOLITION RISER DIAGRAM
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TYPICAL TRENCH DETAIL
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SECURITY SYSTEM RISER DIAGRAM

REVISIONS

5 4 3 2 1

A

B

C

510 Chapman St, Suite 201
Canton, MA 02021
Tel. (860) 632−1682
Fax. (860) 632−1768
CES #2014385.00

E-800

ELECTRICAL DETAILS

ISSUED FOR BID

19 AUGUST 2015

B
ra

n
t 

P
o

in
t 

P
ro

p
a
g

a
ti

o
n

F
a
c
il
it

y
2
A

 E
A

S
T

O
N

 S
T

R
E

E
T

 N
A

N
T

U
C

K
E

T
, 
M

A


	Sheets
	A1.00 - MEAN WATER LEVEL PLAN
	A1.01 - FIRST FLOOR PLAN
	A1.02 - SECOND FLOOR PLAN
	A1.03 - ROOF PLAN
	A2.01 - FIRST FLOOR REFLECTED CEILING PLAN
	A2.02 - SECOND FLOOR REFLECTED CEILING PLAN
	A3.00 - EXTERIOR ELEVATIONS
	A3.01 - EXTERIOR ELEVATIONS
	A4.00 - BUILDING SECTIONS
	A4.01 - BUILDING SECTIONS
	A5.00 - WALL SECTIONS
	A5.01 - WALL SECTIONS
	A7.00 - STAIR PLANS, SECTIONS AND DETAILS
	A7.01 - STAIR ELEVATIONS AND SECTIONS
	A7.02 - EXTERIOR SOUTH STAIR PLANS, ELEVATIONS, AND SECTION
	A7.03 - EXTERIOR NORTH STAIR PLANS, ELEVATION, SECTION
	A8.00 - INTERIOR ELEVATIONS
	A8.01 - INTERIOR ELEVATIONS
	A8.02 - INTERIOR ELEVATIONS
	A9.00 - DOOR SCHEDULES
	A9.01 - DOOR DETAILS
	A9.02 - FINISHES
	A10.00 - EXTERIOR DETAILS - WALL TYPES
	A10.01 - EXTERIOR DETAILS - CONDENSING UNIT ADDITION
	A10.10 - PLAN & SECTION DETAILS
	A10.20 - ROOF DETAILS
	A10.30 - WINDOW DETAILS
	A10.60 - CEILING DETAILS
	A11.00 - CASEWORK
	A12.00 - 3D REPRESENTATIONS - EXTERIOR VIEWS
	A12.01 - 3D REPRESENTATIONS - INTERIOR VIEWS
	A12.03 - 3D REPRESENTATIONS - DORMER STUDY
	AD1.01 - DEMOLITION FLOOR PLAN - FIRST FLOOR
	AD1.02 - DEMOLITION FLOOR PLAN - MEZZANINE
	AD1.03 - DEMOLITION FLOOR PLAN - ROOF PLAN
	AD3.00 - DEMOLITION EXTERIOR ELEVATIONS
	AD3.01 - DEMOLITION EXTERIOR ELEVATIONS
	G0.00 - COVER
	G0.01 - PROJECT INFORMATION
	G0.02 - NOTES, SYMBOLS, ABBREVIATIONS
	G0.04 - EQUIPMENT LIST
	G1.00 - CODE SUMMARY
	G2.00 - PARTITION TYPES
	G3.00 - ARCHITECTURAL SITE PLAN


